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Resumen
Tanto las limitadas reservas de combustibles fósiles como su impacto ambi-
ental han motivado, entre otras causas, la optimización de los sistemas de
generación de enerǵıa. Los equipos de refrigeración y otros sistemas de enfri-
amiento tienen un elevado consumo energético y contribuyen al incremento
de las emisiones de CO2. Existen alternativas más sostenibles a los ciclos
de compresión convencionales. Estos sistemas requieren mejoras para ser
competitivos.
El objetivo de esta tesis doctoral es la mejora de sistemas de refrigeración
por absorción mediante optimización y modelización matemática. Se incluye,
por un lado el análisis energético, exergético y termoeconómico y por otro
la optimización multiobjetivo, incluyendo el efecto de la incertidumbre del
precio de la enerǵıa en el diseño del ciclo de absorción.
Se ha realizado el análisis termodinámico para varias configuraciones de
los ciclos por absorción incluyendo el análisis energético, exergético y estruc-
tural [1, 2]. En concreto, en [1] se ha comparado el coeficiente de rendimiento
y la eficiencia exergética de diferentes configuraciones de los ciclos de ab-
sorción de agua-LiBr. En [2] se lleva a cabo un análisis energético, exergético
y estructural de ciclos de absorción de amoniaco-agua de simple efecto con
diferentes grados de integración de calor. A partir del análisis de exergético
se determinan las irreversibilidades de las diferentes unidades y de todo el
ciclo. Como las irreversibilidades por śı solos no indican la manera de mejo-
rar el ciclo, se ha integrado el análisis estructural mediante los coeficientes
de interacción estructural (CSB).
A partir del análisis estructural se ha estudiado la optimización termoe-
conómica. Se ha formulado una ecuación relativamente que determina el
ii
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área óptima de los intercambiadores de calor en sistemas térmicos. Para una
descripción detallada consultar [3].
La optimización termoeconómica únicamente considera una única función
objetivo y examina un subconjunto de posibles alternativas. Para superar
esta limitación se introduce un método riguroso basado en programación
matemática. La metodoloǵıa sistemática para el diseño de sistemas de re-
frigeración por absorción más sostenibles se describe en [4]. El método se
basa en la formulación de un problema de programación no lineal (PNL)
bi-criteria que considera la minimización del coste total y del impacto ambi-
ental.
El impacto ambiental se evalúa a partir del análisis del ciclo de vida, que
incluye los daños causados en todas las etapas del ciclo de vida del sistema de
refrigeración. El método de solución para la optimización multiobjetivo (re-
stricción ε ) y los conceptos de la frontera de Pareto se describen en [4]. Sólo
hemos considerado el impacto ambiental durante la operación suponiendo
que el impacto debido a la fabricación es insignificante en comparación con
el impacto debido a la operación. Los resultados muestran que se puede re-
ducir el impacto ambiental si el se está dispuesto a sacrificar parcialmente el
rendimiento económico del sistema.
Basado en la formulación matemática en [4] se ha considerado el efecto
de la variabilidad de los precios de la enerǵıa. El problema se formuló como
un modelo de PNL bi-criterio estocástico. En [5] se describen el escenario
múltiple bi-criteria de formulación del modelo estocástico, el modelo del coste
total previsto y el de riesgo financiero. En este trabajo el riesgo financiero
se mide mediante el downside risk, evitando aśı la definición de variables
binarias y obteniendo un mejor rendimiento numérico.
En [6] el diseño del sistema de refrigeración por absorción se completa
incluyendo el subsistema de producción de calor. Se han sido considerados
dos fuentes alternativas de calor: gas natural y enerǵıa solar térmica. Se han
considerado los siguientes tipos de colectores: tres de placa plana, tres de
tubos evacuados y uno del tipo de compuesto parabólico. En este trabajo,
además del impacto durante la operación del sistema, se ha incluido el debido
a la fabricación de las unidades. La selección del colector y del número de
iii
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colectores en cada módulo se representan mediante una disyunción utilizando
la formulación big-M. El enfoque propuesto se ilustra mediante estudios de
casos teniendo en cuenta los datos meteorológicos de Barcelona y Tarragona.
Los resultados muestran que se puede lograr una reducción significativa en
el impacto ambiental con una mayor inversión en el subsistema de captación
solar, aumentando aśı la fracción solar del sistema de refrigeración. La se-
lección del tipo de colector solar depende de las condiciones espećıficas de
funcionamiento y de los datos meteorológicos considerados en el análisis.
Finalmente se ha evaluado el impacto de ciclos de absorción apoyados con
enerǵıa solar para la reducción del calentamiento global. Hemos estudiado
como afectan las diferentes tecnoloǵıas, la tasa de emisión de gases de efecto
invernadero y qué efecto tiene el precio del combustible en la selección del
sistema [7]. El estudio incluye cómo estos parámetros favorecen el reemplaza-
miento del gas natural por la enerǵıa solar. Los resultados revelan que en
situaciones de precios altos del combustible y considerando el impuesto sobre
las emisiones de CO2 los ciclos de absorción apoyados con enerǵıa solar son
técnica y económicamente viables.
iv
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Summary
Optimization of energy conversion systems becomes more important due to
limitations of fossil fuels and the environmental impact during their use.
Among these systems cooling and refrigeration devices have an increasing
share in the total energy consumption and the contribution to CO2 emissions.
There exist more sustainable cooling systems, which represent an alternative
to conventional compression cycles. However, they still have to be improved
in order to become competitive.
This thesis focuses on mathematical modeling and optimization of en-
vironmentally friendly absorption cooling systems. We include on the one
hand energy, exergy and structural analysis and thermoeconomic optimiza-
tion, and on the other hand optimization of the cooling system considering
two contradicting objective functions, and optimization of absorption cycles
under uncertainty of energy prices.
The thermodynamic analysis has been performed for different configu-
rations of the absorption cooling cycles. The detailed description of energy,
exergy and the structural analysis of the different configurations are presented
in [1, 2]. Specifically, in [1] different configurations of water-LiBr absorption
cycles have been compared based on the coefficient of performance and the
exergetic efficiency. Moreover, in [2] energy, exergy and structural analysis of
single effect ammonia-water absorption cooling cycles with different degree of
heat integration are performed. From the exergy analysis irreversibilities of
the units and the cycle are determined. Since the irreversibilities do not in-
dicate how to improve the cycle, the structural analysis using the coefficients
of structural bonds (CSB) has been applied.
Based on the structural analysis presented in [2] the thermoeconomic
optimization is studied. An equation that determines the optimal area of the
v
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heat exchangers in thermal systems is formulated. A detailed description is
presented in [3].
The thermoeconomic optimization relays only in a single economic objec-
tive function and examines a subset of feasible alternatives. To overcome this
short coming a rigorous mathematical programming method is introduced.
The systematic approach for the design of sustainable absorption cooling
systems is described in [4]. The method relies on formulating a bi-criteria
nonlinear programming (NLP) problem that accounts for the minimization
of the total annualized cost and the environmental impact of the cycle.
The environmental performance is measured according to the principles
of life cycle assessment (LCA), which accounts for the damage caused in
all the stages of the life cycle of the cooling system. The solution method
for the multi-objective optimization ((the ε − constraint)) and the Pareto
frontier concepts are described in [4]. We have considered initially only the
environmental impact during the operation of the cooling system assuming
that the impact due to manufacturing is negligible compared to the impact
due to operation. The results show that a reduction in the environmental
impact caused by the cycle can be attained if the decision maker is willing
to compromise the economic performance of the system.
Based on the mathematical formulation in [4] a systematic approach for
the design of absorption cooling cycles considering the variability of the en-
ergy price is studied. This is achieved by formulating the design task as a
bi-criteria stochastic NLP model. In [5] the multi-scenario bi-criteria stochas-
tic model formulation, the expected total cost, and the financial risk are
described. In this work the financial risk is measured using the downside
risk, which avoids the definition of binary variables, thus leading to better
numerical performance.
In [6] the design of absorption cooling cycle is modified to include the
heat production subsystem. Two heat sources are considered: natural gas
and solar energy. Three types of flat plate, three types of evacuated tube
and one type of compound parabolic collectors are considered. In this work
in addition to the environmental impact during operation of the system we
vi
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include the environmental impact during manufacturing of the units. The se-
lection of module of the collector and the number of collectors in each module
are represented by a disjunction, reformulated using the big-M formulation.
The proposed approach was illustrated through case studies considering the
weather data of Barcelona and Tarragona. The results show that significant
reductions in the environmental impact can be achieved if the decision-maker
is willing to invest on the solar collector’s subsystem. These reductions are
achieved by increasing the number of collectors installed, which increases the
solar fraction of the cooling system. The type of solar collector dependents
on the particular operating conditions and weather data considered in the
analysis.
Finally, solar assisted absorption cycles have been considered for the re-
duction of the global warming impact of the cooling system. We have studied
how greenhouse gas emissions tax and the fuel price affect the greenhouse
gas emissions reduction by giving preference to different technologies [7]. The
study includes how these parameters force the model to shift the energy con-
sumption from natural gas to solar energy. The optimization results reveal
that with high fuel prices including the CO2 emissions tax, solar assisted
absorption cooling systems are technically and economically feasible.
vii
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The design of energy conversion systems becomes more important due to lim-
itations of fossil fuels and the environmental impact during their use. Energy
systems are complex as they involve in economic, technical, environmental,
legal and political factors and supporting our daily life and economic develop-
ment [8, 9]. Nowadays, 94 % of the CO2 emissions in Europe are attributed
to the energy sector, due to the combustion of fossil fuels (oil: 50 %, natural
gas: 22 % and coal: 28 % [10]).
The building sector represents 40 % of the total primary energy demand
in European Union countries and one third of the GHG emissions [11]. A
significant part of the emissions attributed to the building sector are due to
air conditioning (AC) systems, which are based mainly on electricity driven
compression cycles. Particularly, during the last years there has been a prolif-
eration of vapor compression air conditioning [11–13]. The cooling demand
has been increasing rapidly during the last decade, especially in moderate
climates [12, 13]. As a result, the electricity demand threatens the stability
of electricity grids and increases the environmental problems associated with
the generation of electricity. In Spain, the summer peak electricity consump-
tion became higher than the winter peak electricity demand. The summer
peak in the southern part of the country increased by 20 % in 2003 and by
another 20 % in 2004 [11].
Hence, it seems clear that a durable change in the energy structure should
be made in order to adopt more sustainable solutions to fulfill the increasing
1
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cooling demand. Mainly, environmentally friendly and energy efficient tech-
nologies have to be promoted so that the environmental impact of cooling
applications is minimized without compromising their economic performance.
In this line, there has been a growing interest on thermal energy activated
cooling machines. They provide an environmentally friendly alternative to
standard compression chillers [14–16]. The most common types of thermally
driven chillers are absorption and adsorption chillers. The benefits of absorp-
tion systems are [17]:
• Absorption chillers can be driven by low grade thermal energy, as waste
heat, biomass, solar thermal energy or heat from cogeneration.
• Absorption chillers are silent and vibration free.
• Absorption chillers do not pose a threat to ozone layer depletion as
they don’t use CFC’s or HCFC’s and may have less impact on global
warming.
• Absorption chillers are economically attractive if the fuel costs are sub-
stantially lower than the electricity costs.
Absorption cycles use a mixture of a refrigerant and an absorbent. The
most widely employed mixtures are water-lithium-bromide (water as refrig-
erant) and ammonia-water (ammonia as refrigerant). H2O − LiBr has cer-
tain merits over the NH3 −H2O supported chillers. For example, they have
higher performance, and do not require rectification to purify the refrigerant.
However, its working range is limited by the freezing point of the refriger-
ant (water) and the crystallization risk of the solution. Especially at higher
temperatures it is corrosive. The ammonia-water system is used typically for
low temperature cooling or freezing and it does not have crystallization prob-
lems. The need of further rectification after desorption reduces the chiller
efficiency.
Even though, these technologies can use renewable energy, thus decreas-
ing the associated environmental impact, they need a higher number of units
(absorber, desorber and heat recovery units). This leads to higher capital
2
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costs than those associated with conventional cooling systems (i.e., vapor
compression system). Hence, optimization strategies based on both, thermo-
dynamic and economic insights are needed to improve their operational and
economic performance.
In this regard, the thermoeconomic optimization which merges the ther-
modynamic and economic analysis within a single framework has been ap-
plied to thermal systems [18–24]. In the process system engineering commu-
nity, the mathematical programming approach is extensively used. However,
for thermal systems, and in particular for cooling systems its use is rather
limited. Recently, mathematical programming has been used in the opti-
mization of cooling systems [25–27]. This approach is based on formulating
optimization problems that can be solved via the standard techniques for lin-
ear, nonlinear, mixed integer linear and mixed integer non linear problems.
This method offers a suitable framework to address the environmental per-
formance of different design alternatives, energy resources and also permit to
include the uncertainties of the design parameters at the design stage.
To my knowledge works that integrate the environmental and the eco-
nomic performance measure in the framework of multi objective optimization
have not been addressed yet for cooling systems. Therefore, this PhD thesis
is aimed at filling this gap. The main novelties of this dissertation lie in: 1)
comparison of the performance of different configuration of absorption cycles
considering only the unavoidable exergy destruction rates. 2) The thermoe-
conomic optimization based on the structural method for ammonia-water
absorption cycles. 3) The integration of the life cycle analysis methodologies
to evaluate the design of the solar assisted absorption cooling system alter-
natives that are systematically generated by the mathematical programming
optimization tools in the framework of multi-objective optimization; 4) The
integration of the financial risk management to evaluate the design of the
absorption cooling system alternatives, which are systematically generated
by the optimization tools considering the uncertainties of the future energy
price.
This PhD thesis is structured in four main sections. Next the objective of
the PhD thesis is presented followed by the problem statement. The section
3
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that follows will discus the optimization methods based on exergy analysis
and the mathematical programming. The third section presents the objective
functions considered. Last, the conclusions of the work are drawn and future
works are included.
1.1 General objective
The overall objective of the PhD thesis is the optimization of environmentally
friendly solar assisted absorption cooling cycle in the framework of multi-
objective, robust and multi-period optimization problem.
Specific objectives
• Exergy analysis of different configurations of absorption cycles and
comparison based on the coefficient of performance, irreversibilities and
the exergetic efficiency.
• Thermoeconomic optimization of single effect NH3 −H2O absorption
cycles using coefficients of structural bonds (CSB).
• Multi-objective optimization of environmentally friendly single effect
NH3 −H2O absorption cycle using mathematical programming.
• Include uncertainty of the energy prices to improve the robustness of the
optimization problem of the aforementioned mathematical program-
ming.
• Modify the model of the absorption cycle to include the heat production
subsystem, which includes the solar thermal collectors, and optimize
the modified problem.
• Study how solar assisted absorption cooling cycles can be real alterna-
tives, if a carbon dioxide tax is introduced. Also, study how fuel prices
affect the competitiveness of the more sustainable technologies.
4
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1.2 Problem statement
This PhD thesis addresses the optimal design of solar assisted absorption
cooling cycle following two approaches.
1. Thermoeconomic optimization method which merges the thermody-
namic and the economic analysis to a single objective function. En-
ergy, exergy and structural analysis for different configurations of the
absorption cycles have been performed.
2. Mathematical programming method is employed to optimize the cool-
ing system in the framework of multi-objective optimization. Two con-
tradicting objective functions are used: cost and environmental perfor-
mance or cost and financial risk.
In both approaches the given data are the cooling capacity of the system, the
inlet and outlet temperatures of the external fluids (heat source temperature
for the second approach is a variable), the overall heat transfer coefficients
of the heat exchangers and capital and operating cost parameters. For the
second approach LCA related information is given (i.e., life cycle inventory of
emissions and feedstocks, parameters of the damage model, global warming
potential parameters for the greenhouse gas emissions). It is assumed that
the energy cost cannot be perfectly forecasted, and its variability can be
represented by a set of scenarios with a given probability of occurrence.
Monthly weather data (ambient temperature and global daily solar radiation)
and performance equations of the solar collectors are also given data. The
goal is to determine the optimal design and associated operating conditions
at minimum total cost for the thermoeconomic optimization and in the case
of multi-objective optimization at the optimal trade-off designs. Moreover,
quantified environmental benefits, by incorporating the solar energy to the
cooling system is evaluated.
5
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Optimization of thermal systems is the modification of structure and design
variables to minimize (maximize) a given objective function (e.g, the pro-
duction cost, profit, environmental impact, environmental benefit, reliability,
flexibility, etc) that simultaneously fulfills the process constraints. Typical
constraints are the physical laws, the boundary conditions associated with
material availability, financial resources, protection of environment, govern-
mental regulation, safety, maintainability, etc. A widely used method is
based on the thermoeconomic optimization [18–24]. Details of this method
can be found in [3, 28, 29] and a brief description is given in section 2.1.
Using mathematical programming several compromise solutions (a multi-
objective) that represent the optimal trade-off between the objective func-
tions can be provided at the design stage. Hence, the decision maker can
make a rational decision based on this information. Details of this method
can be found [4–6, 30] and a brief description could be found in section 2.2.
2.1 Exergy based methods
Absorption cycles are generally evaluated according to their coefficient of
performance (COP). Starting with the basic single effect cycle, more complex
and efficient cycles can be obtained. Multi-stage cycles have higher COP’s;
however, they need higher driving temperatures. The triple effect has the
highest energetic efficiency followed by double and single effect cycles. The
6
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half effect cycle (also called double lift) has the lowest COP but can work
with lower driving temperatures. Thus the quality of the driving energy of
these cycles differs considerably.
The energy conservation law does not differentiate between different forms
of energy to evaluate the coefficient of performance. A convenient way of in-
troducing and quantifying the quality of energy is based on the maximum
possible work that can be obtained from a given form of energy using en-
vironmental parameters as reference state. This standard energy quality is
commonly called exergy [28]. In other words, exergy is the maximum possible
reversible work obtainable in bringing the state of a system to equilibrium
with the environment. It enables us to compare different types of energy for
example heat and work, and it takes into account the different quality of heat
at different temperature levels.
2.1.1 Exergy analysis
A detailed discussion of exergy analysis and thermoeconomic optimization in
thermal systems can be found [28, 29]. In particular, exergy destruction anal-
ysis and evaluation of the exergetic efficiency of water-LiBr absorption cycles
can be found in [31–35]. Ammonia-water absorption cycle are considered in
[36, 37].
First law analysis of water-LiBr multiple effect absorption cycles was car-
ried out by Grossman et al. [38]. However, for high temperature range
the thermodynamic properties are evaluated by extrapolating the existing
thermodynamic property correlations. Lee et al. [39] made the first and
second law thermodynamic analysis of triple effect cycles. However, the ex-
ergy destruction rates were evaluated without distinguishing the avoidable
and unavoidable parts. Morosuk and Tsatsaronis [40] proposed splitting the
exergy destruction rate into avoidable and unavoidable parts. The exergy
destruction rates which can not be further reduced by design improvement
represent unavoidable exergy destruction. Therefore, a designer has to focus
on the exergy destruction rates with potential room for improvement. To
my knowledge, the energy and exergy analysis that compares half, single,
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double, and triple effect on rational base and that does not depend on the
design specifications are not covered. Hence, to fill this gap a comparison
of multiple effect cycles based on the coefficient of performance and exergy
efficiency which considers only the unavoidable exergy destruction rate are
performed in Gebreslassie et al. [1]. As expected, the coefficient of perfor-
mance increases from half effect to the multiple effects. However, the increase
in exergetic efficiency is not as pronounced as the coefficient of performance.
The maximum coefficient of performance and the exergetic efficiency are ob-
tained close to the cut off temperature of the generator, which represents the
lowest feasible temperature.
Exergy analysis include the evaluation of exergy of each stream, the ir-
reversibility, exergy loses and exergy efficiency of each unit and the system.
Furthermore, exergy analysis enable us to determine the coefficients of struc-
tural bonds (CSB) of each unit [28, 41, 42]. The CSB is used in making
decisions where the thermoeconomic optimization has to be performed.
Coefficients of structural bonds can be determined as function of the
variable (x) that influence the efficiency of the unit, irreversibility rate of the










Structural coefficients consider how the irreversibility of the whole system
changes when the irreversibility of one component is modified by modifying
its efficiency. If a slight decrease of the irreversibility of one component
due to a higher efficiency causes an important improvement in the total
irreversibility of the cycle, it will be wise to put much of the design effort
to improve the efficiency of this component. In the case of a high coefficient
of structural bonds, the benefit of a more efficient (i.e., more expensive)
unit on the performance of the whole cycle is considerable. Otherwise, if the
coefficient of structural bonds is low (i.e., near unity), an improvement of the
efficiency of the unit is not economically worthwhile. Details can be found
in [2, 28, 43].
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2.1.2 Thermoeconomic optimization
The thermoeconomic optimization is a discipline that combines exergy and
economic analysis. This work follows the structural method introduced by
Beyer [41, 42] which is based on the coefficients of structural bonds explained
in section 3.2 of Gebreslassie et al. [3] and the local cost of the irreversibil-
ity. The main goal of a thermoeconomic optimization is to give a balance
between the expenditure on investment costs and exergy costs which results
in minimum total cost of the system under a given structure of the system.
This method was applied for a vapor compression refrigerator by Dingeç et
al. [21], for a condenser of compression cycle by Dentice d’Accadia et al.
[22] and recently for water-LiBr absorption cycle by Kizllkan et al. [24]. The
key point of this approach is the selection of an appropriate efficiency related
variable x. The variable x should be directly related to the efficiency and
the investment cost of the unit under consideration. This is because the final
optimization problem depends on the capital and irreversibility cost of this
unit.
2.2 Mathematical programming methods
Mathematical programming is the study of a problem in which one has to
minimize or maximize a function by systematically choosing the value of a
real or integer variable from the allowed set of variables. The previous opti-
mization method may leads to sub-optimal solution, while the mathematical
programming method is a rigorous approach and systematically evaluates all
alternatives of the feasible solutions.
2.2.1 Mathematical model
The mathematical model describes the system behavior in terms of relations
of physical laws. The model should describe the manner in which all relations
are connected and the way in which variables affect the performance measures
[29, 30]. The mathematical model for an optimization problem should include
an objective function and constraints (equality or inequality).
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The objective function can be the total cost, the environmental impact or
the financial risk due to energy price variability of the cooling system. There
are set of variables that control the value of the objective functions as the
thermodynamic properties of each streams and the capacity of each unit of
the cooling system.
Constraints are expressions which allow that variables can take certain
values but exclude others. The equality and inequality constraints should
be provided by appropriate thermodynamic, economic, and environmental
models with boundary conditions. These models generally include mass and
energy conservation equations, relations associated to engineering designs
(e.g, minimum and maximum temperature, pressure, minimum temperature
approaches, etc), environmental impacts and thermodynamic properties of
the streams. The model also include inequalities that specify the allowable
operating ranges, the minimum and maximum performance requirements,
the bounds on the availability of resources, etc
An optimization problem can be stated as shown in eqn. (2.2).
(M) min
x
U (x) = {f1 (x) , f2 (x) , ..}




Here, U(x) refers to the objective function. This can include single ob-
jective function (if only f1(x) is minimized) or multiple objective functions.
h(x) and g(x) represents the equality and inequality constraints respectively.
x refers to the set of design variables. Optimization problems can be clas-
sified based on the nature the equations involved in eqn. (2.2) (linear and
nonlinear), based on the nature of the permissible design variables (continues
or integer), based on the nature of the design variables (static or dynamic),
based on the nature of constraints (constraint or unconstrained), based on
the nature of the variables (stochastic or deterministic), based on the number
of objective functions (single or multiple), and so on.
10
UNIVERSITAT ROVIRA I VIRGILI 
OPTIMIZATION OF ENVIRONMENTALLY FRIENDLY SOLAR ASSISTED ABSORPTION COOLING SYSTEMS 
Berhane Hagos Gebreslassie 
ISBN: 978-84-693-7673-7/DL:T-1752-2010 
2.2.2 Selection of the appropriate solvers
The General Algebraic Modeling System (GAMS) is a modeling environ-
ment [44]. It is integrated with different external solvers. These solvers are
capable of solving linear, nonlinear, and mixed-integer optimization prob-
lems. The most widely used solvers of NLP problems are CONOPT, MINOS
and SNOPT. These algorithms attempt to find local optimum unless the
NLP problem is convex. If the NLP problem is convex the local minimum
becomes a global minimum. As rule of thumb, if the model under consider-
ation has highly nonlinear constraints, as in this thesis, CONOPT is more
suitable. However, if the model involves less nonlinearity outside the objec-
tive function, either MINOS, or SNOPT are probably more adequate. For
constrained nonlinear systems (CNS), for models with few degrees of free-
doms, and if the model has roughly the same number of constraints and
variables it is recommended to start with CONOPT (i.e., CONOPT3, but
not CONOPT1 or CONOPT2). CONOPT is designed for large and sparse
models which are like the type of models that can be encountered in this
work, hence for the NLP models of this work CONOPT is used [44].
The NLP solvers can not be used for Mixed Integer Nonlinear Program-
ming (MINLP) problems. In the thesis this type of problems are encountered
when the heat production sub-system is integrated to the absorption cycle
as discussed in Gebreslassie et al. [6]. In these systems the type of collector
and the number of collectors are represented as integer variables while the
rest of variables represent linear or nonlinear variables. For solving such type
of problems DICOPT and SBB solvers are used [44].
The MINLP algorithm inside DICOPT solves a series of NLP and Mixed
Integer Programming (MIP) sub-problems. DICOPT is the local optimizer.
However, it has provisions to handle non-convexities [44]. In this work the
NLP sub-problem is solved with CONOPT and the MIP sub-problem we use
CPLEX. SBB supports all type of discrete variables and it is based on the
combination of the standard Branch and Bound known from MILP. For the
NLP sub-problems CONOPT, MINOS and SNOPT can be used [44].
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In both solvers, the Relaxed Mixed Integer Nonlinear Programming (RMINLP)
is initially solved using the starting point provided. In this work, the same
model is simulated in Engineering Equation Solver (EES) [45] and the re-
sults are used as starting point in GAMS. The solver will stop if it gives
unbounded or infeasible solutions. However, if the solution of the RMINLP
is an integer, the solver will return this solution as optimal integer solution.
Otherwise, the current solution is stored and for DICOPT solver the outer
approximation procedure will start. However, if the solver is SBB the Branch
and Bound procedure will start [44].
2.2.3 Solution techniques for multi-objective optimiza-
tion applications
The bi-criteria optimization problem results a set of efficient or Pareto opti-
mal points representing alternative process designs, each achieving a unique
combination of environmental and economic performances [4, 6, 7] or Down-
side Risk and the expected total cost performance [5].
The general concept of Pareto frontier is explained in section 4 of Gebres-
lassie et al. [4–6]. The mathematical definition of Pareto optimality states
that a design objective vector f ∗ is Pareto optimal if there does not exist an-
other design objective vector f in the feasible design space such that fi ≤ f ∗i
for all i ∈ {i = 1, 2, ..., n} and fi < f ∗i for at least one i ∈ {i = 1, 2, ..., n}.
Thus, given a Pareto solution A, it is impossible to find another solution
B that performs better than A for each objective. For the calculation of
the Pareto set, two main methods exist in the literature. These are the
weighted− sum and ε− constraint. The weighted-sum method is only rig-
orous for the case of convex problems, whereas the ε − constraint method
is rigorous for convex and non-convex problems. In general, the thermody-
namic correlations, the capital cost correlations, the minimum temperature
difference constraints introduce non-convexities to the model. Thus, the
ε − constraint method is better suited to the problems formulated in this
work.
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The objective functions we have considered in the PhD thesis are presented in
this section. This includes the economic performance indicator, the environ-
mental performance indicator and the financial risk performance indicator.
3.1 Economic performance
To measure the economic performance we use the total cost of the cooling
system. It encompasses the capital cost and the operation cost. The total
investment amortization cost is considered in this case based on the capital
recovery factor. The Chemical Engineering Plant Cost Index (CEPCI) [46] is
used to consider the inflation of the investment cost. For the operation cost
we considered the cost of steam, natural gas, electricity, and cooling water.
A detailed discussion can be found in [4] (section 3.3.1), [5] (section 3.2.1),
[6], (section 3.3.1), and [7] (appendix B).
3.2 Life Cycle Assessment of thermal systems
LCA is used to assess the environmental performance of the process, whereas
optimization techniques are used for generating in a systematic way different
technological alternatives and identifying the best ones in terms of economic
and environmental criteria. Examples on the application can be found in
[47–49].
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In this thesis, the environmental performance of the system is measured
by the Eco-indicator 99 [4, 6], and Global Warming Potential (GWP) [7]
metrics. The Eco-indicator 99 accounts for 11 impact categories that are
aggregated into three types of damages: human health, ecosystem quality
and resource depletion. Eco-indicator 99 is described in detail in [50]. GWP
is a relative scale which compares the impact of a given chemical with that of
the same impact of carbon dioxide (whose GWP by convention is equivalent
to 1). The GWP is calculated over a specific time interval that must be
stated beforehand [51, 52]. We follow the Intergovernmental Panel on Cli-
mate Change (IPCC) 2007 and the Kyoto Protocol [52] considering a time
horizon of 100 years. Details about the LCA methodology can be found
elsewhere [53].
The calculation of the Eco-indicator 99 and GWP follows the main LCA
stages [53]: (1) goal and scope definition, (2) inventory analysis, (3) damage
assessment and (4) interpretation. These stages are described in the context
of the PhD work in section 3.3.2 of [4–6].
3.3 Financial risk
Most of the strategies that address the optimal design and modeling of ther-
mal systems such as compression refrigeration and absorption cooling are
mainly deterministic, that is, based on nominal values for design parame-
ters [20, 54–57]. Deterministic optimization assumes that all parameters are
known with certainty or fail to recognize the presence of probable situations
other than the most likely one. However, resource availability, technology
development, unit cost of energy, end user demand, cooling and heating de-
mand are fraught with uncertainty. This affects the optimization result and
has to be taken into account in the decision making process [8, 9, 58].
The sources of uncertainties and their classification are explained in [59].
First the uncertainties are classified as short term which includes day to day
process and parameter variations such as flow rates and temperatures. The
system responds the variability within short period of time. The long term
uncertainty includes product demand, product sales, raw material purchase
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and equipment purchase uncertainty. These uncertainties occur over an ex-
tended time horizon.
Alternatively, they are classified by Pistikopoulos [60] into four categories:
i. Model inherent uncertainty: include kinetic constants, physical prop-
erties, transfer coefficients. They can be described either by range or
by probability distribution function.
ii. Process inherent uncertainty : include flow rate and temperature varia-
tions which are usually described by a probability distribution function.
iii. External uncertainty: include feed stream availability, product demands,
prices and environmental conditions. They are described based on his-
torical data and customer orders are usually used to obtain a probabil-
ity distribution.
iv. Discrete uncertainty: include uncertainties such as equipment avail-
ability and other random discrete events. A (discrete) probability dis-
tribution function can commonly be obtained from available data and
manufacturer’s specifications.
A number of approaches have been proposed in the literatures for the quantifi-
cation of uncertainty in the design, planning, and scheduling of process plants
and energy systems. These approaches have contributed to a better under-
standing of how uncertainty affects the design and planning performances.
The main approaches to optimization under uncertainty are reviewed in detail
by Sahinidis [58]. These are: i). Stochastic programming which is extensively
used in process system engineering planning and scheduling by considering
the uncertainties such as product demand, customer satisfaction, and the
environmental metrics [61–66]. It can be expressed as recourse models, ro-
bust models and probabilistic models. ii). Fuzzy programming examples
can be found in energy sector planning under uncertainty [8, 9, 67–69]. It
could be possibilistic and flexible programming. iii). Stochastic dynamic
programming [70].
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Optimization under uncertainty have followed a variety of modeling philoso-
phies, including the minimization of expected total cost which is the one
adopted in this work [5], maximization of expected net present value [64],
minimization of deviations from goals, and optimization over soft constraints
[58]. Usually, designs with minimum expected total cost performs better for
higher financial risk, so they tend to have a trade-off between the objectives.
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Aligned with the objectives optimization of environmentally friendly solar
assisted absorption cooling cycle in the framework of multi-objective, ro-
bust and multi-period optimization problem is performed. The methodology
presented in this work is intended to promote a more sustainable design of
cooling applications by guiding the decision-makers towards the adoption
of alternatives that promote less environmental impact and reduce the con-
sumption of primary energy resources. The conclusions withdrawn from the
successive work to accomplish the specific objectives are listed below.
• From the results of energy and exergy analysis of the different configu-
rations of water-LiBr absorption cycles an increase in COP is observed
from half (0.458) to triple effect (2.32) cycles. However, the increase
in exergetic efficiency from effect to effect is not as pronounced as the
COP which varies from 0.359 (half effect) to 0.473 (triple effect cycle).
The results show that the maximum COP and the exergetic efficien-
cies are near to the minimum feasible generator temperature (cut-off
temperature). As the generator temperature increases COP decrease
slowly however, exergetic efficiencies decrease drastically. In all cycles,
the effect of the heat source temperature on the exergy destruction
rates is similar for the same type of components.
• Results of the structural analysis confirm that, it is more important to
improve the efficiency of units with high 4Tmin ( or low UA− values)
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rather than units which already operate with low 4Tmin (or high
UA−values). The unit with highest value of the CSB is the refrigerant
heat exchanger. The CSB’s of the refrigerant heat exchanger, the evap-
orator, the condenser, the generator and the absorber are higher than
one and therefore, an improvement of these units will improve the cycle
performance. The dephlegmator shows a different behaviour due to its
strong interactions with the rest of the cycle. Differences between the
cycle configurations are generally small. However, the optimum values
of the efficiency of each component depend also on the energy cost and
the capital investment and the annual operation time.
• Using the thermoeconomic optimization based on structural method
an equation is formulated that enables to estimate the optimal heat
exchanger area. This optimal area leads to minimum total cost and
the equation is generally valid for thermal systems (i.e., not limited to
absorption cycles). The optimum result agrees very well with the one
obtained from the integrated optimization algorithm of Engineering
Equation Solver (EES). In particular for a high operation cost (i.e, if
the operation time is high, 6000 h/year) the error between the proposed
equation and the numerical optimum is only 1.1 %. If the operation
time is less (2000 h/year) the results show about 3 % error. Because of
its easy application the proposed equation is useful at the design stage
of the thermal system.
• A bi-criteria nonlinear programming optimization problem that inte-
grates the environmental performance based on Eco-indicator 99 and
the total cost of an ammonia-water absorption cycle is developed. The
results reveal that a reduction by 5.5 % environmental impact (i.e.,
relative to the minimum total cost design) caused by the cycle can be
attained if the decision maker is willing to compromise the economic
performance of the system. These reductions are achieved by decreasing
the energy consumption, which on the other hand requires an increase
in the total cost of the cycle.
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• The solar assisted absorption cooling system formulation and solution
approach is illustrated through a case study. A significant reduction
in the environmental impact (70.5 %) can be achieved if the decision-
maker is willing to invest on the solar collector’s subsystem. These
reductions can be attained by increasing the number of collectors in-
stalled, which increases the solar fraction of the cooling system. It
has also been shown that the type of collector selected depends on
the particular operating conditions and weather data considered in the
analysis. For Barcelona weather data the results show that the Syd-
ney type evacuated tube collector is selected for all Pareto alternatives.
However, for Tarragona weather data flat plates collectors are selected
in higher environmental impact Pareto alternative designs.
• Even though, the results of the optimization problem shows that tech-
nically reducing the global warming potential is viable at the current
energy prices and without considering governmental subsidies on solar
technologies, the use of solar energy in cooling applications is not prof-
itable. The method presented in this study is aimed in facilitating the
task of policy makers when deciding on the tax rates to promote more
sustainable technological alternatives. For example the case study re-
sults reveal that if the GHG emissions tax rate is increased beyond
58 C /tonCO2−eq, and the fuel cost beyond 0.0635 C /kWh the so-
lar assisted absorption cycles are not only attractive in environmental
performance but also economically becomes attractive.
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Future works
• The absorption cycle model in GAMS can be modified to include the
detail distillation column models, different type of heat exchangers, and
H20− LiBr absorption cycles.
• The exergy and thermoeconomic analysis of the system could be inte-
grated in the GAMS model and used in the optimization.
• The solar assisted absorption cooling system assumes a steady state
for each month of the year. However, this could be improved to hourly
steady state operation. In this case the use of thermal storages could
improve the performance of the solar assisted absorption cycle. There-
fore, at this stage the model could be modified in order to include the
thermal storages. Moreover, the monthly cooling load was assumed
as constant parameter for the whole time horizon but this could be
modified to monthly/hourly cooling load.
• The uncertainty of the energy price is considered in the design of an
absorption cycle. This could be extended to the solar assisted absorp-
tion cooling system. The uncertainties in the environmental metrics,
design parameters, cooling demand, and weather data can be included
following the same procedures.
• The collector type and the number of collectors are determined based
on the collector performance equations and the module area. However,
the arrangement of the collectors is not studied. Therefore, the model
could be extended considering possible configurations.
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CPC Compound parabolic collector
CSB Coefficients of structural bonds
ETC Evacuated tube collector
FPC Flat plate collector
GHG Greenhouse gas emissions
GWP Global warming potential
HCFC Hydro chlorofluorocarbon
IPCC Intergovernmental Panel on Climate Change
LCA Life cycle assessment
LP Linear programming problem
MINLP Mixed integer nonlinear programming problem
NLP Nonlinear programming problem
RMINLP Relaxed mixed integer nonlinear programming problem
Variables and parameters
UA Thermal conductance [kW/K]
4Tmin Heat exchanger minimum temperature difference (K)
ECO99 Eco-indicator 99 [points]
COP Coefficient of performance [-]
İk Irreversibility rate of unit k [kW]
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İt Total irreversibility rate of the cooling system [kW]
x Set of design variables
Subscripts
k Unit (equipment) of the cooling system
t The whole cooling system
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[21] Dingeç H, Ileri A. Thermoeconomic optimization of simple refrigerators.
International Journal of Energy Research 1999;23(11):949–62.
[22] Dentice M, Vanoli L. Thermoeconomic optimisation of the condenser in
a vapour compression heat pump. International Journal of Refrigeration
2004;27(4):433–41.
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An exergy analysis, which only considers the unavoidable exergy destruction, is conducted for single,
double, triple and half effect Water–Lithium bromide absorption cycles. Thus, the obtained performances
represent the maximum achievable performance under the given operation conditions.
The coefficient of performance (COP), the exergetic efficiencies and the exergy destruction rates are
determined and the effect of the heat source temperature is evaluated. As expected, the COP increases
significantly from double lift to triple effect cycles. The exergetic efficiency varies less among the
different configurations. In all cycles the effect of the heat source temperature on the exergy destruction
rates is similar for the same type of components, while the quantitative contributions depend on cycle
type and flow configuration. Largest exergy destruction occurs in the absorbers and generators, espe-
cially at higher heat source temperatures.
 2010 Elsevier Ltd. All rights reserved.1. Introduction
The thermal refrigeration or thermally activated refrigeration, is
based on the use of a heat driven absorption unit [1]. In this cooling
system the energy input to the generator can be heat from
renewable energies such as solar thermal energy and biomass
(Fig. 1). Depending on the available temperature level different
cycle configurations can be used. These cycles are generally eval-
uated in terms of their Coefficient of Performance (COP).
Compression cycles have significant higher COP’s than absorption
cycles. Among the absorption cycles, multi-stage cycles have higher
COP’s than the basic configuration, but need higher driving heat
temperatures. Best energetic efficiency is obtained by triple effect
configurations, followed by double effect and single effect. For very
low heat input temperatures the half effect (also called double lift)
configuration can be applied, but it presents the lowest COP.
This change in driving temperature and thus quality of the input
energy is not taken into account by the COP, but it is considered in
the exergy analysis [2–4]. Using exergy efficiencies we can compare
on a rational basis cycles with different types of energy input, in
form of heat at different temperature levels or work. The exergy
analysis of absorption cycles started in the eighties with publica-
tions describing the methodology and the evaluation of the exergyAll rights reserved.destruction rates and exergy efficiencies [5–7]. Studies focussing on
the effect of operation temperatures and heat exchangers effec-
tiveness has been done for single effect cycles with both the water–
LiBr [8–10] or the ammonia-water working pair [11,12]. The
working pairs have also been directly compared [5,13]. Anand et al.
[5] considered the influence of the effectiveness of the heat
exchangers on the cycle, and found the highest increase of the
exergetic efficiency by improving solution and refrigerant heat
exchangers. Koehler et al. [6] reported for a water–LiBr cycle a large
effect of the solution heat exchanger, while the refrigerant heat
exchanger was less important. They also stated a high interde-
pendence between various components. Meunier et al. [14]
compared for different sorption systems, namely, adsorption,
chemical reaction and liquid absorption heat pumps, the main
contributions to entropy generation.
Besides the single effect configuration different authors deter-
mined also for double effect [5,15–20] and triple effect cycles [16]
exergy destruction rates and exergetic efficiencies. Jeong et al. [21]
used the exergy analysis to obtain an optimum design for an
absorption cycle. Sencan et al. [22] evaluated for a water–LiBr single
effect cycle the effect of the operating conditions on COP and
exergetic efficiency and discussed the main factors which cause the
exergy destruction in absorption systems.
Results of the different studies are often difficult to compare and
differ in the conclusions obtained, especially if different cycle
configurations are analyzed. Basically this is due to the different
methodologies and assumptions considered in each analysis. An
Nomenclature
COP Coefficient of performance [–]
eph Specific physical exergy [kJ/kg]
h Specific enthalpy [kJ/kg]
_ED Exergy destruction rate [kW]
_EF Exergy input (Fuel F) [kW]
_EP Exergy output (Product P) [kW]
_m Mass flow rate [kJ/s]
P Pressure [kPa]
_Q Heat transfer rate [kW]
s Specific entropy [kJ/kg K]
T Temperature [C or K]
_Wpump Mechanical power of the pump [kW]
x Mass concentration of Lithium bromide [%]
UA Product of overall heat transfer coefficient and heat
exchanger area [kW/K]
Greek symbols
J Exergetic efficiency [–]













DS Double effect series flow
DP Double effect parallel flow




HE Solution heat exchanger
LiBr Lithium bromide
S Single effect
TS Triple effect series flow
TP Triple effect parallel flow
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[16]. Their study evaluates for a single, a double and a triple effect
cycle COP’s and exergetic efficiencies for given UA value of the
components. The results obtained are valid for these designs, but
may change for other design specifications.
Indeed, in the former analysis the exergy destruction rates were
always evaluated without distinguishing the avoidable and
unavoidable part. Morosuk and Tsatsaronis [23] proposed splitting
the exergy destruction into endogenous/exogenous and unavoid-
able/avoidable parts, in order to facilitate the understanding and
the improvement of the considered systems. The exergy destruc-
tion rate, which cannot be further reduced by design improve-
ments, represents the unavoidable part. The designer has to focus
on the avoidable part, which represents the potential for
improving. In thermoeconomic analysis its cost can be compared
with the avoidable investment costs, and improvements can centerFig. 1. Basic absorption cycle.on the most relevant components [24]. Parameters as the modified
exergoeconomic factor based on the avoidable costs can be intro-
duced [25].
The purpose of this paper is to compare different configurations
of absorption cycles taking into account only the unavoidable exergy
destruction. Thus, the results represent the maximum obtainable
performance and are not affected by design specifications. The
exergy analysis of seven different multi-stage absorption cycles
(Table 1) has been achieved applying the same methodology and
assumptions for all cycles. The exergetic efficiencies for the different
cycles and exergy destruction rates in the main components
depending on the heat source temperature have been obtained.
Thus, the origin of the exergy destruction in the different cycles can
be quantified and compared. The analysis will consider typical
cooling conditions with fixed temperatures of the chilled water and
cooling water, while the heat source temperature will be varied.
2. Description of the absorption cycle configurations
The operation and the configuration of absorption cycles already
have been described in detail elsewhere [1]. Therefore, only the
schematics of the different configurations will be presented (Figs.
2–8), starting with the basic single effect configuration. The cycles
are presented in pressure–temperature diagrams. Based on the
single effect cycle, more complicated cycles can be obtained in
order to improve the energy efficiency or the achievableTable 1




Double effect series flow DS
Double effect parallel flow DP
Double effect reverse flow DR
Triple effect series flow TS
Triple effect parallel flow TP
Fig. 2. Single effect absorption cycle.
Fig. 4. Double effect parallel flow cycle.
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called double and triple-effect cycles obtain higher COP’s than the
single-effect cycle, but they need an energy supply at higher
temperatures. The solution flow between absorber and generator
can be achieved in series, parallel of reverse flow. Compared to the
single-effect cycle in the double (Figs. 3–5) and triple effect (Figs. 6
and 7) cycles additional internal heat exchanges take place in the
condenser-generator assemblies ‘‘CG’’. Here the heat released on
the hot side of the heat exchanger (condenser) by the condensing
vapor is producing more vapor in the solution on the cold side
(generator). Thus the generation of refrigerant vapor is distributed
among more generators.
The difference between series (Figs. 3–6), parallel (Figs. 4–7) and
reverse flow (Fig. 5) is in the way the solution is distributedFig. 3. Double effect series flow cycle.between the different generators. In the series flow it is directly
pumped from the absorber ‘‘A’’ to the high temperature generator
‘‘G’’, while in the parallel flow it is distributed among the different
generators (‘‘G’’ and ‘‘CG’’). In the reverse flow, the solution is first
pre-concentrated in the lower generator ‘‘CG’’, before being pum-
ped to the high temperature generator ‘‘G’’. These configurations
achieve higher COP’s than the single effect, but require a higher
operation temperature in the high temperature generator ‘‘G’’.
The half effect (also called double-lift) cycle (Fig. 8) includes two
solution circuits. Both of them include a generator and an absorber.Fig. 5. Double effect reverse flow cycle.
Fig. 6. Triple effect series flow cycle.
Fig. 7. Triple effect parallel flow cycle.
Fig. 8. Half effect cycle.
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‘‘Gl’’ enters in the absorber of the high pressure circuit ‘‘Ah’’. Heat is
supplied at the same temperature to both generators and dissi-
pated at an intermediate temperature in the condenser and the low
and high absorber. This configuration can work at a considerably
lower generator temperature, than the single-effect cycle, but at the
cost of a lower COP.3. Methodology of the simulation
A computer code for simulating the cycles has been established
using the program Engineering Equation Solver [27]. Properties for
water–LiBr have been evaluated by the correlations from [28].
These correlations are valid for temperatures up to 210 C, as
required in the triple effect cycles. Properties for all state point have
been evaluated.
The input data, output data and main assumptions are pre-
sented below. For this study, typical cooling operating conditions
have been chosen [29,30]. In order to consider only unavoidable
irreversibilities the minimum temperature difference in the heat
exchangers is fixed to a value of 0.2 K [23] and heat and pressure
losses are not considered. The characteristic parameters are given
in Table 2. The generator temperature is varied in the feasible range.
The lowest temperature (cut-off temperature) corresponds to
a concentration difference between the entering and leaving
solution in one of the absorbers or generators of the cycle, which
approaches zero and thus leads to very high solution flow rates. TheTable 2
Characteristic parameters.
Evaporator cooling capacity _QE 1000 kW
Temperatures
Chilled water inlet/outlet (E) 11.7/7.2 C
Cooling water inlet/outlet (parallel flow through A and C) 29.4 C/32 C
Minimum temperature difference in heat exchangers 0.2 K
Environmental temperature T0 298 K
Environmental pressure p0 100 kPa
Table 3
Comparison of operation conditions for single effect cycle.
Ref. [29,30] Present work Error (%)
ph [kPa] 5356 5401 0,84
pl [kPa] 0,902 0,9007 0,14
_m7 [kg/s] 0,01773 0,01769 0,23
_m4 [kg/s] 0,4359 0,4743 8,81
_m1 [kg/s] 0,4536 0,492 8,47
x4 [%] 58,86 58,61 0,42
x1 [%] 56,56 56,50 0,11
x4x1 [%] 2,30 2,11 8,26
Table 4
Comparison of heat transfer rate and COP.
Heat Transfer Rate [kW]
Ref. [29,30] Present work Error (%)
Absorber 56,29 56,74 0,80
Generater 44,18 44,00 0,41
Condenser 41,88 41,88 0,00
Evaporator 58,59 58,85 0,44
COP [–] 0,7148 0,7116 0,45
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water–LiBr solution.
The following assumptions were made:
 Steady state.
 Heat losses are not considered.
 Pressure losses in pipes and components are not considered.
 Heat is supplied to the generators in the form of condensing
steam, except for the half effect cycle, where it is hot water.
 The refrigerant leaving the condensers is saturated liquid.
 The refrigerant leaving the evaporator is saturated vapor.
 The solution and refrigerant valves are isenthalpic.
 The refrigerant vapor leaving the generators is at the mean
temperature between incoming and leaving solution.
3.1. Mass, energy and entropy balances
Modeling includes first and second law analysis. Considering the
assumptions made steady state mass (Eqs. 1 and 2), energy (Eq. (3))
and entropy balances (Eq. (4)) for each of the components k are
established. The governing equations of mass and type of material
conservation are:
0 ¼ S _mi  S _me (1)
0 ¼ S _mixi  S _mexe (2)
where _m is the mass flow rate and x is mass concentration of LiBr in
the solution. Neglecting heat losses the first and second law of
thermodynamics yield the energy and entropy balances of each
component:
0 ¼ S _mihi  S _mehe  _W (3)
0 ¼ S _misi  S _mese þ _Sgen;k (4)
_Sgen;k represents the entropy generation in component k. The
exergy destruction rate _ED;k in component k results as
_ED;k ¼ T0 _Sgen;k (5)
The output data obtained are:
 The pressures, temperatures, concentrations, mass flow rates,
enthalpies and entropies of each current.
 The heat rates or, in the case of the solution pump, the power
and the exergy destruction rates of the components.
3.2. COP and exergetic efficiency
For the complete cycles the first and second law performances
are evaluated in terms of the Coefficient of Performance (COP) and
the exergetic efficiency e. The COP is defined as the useful heat rate
from the evaporator (the chilled water production) _QE divided by










½ _mðhi  heÞ steam=hot water
(6)
The exergetic efficiency of a cycle J is defined as the useful
exergy output (Product P) _EP divided by the required exergy input
(Fuel F) _EF. The input is given by the reduction of the exergy rate of
the steam in the generator and the pump power. The product is
represented by the increase in the exergy rate of the chilled water
(Eq. (7)).J ¼
_EP ¼
_m eph;e  eph;i chilled waterh  i (7)
_EF
h  i
_m eph;i  eph;e steam=hot waterþ
_Wpump
The specific physical exergy eph of the water is evaluated in Eq. (8):
eph ¼ h h0  T0ðs s0Þ (8)
The terms h and s represent the enthalpy and entropy of the
fluid, whereas, h0 and s0 are the enthalpy and entropy of the fluid at
environmental temperature T0 and pressure p0. The specific exergy
of the water–LiBr mixture has not to be evaluated, as we use
entropy balances.
3.3. Error analysis
The programs for the cycles have been validated by comparison
with available data from similar cycle simulations. A detailed
comparison with [29] and [30] is presented for the single effect
configuration. Their characteristic parameters have been integrated
in our program in order to obtain the same UA values and cooling
power. The operating conditions are compared in Table 3. The
subscripts used refer to Fig. 2. The main difference is found in the
evaluation of the concentration, resulting in a difference of 8% in
the solution concentration difference. This results in a similar
difference in the solution mass flow rates. This is due to different
correlations used for the evaluation of properties. In our work
properties for water–LiBr have been evaluated by the correlations
from Kaita [28] which have the advantages to cover a larger
temperature range. Table 4 shows the heat transfer rates and the
COP. As can be observed the error in the final results is less than 1%.
The same conclusions can be made for the other cycle configura-
tions, as the type of calculations is basically the same as for the
single effect.
4. Results and discussion
4.1. First law analysis
The further calculation have been achieved with the assump-
tions presented above, especially fixing for the heat exchangers the
minimum temperature difference. Thermodynamics properties at
each state points of some of the cycles are given in (Table 5–8). The
Table 5
Operating conditions of the single effect cycle.
State Point T [C] p [kPa] x [%] _m [kg/s] h [kJ/kg] s [kJ/kg K]
1 32.0 1.00 52.25 5.11 73.2 0.22
2 32.0 4.81 52.25 5.11 73.2 0.22
3 64.5 4.81 52.25 5.11 141.7 0.43
4 69.8 4.81 56.94 4.69 164.1 0.43
5 32.2 4.81 56.94 4.69 89.4 0.20
6 32.2 1.00 56.94 4.69 89.4 0.20
7 67.1 4.81 0.42 2626.0 8.61
8 32.2 4.81 0.42 134.9 0.47
9 7.0 1.00 0.42 134.9 0.48
10 7.0 1.00 0.42 2514.0 8.97
11 70.0 31.20 0.49 2626.0 7.75
12 70.0 31.20 0.49 293.1 0.96
13 29.4 101.00 101.40 123.3 0.43
14 32.0 101.00 101.40 134.2 0.46
15 29.4 101.00 96.36 123.3 0.43
16 32.0 101.00 96.36 134.2 0.46
17 11.7 101.00 52.96 49.3 0.18
18 7.2 101.00 52.96 30.4 0.11
Table 7
Operating conditions of the triple effect series flow cycle.
State Point T [C] P [kPa] x [%] _m [kg/s] h [kJ/kg] s [kJ/kg K]
1 32.0 1.00 52.23 5.80 73.0 0.22
2 32.0 134.10 52.23 5.80 73.1 0.22
3 63.9 134.10 52.23 5.80 140.5 0.43
4 103.9 134.10 52.23 5.80 226.2 0.67
5 147.4 134.10 52.23 5.80 321.6 0.91
6 149.8 134.10 53.78 5.63 326.2 0.90
7 104.1 134.10 53.78 5.63 227.9 0.65
8 104.1 29.46 53.78 5.63 227.9 0.65
9 107.8 29.46 55.11 5.50 237.6 0.66
10 64.1 29.46 55.11 5.50 147.2 0.41
11 64.1 4.81 55.11 5.50 147.2 0.41
12 68.5 4.81 56.31 5.38 159.5 0.42
13 32.2 4.81 56.31 5.38 86.8 0.20
14 32.2 1.00 56.31 5.38 86.8 0.20
20 148.6 134.10 0.17 2771.3 7.47
21 108.0 134.10 0.17 453.1 1.40
22 68.7 29.46 0.17 453.1 1.42
23 105.9 29.46 0.14 2696.6 7.98
24 68.7 29.46 0.30 287.5 0.94
25 32.2 4.81 0.30 287.5 0.97
26 66.3 4.81 0.12 2624.3 8.61
27 32.2 4.81 0.42 134.9 0.47
28 7.0 1.00 0.42 134.9 0.48
29 7.0 1.00 0.42 2513.7 8.97
30 150.0 476.20 0.21 2745.9 6.84
31 150.0 476.20 0.21 632.2 1.84
32 29.4 100.00 101.24 123.3 0.43
33 32.0 100.00 101.24 134.2 0.46
34 29.4 100.00 30.99 123.3 0.43
35 32.0 100.00 30.99 134.2 0.46
36 11.7 100.00 52.96 49.2 0.18
37 7.2 100.00 52.96 30.4 0.11
Table 8
Operating conditions of the half effect cycle.
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temperature which yields to the maximum COP. COP and exergetic
efficiency are plotted versus the generator temperature in order to
compare the different cycles. The results presented here differ from
the literature [16], as only the unavoidable exergy destruction has
been considered. Thus the lowest feasible generator temperatures
are lower and the resulting COP’s are higher. They represent the
theoretically feasible maximum performance for the considered
cycle configurations. Fig. 9 shows the variation of the COP for the
different cycles with the generator temperature. As expected the
COP increases from the half effect, to the single, double and triple
effect. The maximum performance is achieved at generator
temperatures close to the minimum feasible temperature, the cut-
off temperature. The COP decreases for higher generator temper-
atures. The maximum generator temperature is limited by crys-
tallization. For double and triple effect the parallel flow
configuration shows slightly higher performance and higher
achievable maximum generator temperature, although differences
are very small.Table 6
Operating conditions of double effect series flow cycle.
State Point T [C] P [kPa] x [%] _m [kg/s] h [kJ/kg] s [kJ/kg K]
1 32.0 1.00 52.25 4.75 73.1 0.22
2 32.0 32.30 52.25 4.75 73.2 0.22
3 64.8 32.30 52.25 4.75 142.3 0.44
4 70.6 4.81 57.32 4.33 167.0 0.43
5 32.2 4.81 57.32 4.33 91.1 0.19
6 32.2 1.00 57.32 4.33 91.1 0.19
7 67.8 4.81 0.00 0.19 2627.1 8.62
8 32.2 4.81 0.00 0.42 134.9 0.47
9 7.0 1.00 0.00 0.42 134.9 0.48
10 7.0 1.00 0.00 0.42 2513.7 8.97
13 106.0 32.30 52.25 4.75 230.9 0.68
14 109.8 32.30 54.90 4.52 241.4 0.67
15 65.0 32.30 54.90 4.52 148.3 0.41
16 65.0 4.81 54.90 4.52 148.3 0.41
17 107.9 32.30 0.00 0.23 2700.0 7.94
18 70.8 32.30 0.00 0.23 296.4 0.97
19 32.2 4.81 0.00 0.23 296.4 1.00
21 110.0 143.38 0.28 2691.1 7.24
22 110.0 143.38 0.28 461.4 1.42
23 29.4 100.00 101.57 123.3 0.43
24 32.0 100.00 101.57 134.2 0.47
25 29.4 100.00 47.08 123.3 0.43
26 32.0 100.00 47.08 134.2 0.47
27 11.7 100.00 52.96 49.2 0.18
28 7.2 100.00 52.96 30.4 0.114.2. Exergetic efficiencies
Tendencies are similar for the exergetic efficiency. The
maximum exergetic efficiencies are lowest for the half effect, fol-
lowed by the single effect. Highest values are found for double andState Point T [C] P [kPa] x [%] _m [kg/s] h [kJ/kg] s [kJ/kg K]
1 32.0 1.00 52.30 8.52 73.2 0.22
2 32.0 2.10 52.30 8.52 73.2 0.22
3 48.2 2.10 52.30 8.52 107.1 0.33
4 49.8 2.10 55.00 8.10 117.5 0.32
5 32.2 2.10 55.00 8.10 81.7 0.21
6 32.2 1.00 55.00 8.10 81.7 0.21
7 32.0 2.10 43.50 8.52 64.7 0.29
8 32.0 4.81 43.50 8.52 64.7 0.29
9 48.3 4.81 43.50 8.52 102.8 0.41
10 49.8 4.81 45.70 8.10 105.0 0.40
11 32.2 4.81 45.70 8.10 64.9 0.27
12 32.2 2.10 45.70 8.10 64.9 0.27
13 49.1 4.81 0.42 2591.6 8.51
14 32.2 4.81 0.42 134.9 0.47
15 7.0 1.00 0.42 134.9 0.48
16 7.0 1.00 0.42 2513.7 8.97
17 49.0 2.10 0.42 2592.2 8.89
21 50.0 100.00 1272.16 209.4 0.70
22 49.8 100.00 1272.16 208.6 0.70
23 50.0 100.00 1349.13 209.4 0.70
24 49.8 100.00 1349.13 208.6 0.70
25 29.4 100.00 100.78 123.3 0.43
26 32.0 100.00 100.78 134.2 0.46
27 29.4 100.00 97.92 123.3 0.43
28 32.0 100.00 97.92 134.2 0.46
29 29.4 100.00 95.03 123.3 0.43
30 32.0 100.00 95.03 134.2 0.46
31 11.7 100.00 52.96 49.2 0.18
32 7.2 100.00 52.96 30.4 0.11

























































Fig. 9. Comparison of the coefficient of performance.
Table 9
Maximum COP’s and exergetic efficiencies of the cycles.
Cycle COP J
Half effect 0.458 0.359
Single effect 0.880 0.438
Double effect series flow 1.655 0.473
Double effect parallel flow 1.656 0.473
Double effect reverse flow 1.654 0.473
Triple effect series flow 2.312 0.447
Triple effect parallel flow 2.321 0.470
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ISBN: 978-84-693-7673-7/DL:T-1752-2010 triple effect. Little difference is found between the flow configu-
rations. The exergetic efficiencies achieve a maximum at slightly
lower heat source temperatures than the COP (Fig. 10). Further-
more, the decrease with increasing heat source temperature is
more accentuated than for the COP. This behavior is due to a nearly
constant denominator in the COP, the heat input rate _QG, while the
denominator in the equation for the exergetic efficiency _EF
increases. This is shown in Eq. (9), where T represents the
temperature of the condensing steam. The second term (s ¼ 1T0/
T) is also called dimensionless exergetic temperature [3] and
increases with the temperature T, approaching for very high
temperatures one. The maximum values of COP and exergetic







4.3. Exergy destruction rates
To understand the differences among the cycles and the effect of
the changing heat source temperature on the performance, the
exergy destruction rates in all the main components have been
evaluated and plotted in Figs. 11–15. The exergy destruction rate of
the evaporator is constant in all cycles as its operating conditions











































Fig. 10. Comparison of exergetic efficiency.4.3.1. Single effect cycle
For the single effect cycle (Fig. 11) exergy destruction rates in the
condenser and the solution heat exchanger are nearly independent
of the generator temperature. This differs from the behavior of
a real solution heat exchanger with fixed heat exchange area. Since
mass flow rate becomes large when it gets closer to the cut-off
temperature solution, the exergy destruction rate of a real solution
heat exchanger increases significantly when it approaches low
generator temperatures [13]. As in our study the minimum
temperature difference is fixed the solution heat exchanger area
would have to increase in order to maintain these conditions.
Therefore if only unavoidable exergy destruction rates are consid-
ered the decrease of the cycle COP close to the cut-off temperatures
results less important than in the case of a real machine with a fixed
solution heat exchanger area. On the other hand the exergy
destruction rates in the absorber and generator increase with the
generator temperature as the concentration difference between
weak and strong solution increases. The absorber shows higher
exergy destruction than the generator as mixing of streams at
different temperatures between the solution and the colder vapor
from the evaporator takes place. The origin of exergy destruction is
further discussed in [22].
4.3.2. Double effect cycles
For the double effect cycles (Figs. 12–14) differences in the flow
configurations become clearer observing the exergy destruction
rates in the components. As expected no difference is found for the
evaporator and condenser. Exergy destruction in the generators
and its increment with the generator temperature is lower than for
the single effect cycle: This is due to the fact that the thermal power
_QG supplied to the double effect cycles is significantly less than for
the single effect and the separation process is now distributed
between the high temperature generator and the generator



















































Fig. 11. Exergy destruction rates in the main components of a single effect absorption
cycle as function of heat source temperature.






















































Fig. 12. Exergy destruction rates in the main components of a double effect series flow
absorption cycle as function of the heat source temperature.






















































Fig. 14. Exergy destruction in the main components of double effect reverse flow
absorption cycle as function of heat source temperature.
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temperatures are similar for series and reverse flow, but higher for
parallel flow. We can observe that exergy destruction increases
with the concentration difference in the solutions, which is similar
for series and reverse flow, but higher for parallel flow. The same is
valid for the different condenser-generator assemblies, where again
the parallel flow has the highest concentration difference and the
highest exergy destruction rate. Exergy destruction in the solution
heat exchangers is due the heat capacity rate mismatch, resulting in
larger temperature differences, which is the highest in the high
temperature solution heat exchanger for the parallel flow and the
low temperature heat exchanger of the series flow. As it occurs for
the generator, the absorber exergy destruction increases with
a larger solution concentration difference. In the parallel flow the
concentration difference and the exergy destruction rate is signif-
icantly lower than in the other flow configurations. Thus for parallel
flow the higher exergy destruction in the generators is compen-
sated by a lower exergy destruction in the absorber.
4.3.3. Triple effect cycles
The same observations as for double effect configurations can be
made for triple effect configurations. The main difference is that
now the separation process is distributed among three generators




























































Fig. 13. Exergy destruction rates in the main components of a double effect parallel
flow absorption cycle as function of the heat source temperature.the corresponding component in the double effect. While in the
parallel flow exergy destruction rates are higher in the generator,
this is again compensated by lower values in the absorber.
4.3.4. Half effect cycle
The half effect cycle (Fig. 15) includes two absorbers. Both have
the largest exergy destruction rates in the cycle followed by the two
generators. Again for absorbers and generators the exergy
destruction increases with the generator temperature, as solution
concentration differences become larger. The exergy destruction
rate of the whole cycle is the highest among the analyzed cycles,
which explains the significantly lower exergetic efficiency (Fig. 10).
4.3.5. Discussion
In our analysis only unavoidable exergy destruction is consid-
ered. For the minimum temperature difference in the heat
exchangers a very small value of 0.2 K has been fixed and pressure
losses are neglected. The above results show similar tendencies for
all cycles. The absorber exergy destruction rate is dominant, fol-
lowed by the one of the generator. As the heat source temperature
increases, the concentration differences between incoming and
leaving solutions in generators and absorbers increase. This is
accompanied by larger exergy destruction rates. In the other


























































Fig. 15. Exergy destruction rates in the main components of a half effect absorption
cycle as function of the heat source temperature.
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temperature. The evaporator exergy destruction rate is not
changing among cycles as its operating conditions remain
unchanged and is not affected by the heat source temperature.
These results differ from other studies which evaluate both
unavoidable and avoidable exergy destruction. In this conventional
exergetic evaluation the design of the heat exchangers is fixed for
example by given UA values. The minimum temperature differ-
ences in the heat exchangers will change, if the operating condi-
tions change. The behavior of the solution heat exchanger, the
generator and absorber will be different. At low heat source
temperatures, near the cut-off temperature, the solution concen-
tration differences are small. Therefore the solution mass flow rates
become large. Thus if the heat source temperature decreases in this
temperature range, the heat rate in the solution heat exchanger
increases significantly. The temperature difference between hot
and cold fluid becomes larger. The solutions enter at a lower
temperature in the generator and at a higher temperature in the
absorber. Both heat rates in generator and absorber increase, if the
cooling capacity has to remain constant. The COP decreases
significantly. As a consequence close to the cut-off temperature, the
exergy destruction rates in absorber, generator and solution heat
exchangers becomes very high. With increasing generator
temperature the exergy destruction rates in absorber and generator
pass through a clear minimum, which corresponds to a maximum
of the exergetic efficiency. For higher heat source temperatures
absorber and generator exergy destruction rates increase again. The
last phenomena is also observed in our study, as the solution flow
rates are decreasing and the relative contribution of the exergy
destruction due to the temperature difference becomes smaller.
Therefore main differences in our results are found at generator
temperatures close to the cut-off temperature, which corresponds
to small concentration differences and large mass flow rates of the
solution, while tendencies for higher heat source temperatures are
similar.
5. Conclusions
The performance of seven different water–LiBr absorption
cooling cycles has been evaluated applying first and second law
analysis. Only unavoidable exergy destruction is considered in
order to compare the cycles on a rational basis. Effects of the
avoidable exergy destructions are eliminated at this stage of the
theoretical analysis, but should be considered at the design stage.
The present study enables us to distinguish and quantify these
parts. The avoidable part shows where the main potential for
improvement of the cycle is. This is not necessarily the component
with the largest exergy destruction, if the exergy destruction is
mainly due to the unavoidable part.
The effect of the heat source temperature has been evaluated for
typical cooling operating conditions. The COP increases from half to
triple effect and shows for each cycle a maximum, which is slightly
higher than the cut-off temperature. The values of the COP are
higher than in studies which include both avoidable and unavoid-
able exergy destruction and maintain these high values also close to
the cut-off temperature. At higher heat source temperatures the
COP decreases slowly. The same qualitative behavior is found for
the exergetic efficiency. But the decrease at higher heat source
temperatures is more significant as in the denominator of the
exergetic efficiency the heat rate to the generator is nearly constant,
while its temperature and thus the dimensionless exergetic
temperature is increasing. As a consequence the exergy input (Fuel)
increases, while the output (Product) in the numerator is fixed. The
maximum exergy efficiencies are lowest for the half effect, followed
by the single effect. Highest values are found for double and tripleeffect. Little difference is found among the flow configurations
(reverse, series and parallel flow).
Furthermore, the exergy destruction rates of the heat
exchangers are determined. For condenser and solution heat
exchanger the exergy destruction is practically independent of the
heat source temperature. For absorber and generator the exergy
destruction rates increase with the heat source temperature, as the
solution concentration differences become larger. Differences to
studies which consider both avoidable and unavoidable exergy
destruction are found at low generator temperatures near the cut-
off temperature. In this temperature range, in real heat exchangers
exergy destruction due to temperature difference is dominant. In
our study it is not included, as it represents an avoidable exergy
destruction. Results for higher heat source temperatures are similar
to other studies.
The purpose of this study is a comparison of the exergy effi-
ciencies and the exergy destruction in different absorption cycle
configurations taking into account only the unavoidable exergy
destruction. Thus cycles can be compared on a rational basis.
Results do not depend on design specifications, as for example UA
values. The next step in this type of analysis would be the advanced
exergy analysis proposed by [23], where the total exergy destruc-
tion is splitted into avoidable and unavoidable parts. This makes it
easier to understand the thermodynamic inefficiencies and should
be considered in the termoeconomic optimization [25]. An example
of how this type of advanced exergetic evaluation helps to improve
the design is presented in [24].Acknowledgements
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First and second law analysis have been conducted for three low temperature driven ammonia-water absorption 
cooling cycles with increasing internal heat recovery. Based on the results of exergy analysis the structural analysis 
has been achieved. The obtained Coefficients of Structural Bonds (CSB) consider how the irreversibility of the 
whole cycle is affected by a change in the irreversibility related to an efficiency improvement of a single 
component. Trends for the different configurations are similar, while quantitative differences among the main heat 
exchangers are considerable. The highest values of the CSB are found for the refrigerant heat exchanger. Also the 
evaporator, the condenser, the generator and the absorber show values higher than unity. The lowest CSB’s are 
obtained in the solution heat exchanger. In general, CSB’s decrease with increasing efficiency. That means that for 
very efficient heat exchangers, a further improvement looks less attractive. The dephlegmator is an exception as it 
shows a singularity of the CSB value due to its complex interactions with the other components.  Once the CSB’s 
are obtained for the main components, they can be used in the structural method of the thermoeconomic 
optimisation. This method enables us to find the optimum design of a component in a straightforward calculation. 
 
Keywords: Absorption cycle, ammonia-water, exergy analysis, structural analysis. 
 
1. Introduction 
Combining thermodynamics and economics, the 
thermoeconomic or exergoeconomic analysis can be 
achieved (Kotas, 1995; Bejan et al., 1996; El-Sayed, 2003).  
The objective of exergoeconomic optimization is the 
minimization of the total cost, mainly composed of capital 
and energy costs. In the field of refrigeration 
thermoeconomic analysis was applied initially to 
compression cycles (Wall, 1986; Dentice d'Accadia et al., 
1998; Dingeç et al., 1999; Ferrer et al., 2001; Dentice 
d'Accadia et al., 2004; Zhang et al., 2004) and later to 
absorption cycles (Tozer et al., 1999; Sahin et al., 2002; 
Misra et al., 2003; Misra et al., 2005; Misra et al., 2006; 
KizIlkan et al., 2007).  
One methodology used in exergoeconomic optimisation 
is the structural method introduced by Beyer (1970 and 
1974). It is based on structural coefficients, which show 
how local irreversibilities in the components affect the 
overall irreversibility rate of the cycle. The coefficient of 
structural bonds (CSB) of a component k, which is obtained 




















where kI  is the irreversibility rate of component k, and tI  
is the irreversibility rate of the whole cycle. Structural 
coefficients show how the irreversibility of the whole cycle 
and a single component are related. If a slight decrease in 
the irreversibility of one component due to an increased 
efficiency causes a significant improvement in the total 
irreversibility of the cycle (high CSB), it will be wise to put 
much of the design effort in improving the efficiency of this 
component. Otherwise (low CSB), an improvement of the 
efficiency of the considered component is not worthwhile. 
These coefficients can help us to determine for one selected 
component of the system its optimum efficiency, for which 
a minimum total cost is achieved (Kotas, 1995).  
In the present study, this method will be applied to the 
analysis of absorption cycles. The analysed cycles are 
ammonia-water absorption cooling cycles with increasing 
internal heat recovery. A similar approach has been applied 
by Sözen (2001) for an ammonia-water refrigeration cycle. 
Modelling starts with the first law analysis, followed by the 
exergy analysis (Karakas et al., 1990; Ataer et al., 1991; 
Best et al., 1993).  
Once the irreversibilities of the components and the 
whole cycle are evaluated, the coefficients of structural 
bonds can be evaluated. Compared to a former study (Boer 
et al., 2005), here the CSB’s are not constant, but their 
dependence on the efficiencies is shown and their 
behaviour is quantified and compared for different cycle 
configurations. These CSB’s can be used in the structural 
method of exergoeconomic optimisation (Beyer, 1974). The 
final purpose is the design of more cost-effective absorption 
cycles. The application of the CSB’s is described in 
KizIlkan et al. (2007) and will be summarized briefly. More 
details can be found in Kotas (1995). 
The optimum efficiency specification for a component 
will be determined in order to obtain the minimum annual 
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operating cost. This operating cost is composed mainly of 



















The first term of the right hand side represents the fuel 
cost, the second one the capital investment amortisation and 
the third one other cost factors that are not affected by the 
optimisation, for example maintenance costs. The capital 


































Equation (4) depends only on parameters of component 
k, which is optimised. The interaction with the system is 
taken into account by the CSB. /k iI x∂ ∂  describes the 
effect of the efficiency parameter xi on the irreversibility of 
the component. /ck iC x∂ ∂  takes into account the 
dependence of the component cost on xi. Both parameters 
depend on the efficiency of the analysed component. From 
equation (4) the efficiency that results in the lowest 
operating cost Ct can be obtained (KizIlkan et al., 2007). 
2. Description of the cycles 
For this study an ammonia-water absorption cycle has 
been selected (Figure 1). Basic components are the absorber 
(A), the condenser (C), the generator (G), and the 
evaporator (E). The cycle is completed by the solution heat 
exchanger (SHE), the dephlegmator (D) and the 
rectification plates (R). To obtain the necessary pressure 
changes, the cycles include the solution pump (P), the 
refrigerant expansion valve (RV) and solution expansion 
valve (SV).  
For cycle I, the solution circulates between the absorber, 
where the refrigerant is absorbed at low pressure, and the 
generator, where the refrigerant is desorbed at high pressure 
(state points 1 to 6). The strong solution leaves the absorber 
(1), is preheated in the solution heat exchanger (3), and 
enters the rectification column. The column has three 
theoretical stages, which is sufficient in cooling 
applications (Roriz et al., 2003). The feed enters in central 
plate two. Vapour and liquid in equilibrium leave plate two 
towards plates one and three, respectively, while saturated 
liquid from plate three and saturated vapour from plate one 
enter plate two. Temperature and concentration of ammonia 
in the vapour increase from plate one to plate three. The 
generator acts as the reboiler of the rectification column. 
The weak solution (4) leaves towards the absorber. In the 
dephlegmator, the necessary liquid reflux is obtained, while 
the rest of the vapour (9) condenses completely in the 
condenser (10). The condensate expands in the refrigerant 
throttling valve, causing partial vaporisation (12), and 
enters the evaporator. Due to the water content of the 
mixture, the temperature increases during the vaporisation 
process as the liquid contains less and less ammonia, which 
is the more volatile component. Vaporisation in the 
evaporator is only partial, as total evaporation would 
require too large of a temperature gradient. The cycle is 
closed when the vapour with a small liquid fraction (13) 
enters the absorber. Streams 15 to 22 are the external heat 
transfer fluids (in all cases this is water), which deliver or 

















































































Figure 1. Ammonia-water absorption cycles with 
increasing internal heat recovery. 
Cycle II is similar to Cycle I except for the refrigerant 
heat exchanger (RHE).  In Cycle II after leaving the 
condenser the condensate (10) is subcooled (11) in order to 
supply heat for the partial vaporisation in the evaporator 
(14).  
An additional feature of Cycle III is a heat exchange 
between the strong solution after the solution pump (2) and 
the dephlegmator (D). Preheating the strong solution (7) 
eliminates the use of cooling water in the rectifier.  
3. Methodology of the simulation 
A computer code for simulating the cycle has been 
established using the Engineering Equation Solver EES 
program. Properties for ammonia water are given by 
Tillner-Roth and Friend (1998). Typical cooling operation 
conditions are assumed as follows:  
Evaporator cooling capacity  1000 kW 
Temperatures: 
Chilled water inlet/outlet (E) 12/6ºC 
Cooling water inlet/outlet (parallel  
 flow through A and C) 27ºC/32ºC 
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Hot water inlet (G) 90ºC 
Minimum temperature difference 
 in the dephlegmator D 15 K 
Minimum temperature difference  
 in the rest of heat exchangers 5 K 
The hot water outlet temperature in the generator is 
adjusted to minimise the mismatch of heat capacity rates 
(product of mass flow and specific heat) in the generator. 
This means that the temperature differences between the 
hot and cold streams are the same on the hot and the cold 
sides of the generator (Kotas, 1995). In the same way the 
degree of evaporation in the evaporator is chosen to obtain 
the same temperature difference at the inlet and outlet of 
the evaporator.  
The main assumptions are: 
· Steady state. 
· Heat losses are not considered. 
· Pressure losses are not considered. 
· The refrigerant leaving the condensers is saturated 
liquid. 
· The mass exchange efficiencies in absorber and 
generator are 0.9. 
· The liquid and vapour leaving the adiabatic 
rectification plates are in equilibrium. 
· The solution and refrigerant valves are adiabatic. 
· The pump efficiency is 0.6. 
Modeling starts with a first law analysis. Steady state 
mass and energy balances for the components of the cycles 
are established as follows:  
Global mass balance: 
 ei mΣmΣ =   (5) 
Mass balance for ammonia:  
 eeii zmΣzmΣ =  (6) 









For adiabatic components the energy balance is: 
WhmΣhmΣ eeii +=  (8) 
The mechanical power only appears in the energy 
balance of the pump. The mass exchange efficiency for 
absorber and generator takes into account that 
thermodynamic equilibrium is not totally reached at the 











The coefficient of performance (COP) is defined by the 











The driving heat is delivered by the hot water. The 
subscripts in Eqns (10) and (16) correspond to the 
numeration of state points presented in Figure 1. The 













Considering components as adiabatic, the above 
equation can be simplified as 
IWemΣemΣ eeii ++=  (12) 
Specific exergy (Eq. 13) considers only the physical 
exergy (Jonsson et al., 2000). The chemical exergy of water 
and ammonia cancels out in the exergy balances as entering 
and leaving quantities are the same (Kotas, 1995). Mixing 
entropy has already been taken into account in the 
calculation of the entropy of the mixture. 
)(s-s - Th-he 000=   (13) 
The properties indicated with the subscript 0 refer to the 
environmental state, which is taken as 25ºC and 1 bar. 
Using exergy flow rates  
emE =  (14) 
it follows 
IWEΣEΣ ei ++=  (15) 
Irreversibilities are obtained from the exergy analysis. 
The resulting equations for the different components are 
given by Karakas et al. (1990). The exergy efficiency is 
defined as the useful exergy output divided by the required 
exergy input. For the cycle the exergy input is given by the 
reduction of the exergy flow of the external heating fluid in 
the generator and the pump work. The exergy output 
produced in the evaporator is given by the increase in the 











The output data obtained are:  
· The pressures, temperatures, concentrations, mass flows, 
enthalpies, entropies and exergies of each state point of 
streams. 
· The thermal or, in the case of the solution pump, 
mechanical power and irreversibility rate of the main 
components.  
· The COP and the exergetic efficiency. 
Once the irreversibilities of the components and the 
whole cycle have been determined, a parametric study can 
be achieved. The UA values in Table 1 correspond to 
minimum temperature differences ΔTmin in the heat 
exchangers for the base case taken as 5 K, except for the 
dephlegmator, where it is 15 K. UA values for all 
components are maintained constant (Boer et al., 2005), 
except for the one which is analysed. For this selected 
component, the minimum temperature difference is varied, 
which results in a variation of UA. The variation of ΔTmin 
for any component is typically between 1 and 10 K, if 
operation is feasible, except for the dephlegmator where 
variations were achieved between 5 and 30 K. This range is 
limited by the operating conditions in order to avoid high 
solution flow ratios of operation with low performance. As 
a result, the influence of the heat transfer efficiency of this 
component on its own irreversibility and also on the 
irreversibility of the whole cycle is evaluated. These data 
can be used to determine the CSB (Eqn. 1) for a given set of  
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Table 1: UA Values Corresponding to the Fixed  ΔTmin in 
the Base Case. 
Component 
Cycle 
I II III 
UA [kW/K] 
A 269.2 264.3 233.4 
C 144.8 136.3 136.5 
G 318.5 299.8 297.6 
E 131.4 131.4 131.4 
D 6.2 5.9 7.3 
RHE - 6.3 6.4 
SHE 254.6 239.5 229.5 
operating conditions, which is the main objective of this 
analysis. 
4. Results 
4.1 First and second law analysis 
Results of the energetic analysis for the different state 
points are presented in Table 2, 3 and 4. The corresponding 
thermal or mechanical power of the components are given 
in Table 5. 
The exergy balances have been achieved for the 
different components in order to obtain the irreversibilities 
(Table 6). For all cycles, the highest irreversibilities were 
found in the solution heat exchanger (SHE) followed by the 
absorber (A), the evaporator (E) the condenser (C) and the 
generator (G).  
The irreversibilities of the solution expansion valve (SV) 
and the dephlegmator (D) were less important. The 
irreversibility of the refrigerant expansion valve (RV) is 
considerably reduced by the introduction of the refrigerant 
heat exchanger (RHE). The refrigerant heat exchanger 
(RHE) and the rectification (R) contribute less to the 
irreversibilities. Irreversibilities in the adiabatic 
rectification  plates  were  low  and  caused  by mixing of 
streams with different temperatures and concentrations. 
  
Table 2: Operating Conditions for Cycle I. 
State T P z m  h s e E  
Point [C] [bar] [kg kg-1] [kg s-1] [kJ kg-1] [kJ kg-1K-1] [kJ kg-1] [kW] 
1 32 4.452 0.513 9.321 72.05 1.025 27.31 254.6 
2 32.6 14.29 0.513 9.321 73.27 1.025 28.7 267.6 
3 74.7 14.29 0.513 9.321 273.4 1.638 46.09 429.6 
4 85 14.29 0.46 8.411 299.3 1.687 57.28 481.8 
5 37.6 14.29 0.46 8.411 77.43 1.026 32.64 274.5 
6 37.8 4.452 0.46 8.411 77.43 1.029 31.5 264.9 
9 47 14.29 0.999 0.91 1666 5.766 207.4 188.8 
10 37 14.29 0.999 0.91 518 2.07 162 147.4 
12 1 4.452 0.999 0.91 518 2.113 149 135.6 
13 7 4.452 0.999 0.91 1617 6.119 53.48 48.67 
15 27 1 0 69.434 113.3 0.395 0.028 1.939 
16 32 1 0 69.434 134.2 0.464 0.338 23.48 
17 90 1.702 0 38.371 377.1 1.193 26.05 999.5 
18 80.1 1.702 0 38.371 335.6 1.077 19.09 732.5 
19 27 1 0 49.97 113.3 0.395 0.028 1.395 
20 32 1 0 49.97 134.2 0.464 0.338 16.9 
21 12 1 0 39.71 50.51 0.181 1.22 48.54 
22 6 1 0 39.71 25.32 0.091 2.652 105.3 
23 27 1 0 5.192 113.3 0.395 0.028 0.145 
24 32 1 0 5.192 134.2 0.464 0.338 1.756 
Table 3: Conditions for Cycle II. 
State T P z m  H s e E  
Point [C] [bar] [kg kg-1] [kg s-1] [kJ kg-1] [kJ kg-1K-1] [kJ kg-1] [kW] 
1 32 4.453 0.513 8.771 72.06 1.025 27.31 239.6 
2 32.6 14.29 0.513 8.771 73.28 1.025 28.7 251.7 
3 74.7 14.29 0.513 8.771 273.4 1.638 46.08 404.2 
4 85 14.29 0.46 7.914 299.3 1.687 57.28 453.3 
5 37.6 14.29 0.46 7.914 77.44 1.026 32.64 258.3 
6 37.8 4.453 0.46 7.914 77.44 1.029 31.5 249.3 
9 47 14.29 0.999 0.857 1666 5.766 207.4 177.7 
10 37 14.29 0.999 0.857 518 2.07 162 138.7 
11 22.8 14.29 0.999 0.857 449.3 1.843 160.9 137.8 
12 1 4.453 0.999 0.857 449.3 1.862 155 132.8 
13 7 4.453 0.999 0.857 1617 6.118 53.48 45.81 
14 32 4.453 0.999 0.857 1685 6.354 51.98 44.53 
15 27 1 0 68.16 113.3 0.395 0.028 1.903 
16 32 1 0 68.16 134.2 0.464 0.338 23.05 
17 90 1.702 0 36.104 377.1 1.193 26.05 940.4 
18 80.1 1.702 0 36.104 335.6 1.077 19.09 689.2 
19 27 1 0 47.029 113.3 0.395 0.028 1.313 
20 32 1 0 47.029 134.2 0.464 0.338 15.91 
21 12 1 0 39.71 50.51 0.181 1.222 48.54 
22 6 1 0 39.71 25.32 0.091 2.652 105.3 
23 27 1 0 4.886 113.3 0.395 0.02792 0.1364
24 32 1 0 4.886 134.2 0.464 0.3382 1.652 
Table 4: Operating Conditions for Cycle III. 
State T p z m  h s E E  
point [C] [bar] [kg kg-1] [kg s-1] [kJ kg-1] [kJ kg-1K-1] [kJ kg-1] [kW]
1 32 4.452 0.513 8.769 72.05 1.025 27.31 239.5
2 32.6 14.29 0.513 8.769 73.27 1.025 28.7 251.7
3 74.9 14.29 0.513 8.769 274.6 1.641 46.26 405.6
4 85 14.29 0.46 7.912 299.3 1.687 57.28 453.2
5 40.1 14.29 0.46 7.912 88.75 1.062 33.14 262.2
6 40.2 4.452 0.46 7.912 88.75 1.066 32.01 253.3
7 35.1 14.29 0.513 8.769 84.7 1.062 29.03 254.6
9 47.6 14.29 0.999 0.856 1668 5.772 207.5 177.8
10 37 14.29 0.999 0.856 517.9 2.069 161.9 138.6
11 22.6 14.29 0.999 0.856 448.6 1.84 160.8 137.7
12 1 4.452 0.999 0.856 448.6 1.86 155 132.7
13 7 4.452 0.999 0.856 1616 6.117 53.48 45.8 
14 32 4.452 0.999 0.856 1686 6.354 51.96 44.51
15 27 1 0 72.443 113.3 0.395 0.028 2.023
16 32 1 0 72.443 134.2 0.464 0.338 24.5 
17 90 1.702 0 36.039 377.1 1.193 26.05 938.7
18 80.2 1.702 0 36.039 335.8 1.078 19.12 689.2
19 27 1 0 47.11 113.3 0.395 0.028 1.315
20 32 1 0 47.11 134.2 0.464 0.338 15.93
21 12 1 0 39.71 50.51 0.181 1.222 48.54
22 6 1 0 39.71 25.32 0.091 2.652 105.3
Table 5: Thermal or Mechanical Power 
for a Fixed Cooling Capacity. 
Component 
Cycle 
I II III 
Power [kW] 
A 1451 1425 1514 
C 1044 983 985 
G 1593 1499 1488 
E 1000 1000 1000 
D 109 102 100 
RHE  59 59 
SHE 1866 1756 1666 
P 19 18 18 
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Table 6: Irreversiblities. 
Component 
Cycle 
I II III 
Irreversibility [kW] 
A 37.46 33.10 35.78 
C 25.87 24.35 24.49 
G 13.36 12.57 12.42 
E 30.17 30.20 30.17 
D 9.29 8.75 7.34 
RHE - 2.23 2.24 
SHE 45.24 42.57 39.95 
P 5.93 5.58 5.58 
RV 11.83 5.03 4.99 
SV 9.61 9.04 8.99 
R 1.68 1.58 1.48 
 
The main source of irreversibilities is the temperature 
between hot and cold streams. Irreversibilities for SHE are 
high due to the low generator temperature. The 
concentration difference between weak and strong solution 
is small and solution flow rates large.  Results agree with 
Best et al. (1993), except in the generator. In our case the 
generator shows lower irreversibilities, as the mismatch of 
the heat capacity rates has been minimized.  
Heat integration affected the irreversibilities in the 
following way. The main effect of the refrigerant heat 
exchanger (component RHE in Cycles II and III) was a 
strong reduction in the irreversibility of the refrigerant 
expansion valve due to the change in working conditions. 
The refrigerant valve inlet temperature (state points 10 and 
11 for Cycles I and II, respectively) decreased from 37ºC to 
about 22.8ºC, thus reducing the enthalpy h12 in the 
evaporator inlet from 518 kJ/kg to about 449 kJ/kg.  This 
led to an increase in the enthalpy difference in the 
evaporator and, for a fixed cooling power, the refrigerant 
mass flow decreased from 0.91 kg/s to 0.857 kg/s. 
Consequently, the solution flow rate also decreased. The 
reduction of the irreversibility in the refrigerant valve is 
greater than the irreversibility added by the refrigerant heat 
exchanger. The irreversibility of absorber (A) decreased 
because the vapour (14) entered with less difference in 
temperature with regard to the solution (6) and the mixing 
took place at a more uniform temperature. Because of the 
reduction in the mass flows, all irreversibilities were 
generally smaller.  
The combined solution preheater and dephlegmator 
(component D in Cycle III) irreversibility in the solution 
heat exchanger was also reduced by preheating of the 
solution. The strong solution entered the solution heat 
exchanger at 35.1ºC (T7) compared to 32.6ºC (T2) in Cycle 
II. At the same time, however, T5 increased from 37.6ºC in 
Cycle II to 40.1ºC in Cycle III, and thus increased the 
absorber irreversibility. Thus, the reduction of 
irreversibility in the dephlegmator and solution heat 
exchanger is partially compensated for by the increase in 
the absorber.  
These reductions in irreversibilities due to the better 
heat integration improved the COP and the exergetic 
efficiencies Ψ of the cycles (Table 7). The refrigerant heat 
exchanger had a greater effect (+6%) than the solution 
preheating (compared to Cycle II less than 1%).  
 
Table 7: Energetic (COP) and Exergetic Efficiencies (Ψ).  
Cycle I II III 
COP 0.628 0.667 0.672 
Increase of COP compared to Cycle I 
(%) 
- 6.2 7.0 
Ψ 0.199 0.211 0.212 
Increase of Ψ compared to Cycle I (%) - 6.0 6.5 
 
4.2 Grassmann diagrams 
The exergy flows and irreversibilities can be 
represented in graphical form. The Grassmann diagram 
(Szargut et al., 1988; Kotas, 1995) can be used to illustrate 
cyclic processes and their components with their 
corresponding irreversibilities, the exergy flows and the 
recirculation of exergy in the cycle. The inlet exergy flow is 
on one side of each component, and in the component itself, 
part of this exergy flow is degraded due to irreversibilities. 
On the other side of the component exergy flows are 
leaving. Each component represents a graphical exergy 
balance and shows how part of the exergy input is lost in 
the successive energy transformation in the cycles. The 
widths of the lines are proportional to their exergy flow. 
This type of diagram already has been employed for 
absorption cycles (Anand et al., 1984; Szargut et al., 1988; 
Jeong et al., 2003). The thermal exergy flows EQ 
correspond to the change in the exergy flow rate of the 
external fluids.  
Figure 2 represents the exergy flows of Cycle I. The 
description starts with the external heat and exergy transfer. 
The exergy input EQG represents the reduction in hot water 
exergy and the exergy output EQE represents the increase in 
chilled water exergy. The exergy flows EQA, EQC and EQD 

























Figure 2. Grassmann diagrams of Cycle I. 
 
With regard to the cycle itself, on the right side is 
situated the solution circuit with the strong solution (points 
1 to 3) and the weak solution (points 4 to 6). The exergy 
input to the cycle is given by the thermal exergy EQG 
supplied to the generator and the pump work WP. This 
exergy is used to increase the exergy of the solution (points 
3 to 4) and generate vapour flow V-1. In the dephlegmator 
thermal exergy EQD is dissipated and a reflux L-1 is created. 
In Figures 2, 3 and 4 the exergy destruction in the rectifier 
is included in the exergy destruction in the generator and 
the dephlegmator in order to simplify the figure. The 
vapour (point 9) enters the condenser, where again thermal 
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exergy EQC is dissipated. The refrigerant passes through the 
refrigerant expansion valve and enters the evaporator, 
where the useful thermal exergy output EQE is produced. 
The vapour (point 13) enters the absorber, where the 
refrigerant joins the solution circuit and the thermal exergy 
EQA is dissipated. The strong solution exergy is increased in 
the solution heat exchanger (points 2 to 3) while the weak 
solution exergy is reduced (points 4 to 5). It can also be 
observed that the irreversibilities in the solution pump and 
solution expansion valve are relatively small.  
In the Grassmann diagram for Cycle II (Figure 3), the 
refrigerant heat exchanger has been added. A new loop for 
the refrigerant flow is therefore added on the left hand side. 
The lines representing the exergy flows are slightly 
narrower than for Cycle I due to the reduction in the mass 
flows. In the Grassmann diagram for Cycle III (Figure 4), 
the cooling of the dephlegmator by cooling water is 
replaced by a heat exchange, which preheats the strong 
solution. The dissipation of the thermal exergy flow EQD is 
therefore eliminated. The vapour flow V-1 and the strong 
solution 2 should enter on the same side but in order to 





























































Figure 4. Grassmann diagrams of Cycle III. 
 
4.3 Structural analysis 
Once the irreversibilities are obtained, it can be checked 
how a change of the irreversibility of one component 
affects the rest of the cycle. In the component, where the 
minimum temperature difference is modified, the 
irreversibility increases with a higher minimum temperature 
difference. For the other components the irreversibilities 
can increase or decrease depending on the interactions 
among the components. 
The analysis starts with the absorber. The minimum 
temperature difference ΔTA,min between solution and cooling 
water is modified. In Figure 5 can be observed how the 
irreversibility of the absorber and of the other components 
are affected. As ΔTA,min increases, the concentration 
difference between weak and strong solution decreases. In 
order to maintain the cooling capacity, the solution flow 
rate has to increase. As a direct consequence, the 
irreversibilities in the solution heat exchanger, the 
generator, the solution valve and the pump increase. This 
effect is more accentuated at temperature differences above 
5 K, in which case as the absorber ΔTA,min increases the 
irreversibility of all components increases. Figure 5 also 
shows that the irreversibilities of the absorber and solution 
heat exchanger are the main contributors to the total 
irreversibility, followed by the evaporator and condenser.  

































Figure 5: Irreversibilities due to a variation of absorber 
minimum temperature difference for Cycle I. 
Figure 6 presents the total irreversibility of the whole 
cycle versus the irreversibility of the absorber due to the 
variations of ΔTmin for the cycle configurations considered. 
The trends for the different cycle configurations are similar, 
although there are slight differences among the values and 
slopes of the curves.  



















Figure 6: Total irreversibility change versus absorber 
irreversibility for change of absorber minimum temperature 
difference. 
These observations will be quantified by the CSB’s as 
they correspond to the slope of the curves representing the 
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total irreversibility versus the irreversibility of the absorber. 
Their values are determined by application of Eqn. 1. For 








A T UA comp A const
ICSB
IΔ
Δ = ≠ =
⎛ ⎞Δ
= ⎜ ⎟Δ⎝ ⎠
 (9) 
Values of the CSB for the absorber for the three 
configurations cycles are presented in Figure 7. At higher 
ΔTmin the CSB’s are higher. This means that the benefit of 
increasing the efficiency of a less efficient heat exchange is 
higher than for an already efficient heat exchanger with a 
low ΔTmin. If the value of the CSB is lower than one, the 
reduction of the irreversibility of the component under 
consideration is offset by an increase in the irreversibility of 
the other components. This means that a further 
improvement of this component is not worthwhile. Cycles I 
and II have very similar values of CSB’s, while cycle III 
has lower CSB’s for minimum temperature differences 
below 6 K. In the considered range CSB values are between 
1.7 and 4.5. This means that in all cases a reduction in the 
irreversibility of the absorber is accompanied by a greater 
reduction in the cycle’s total irreversibility. The change in 
the slope at a ΔTmin of about 4.5 K corresponds to the point 
where the ΔTmin shifts from the hot to the cold side of the 
heat exchanger. The same phenomenon explains also 
sudden shifts in the slopes of the CSB’s for other 
components. Once the dependence of the CSB’s of the 
component efficiencies are obtained, we can apply Eqn. 4 
to determine the optimum efficiency, which results in the 
lowest operating cost.   



















Figure 7: CSB for the absorber. 
 
The same procedure is applied to the other main 
components of the different cycles in order to obtain the 
corresponding CSB’s ( 
Figure 8). Comparing the different configurations, very 
similar values for cycles I and II are found, while values for 
cycle III are generally slightly higher.  
Comparing the different components, the highest CSB 
results are for the refrigerant heat exchanger. Even at small 
temperature differences values are still much higher than 
unity. The condenser and evaporator have similar CSB’s 
with values above two. For the generator and solution heat 
exchanger it seems less interesting to improve their heat 
transfer efficiencies once ΔTmin is below 5 K, as in this 
range CSB’s are near unity. The dephlegmator shows a 
totally different behaviour with a singularity. While at 
minimum temperature differences above 15 K CSB’s are 
negative, they change to positive values for lower ΔTmin. 
This means that we should operate at a ΔTmin between 10 to 
15 K. For lower ΔTmin the CSB approaches zero and further 
improvement makes no sense. These different tendencies 
are due to the strong interactions of the dephlegmator with 
the rest of the cycle. As the heat exchange efficiency 
improves the leaving ammonia becomes more pure, but 
there is an increase in other parameters, namely the heat 
which has to be dissipated, the temperature difference along 
the rectification column, and the reflux. 
The interactions between the different components can 
be better understood observing the changes in the 
irreversibilities in detail. Table 8 represents the effect of the 
improvement of one component on the irreversibility of the 
other components for the three cycle configurations. For 
each component changes in irreversibilities are presented in 
two columns, the left in kW and the right in %. The values 
correspond to the differences of the irreversibility for ΔTmin 
of 1 K and 5 K, except for the dephlegmator (5 K and 30 
K). A positive number represents an improvement, which is 
a reduction in irreversibility. Moreover, there is also a 
positive interaction if the reduction in the irreversibility of 
one component also causes a reduction in the irreversibility 
of other components. A grey background marks the effect 
on the component itself. A bold number indicates an 
important improvement (>10%), while an italic number 
corresponds to strong losses (>10%).  
The reduction of the ΔTmin of all main components 
(absorber, generator, evaporator and condenser) affects the 
pressures and concentrations and leads to a reduction in the 
solution mass flow ratio. As a consequence, the 
irreversibility of the solution heat exchanger SHE is always 
reduced. This also benefits other components of the 
solution circuit such as the pump P and the solution 
expansion valve SV. 
An improvement of the absorber A reduces the solution 
flow rate and irreversibilities of all components in the 
solution circuit, including the rectification column and the 
generator. The same effect occurs with the condenser. As 
its ΔTmin decreases, the high pressure of the cycle is reduced 
and the solution leaving the generator is weaker in 
ammonia. The irreversibilities in all components except the 
absorber are reduced.  
The irreversibility is given by the difference between 
exergy input and exergy output. For the absorber we obtain 
(for Cycle I): 
[ ] [ ]15161136 EEEEEI A −−−+=  (17) 
As the heat dissipation increases, the amount of exergy 
output [ ]1516 EE −  through the cooling water increases. As 
the solution flow rate increases, higher exergy flow rates of 
the solution circuit are obtained. But the exergy of the 
leaving strong solution 1E  increases more than the exergy 
of the entering weak solution 6E . So, the exergy input 
[ ]1136 EEE −+  becomes smaller. Consequently the 
irreversibility of the absorber decreases.  
If in the generator ΔTmin decreases the weak solution 
outlet temperature increases for a fixed hot source 
temperature. Also, the temperature difference along the 
rectification column and its irreversibility increases.  On  
the  other hand,  the component for which a decrease in 
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irreversibility results in a decrease in irreversibiilties in all 
weak solution becomes weaker in ammonia and the 
solution flow rate decreases, which in general  decreases 
the irreversibility of the other components of the solution 
circuit.  
In the evaporator case, a reduction in the ΔTmin increases 
the refrigerant temperature for given temperatures of the 
chilled water. The low pressure of the cycle and as a 
consequence the strong solution concentration of ammonia 
in the absorber will increase. Due to the higher driving 
forces for the mass transfer the irreversibility of the 
absorber increases. The irreversibility of the rectification 
column increases as the irreversibility on the first plate 
above the generator mixes liquid and vapour with a higher 
concentration difference. The irreversibilities for the other 
components of the solution circuit decrease as the solution 
flow rate decreases.   
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Figure 8: CSB for the main components. 
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Table 8: Interactions Between Components (Values Correspond to the Differences of the 




kW % kW % kW % kW % kW % kW %
R -0.2 -12 -0.1 -4 -0.3 -16 -0.3 -16 0.2 13
A 9.4 25 -8.9 -24 -4.9 -13 -5.6 -15 -2.9 -8
C 0.3 1 12.6 49 -0.2 -1 0.6 2 -0.4 -2
G 2.3 17 4.3 32 12.3 92 3.5 26 4.1 31
E 0 0 0.1 0 0 0 15.6 52 0.1 0
D 0.8 9 0.8 8 -0.7 -7 1.2 13 -1.3 -14
RHE
SHE 13.1 29 14.8 33 6.8 15 20.2 45 16.2 36
P 0.4 7 3.4 57 1.4 24 1.1 19 -0.4 -8
RV 0 0 2.5 21 0 0 2.5 21 0 0
SV 2.4 25 3.6 37 1.5 16 3.7 39 -2.1 -22
Cycle 28.5 15 33 17 15.9 8 42.3 22 13.3 7
R -0.2 -12 -0.1 -4 -0.3 -16 -0.2 -16 0 -0.1 0.2 13
A 8.8 27 -8.6 -26 -4.6 -14 -6.2 -19 0 0.1 -2.7 -8
C 0.2 1 11.8 48 -0.2 -1 0.2 1 0.4 1.5 -0.4 -2
G 2.2 17 3.8 30 11.6 92 3 24 0.4 3.2 3.9 31
E 0 0 0.1 0 0 0 15.6 52 0 0 0.1 0
D 0.8 9 0.7 8 -0.6 -7 1 12 0.1 0.7 -1.3 -14
RHE 0 1 -1 0.6 25 0.4 15.9
SHE 12.3 29 13.6 32 6.4 15 18.6 44 0.9 2.2 15.3 36
P 0.4 7 3.2 56 1.3 24 1 17 0.1 2.3 -0.4 -7
RV 0 -1 1.1 21 0 0 0.8 17 0.7 13.4 0 1
SV 2.3 25 3.3 36 1.4 16 3.4 38 0.2 1.9 -2.1 -22
Cycle 26.7 15 29.3 17 15.1 9 37.7 22 3.2 1.8 12.7 7
R -0.7 -44 -0.1 -4 -0.2 -15 -0.2 -13 0 0.3 0.3 19
A 15.8 44 -6.1 -17 -3 -8 -2.7 -8 0.2 0.5 -0.6 -2
C 0.9 4 11.6 47 -0.3 -1 0 0 0.4 1.5 -1.3 -4
G 2.5 20 4 32 11.5 93 3 25 0.5 3.8 3.8 31
E -0.1 0 0.1 0 0 0 15.6 52 0 0 0.1 0
D 0.4 5 1.1 15 -0.3 -4 1.5 21 0.1 0.8 -0.6 -8
RHE 0.1 5 0 -1 0.5 24 0.4 16 -0.1 -3
SHE 15.6 39 13.7 34 7.5 19 18.3 46 1.2 2.9 14.2 36
P 0.2 4 3.1 55 1.3 24 0.8 15 0.1 2.4 -0.3 -5
RV -0.1 -2 1.1 22 0 1 0.9 17 0.7 13.5 0.1 1
SV 3.3 37 3.5 39 1.6 18 3.8 42 0.2 2 -1.6 -18
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A component for which a decrease in irreversibility 
results in a decrease in irreversibiilties in all components is 
the refrigerant heat exchanger.  Not only is this 
component’s irreversibility reduced if ΔTmin is reduced, but 
also there is a considerable reduction in the irreversibilities 
of the refrigerant valve and solution heat exchanger. One 
way to explain this effect is that for a fixed cooling 
demand, if the refrigerant heat exchanger is more efficient, 
the enthalpy of the refrigerant entering the evaporator 
becomes lower, while the evaporator exit enthalpy remains 
constant. Therefore a lower refrigerant mass flow is needed 
for a given cooling power. This induces a reduction in all 
mass flows in the cycle. As a consequence, a strong 
reduction in the solution heat exchanger irreversibility is 
found. These high values of CSB appear both for Cycles II 
and III. As the thermal power of the refrigerant heat 
exchanger is only small, its effect on the total irreversibility 
remains limited to 7 to 8 %.  
The improvement of the solution heat exchanger in 
Cycle I and II has a small impact on the other components 
except the generator and the rectification column due to the 
increase of the solution temperature entering the 
rectification plates. This is reflected by lower CSB values 
than in Cycle III.  
In general strong interactions between the components 
can be observed, which in general cannot be quantified 
easily. Since CSB values depend on the components, their 
interactions with the rest of the cycle and the operating 
conditions, their use simplifies exergy analyses as direct 
positive or negative interactions can be found observing the 
value of the CSB’s. It can be concluded that the CSB’s are 
helpful parameters, which enable us to better understand the 
behaviour of absorption cycles and offer a possibility to 
gain more insight in the thermodynamics of absorption 
cycles. Furthermore they can be used in economic 
optimisation. 
5. Conclusions 
Energy, exergy and structural analyses have been 
achieved for different configurations of ammonia-water 
absorption cooling cycles. The exergy analysis determines 
the irreversibilities of the different components and the 
whole cycle. But irreversibilities alone do not indicate how 
to improve the cycle in order to obtain the largest benefit. 
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To do so, the structural analysis using the coefficients of 
structural bonds (CSB) is applied. The CSB’s indicate how 
the irreversibility change in one component affects the rest 
of the system. This analysis includes a variation of the 
minimum temperature difference ΔTmin or UA-value of one 
component, while the UA-values of the other components 
are fixed. In this way, the effect on the irreversibility 
change in all the considered components of the whole cycle 
can be quantified by the CSB’s. They are different for each 
component and cycle configuration and also vary with the 
ΔTmin or UA-value.  
Results show, as expected, that it is more beneficial to 
improve less efficient components with high ΔTmin or low 
UA-values rather than components which already operate 
with low ΔTmin. The components with the highest impact on 
the cycle as a whole are identified, and the refrigerant heat 
exchanger has the highest CSB values. Values which are in 
general significantly higher than unity can be seen in the 
evaporator, the condenser, the generator and the absorber. 
Values around unity are found for the solution heat 
exchanger. The dephlegmator shows a different behavior 
due to its strong interactions with the rest of the cycle. 
Differences between the cycle configurations are generally 
small.  
In summary, once the exergy balances for a cycle have 
been established and the irreversibilities have been 
obtained, the structural method presents a useful method for 
better understanding and quantifying the interactions in the 
cycle. With the CSB, the most cost-effective cycle for a 
given set of operating parameters can be obtained. 
However, as is presented in Eqn. 8 the optimum efficiency 
values of each component depend also on the energy cost 
and the capital investment and the annual operation time.  
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Nomenclature 
ac Capital recovery factor (-) 
bc Part of the annual operation cost which is not 
affected by the optimisation (€) 
e
inc  Unitary cost of input exergy (€/kWh) 
l
ikc ,  Unit cost of irreversibility (€/kWh)  
c
lC  Capital cost of the component l (€) 
Ct Annual operation cost (€) 
COP Coefficient of performance (-) 
CSB Coefficients of structural bonds (-) 
e Specific exergy (kJ kg-1) 
E  Exergy flow (kW) 
inE  Input exergy flow (kW) 
h Specific enthalpy (kJ kg-1) 
i Interest rate (-) 
I  Irreversibility (kW) 
m  Mass flow (kg s-1) 
n Years of repayment  
 p Pressure (bar) 
 s Specific entropy (kJ kg-1 K-1) 
top Annual operation time (h) 
T Temperature (ºC or K) 
UA Product of heat transfer coefficient and heat 
transfer area (kW/K) 
pumpW  Pump power (kW)  
xi Parameter in the efficiency variation of the CSB 
z Mass fraction of  ammonia (kg/kg) 
Greek letters 
ΔTmin Minimum temperature difference in a heat 
exchanger (K) 
ik ,ξ  Capital cost coefficient (€/kW)  




k component k 
t total 







P Solution pump 
R Adiabatic rectification plates  
RHE Refrigerant heat exchanger 
RV Refrigerant expansion valve 
SHE Solution heat exchanger 
SV Solution expansion valves 
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b GREA Innovació Concurrent, Edifici CREA, Universitat de Lleida, Lleida, Spain
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The optimum allocation of the heat exchange area considers both running and investment
cost. The structural method of thermoeconomic optimization is used to derive a simple
equation for the estimation of the economic optimum of the area of a heat exchanger
integrated in a more complex system. The obtained equation is generally valid for thermal
systems. The optimum heat exchange area can be estimated in a straightforward calcu-
lation once operation and cost parameters, the overall heat transfer coefficient and the
Coefficient of Structural Bonds (CSB) are known. The CSB quantifies the interactions
between the units of the thermal system and is obtained from an exergy analysis.
Therefore, compared to former work, the proposed equation has the advantage of
considering interactions between the units of the system. A case study is presented for an
ammonia-water absorption chiller. The optimum area from the proposed formulation is
compared with the results obtained from the integrated optimization algorithm of EES
(from F-Chart) and the base cases for different annual operation time.
ª 2009 Elsevier Ltd and IIR. All rights reserved.Détermination de la surface d’échange de chaleur optimale à
l’aide des coefficients des liens structurels: application à un
refroidisseur à absorption
Mots clés : Système à absorption ; Refroidisseur ; Conception ; Optimisation ; Surface ; Échangeur de chaleur; fax: þ34 977 559691.
oer).






EES Engineering Equation solver
E Evaporator
P Solution pump
RV Refrigerant expansion valve
SC Subcooler
SHX Solution heat exchanger
SV Solution expansion valve
yr Year
Variables
ac Capital recovery factor [–]
Ak Area of heat exchanger k [m
2]
bc Cost factors, which are not affected by
optimization [euro]
clk;i Unit cost of exergy destruction [euro kWh
1]
Cc Annual capital cost [euro]
Cop Annual running cost [euro]
Ct Annual total cost [euro]
Ck
c Capital cost of unit k [euro]
COP Coefficient of performance [–]
CSB Coefficient of structural bonds [–]
Ein Rate of fuel exergy consumed [kW]
ej Specific exergy of stream j [kJ kg
1]
hj specific enthalpy of stream j [kJ kg
1]
mj Mass flow rate of stream j [kg s
1]
Pj Pressure of stream j [MPa]
Qk Heat transfer rate to unit k [kW]
sj Specific entropy of stream j [kJ kg
1 K1]
Sk Entropy production in unit k [kW K
1]
Tj Temperature of stream j ½C or K
DTk
lm Logarithmic mean temperature difference [K]
DTk Arithmetic mean temperature difference [K]
~T Thermodynamic mean temperature [K]
T Arithmetic mean temperature [K]
Wk Mechanical power done by unit k [kW]
xi Parameter related to efficiency of units [m
2 or K]
zi,j Mass fraction of component i in stream j [–]
Greek letters
xk, i Capital cost coefficient [euro kW
1]
Parameters
b Specific cost of heat exchanger [euro m2]
cin
e Specific cost of exergy [euro kWh1]
ir Interest rate [–]
n Years for the repayment [yr]
nu The number of units in absorption cycle [–]
top Operation time [h yr
1]











IN(k) Set of input streams to unit k
OUT(k) Set of output streams from unit k
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Heat exchangers are important units in thermal systems. The
area should be sized to optimize economic performance and
be distributed in order to obtain the maximum performance
for a given available total area. The optimum refers to the
design with the lowest total cost, determined mostly by the
investment and running cost. The final purpose is the design
of more cost-effective systems.
An example of thermal systems, which are mainly
composed by heat exchangers are absorption cycles. In these
systems the heat exchangers are the main source of exergy
destruction and the dominant investment cost factor. The
problem of optimum area allocation has initially been dis-
cussed for endoreversible cycles, where the internal exergy
destruction is neglected. These approaches indicates how to
distribute the heat conductance among the external heat
exchangers (Bejan et al., 1995; Herold and Radermacher,
1990; Klein, 1992). The ‘‘square root criterion’’ (Summerer,
1996; Ziegler, 1997, 1999) includes the effect of parameters asthe specific cost of the heat exchanger surface, the overall
heat transfer coefficient and the mean temperature of the
heat exchanger. Summerer (1996) performed a large number
of numerical simulations of cycles in order to create a data-
base of the best-obtained design options. More recent work
used the exergy-based concept of thermoeconomic optimi-
zation. Misra et al. (2003, 2006) used an average cost approach
and the minimization of the overall running and amortiza-
tion cost.
Another exergy based method is the structural method,
which has been developed by Beyer (1970, 1974). It uses the
unitary cost of exergy and structural coefficients. This ther-
moeconomic optimization methodology has been applied by
Dingeç and Ileri (1999) for a vapor compression refrigerator,
by Dentice d’Accadia and Vanoli (2004) for the design of
a condenser of a compression cycle and recently by KizIlkan
et al. (2007), for a water-LiBr absorption refrigeration system.
These works used the general optimization equation in order
to obtain the numerical solutions for the considered
problems.
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a simple correlation for the straight forward estimation of the
optimum area of a heat exchanger in a thermal system. This
correlation has some similarity with the square root criterion
developed by Ziegler, but goes further considering also inter-
actions between the units. It describes the effect of the main
parameters and includes as a new feature the Coefficient of
Structural Bonds (CSB). The CSB is obtained from an exergy
analysis and describes the interaction of the different units of
a system among each other. Thus, this method enables us to
optimize each unit individually, without the need of opti-
mizing simultaneously the whole system. A case study is
presented for the analysis of an ammonia water absorption
chiller. The results of the proposed correlation are compared
with the results obtained by a numerical optimization
method. Finally, benefits and limitations are discussed.2. Problem statement
In this work we address the optimal design of an absorption
chiller based on the thermoeconomic optimization that
follows structural method. Given are the cooling capacity of
the system, the inlet and outlet temperatures of the external
fluids and cost data. The goal is to determine the optimal
design and the resulting benefits compared to the base case.
The mathematical model derived to address this problem is
explained in detail in the following sections.3. Thermoeconomic optimization
The mathematical formulation includes three main types of
constraints: (1) general equations based on energy, materials
and exergy balances that obeys the first and second law of
thermodynamics, (2) the structural method based on the
CSB’s and (3) objective function equations that assess the
economic performances of the system. All sets of equations
are described in detail next.3.1. General constraints
As mentioned before, these equations are added to enforce
the mass and energy conservation in steady state. These
principles are applied to all the units of the system, each of
which is treated as a control volume with inlet and outlet
streams, heat transfer and work interactions (Herold et al.,
1996; Kotas, 1995) (see Fig. 1). This is accomplished via the
following equations:kQ













mjzi;j ¼ 0 ck; i (1)
Eq. (1) represents the mass balances, and states that the total
amount of component i that enters unit k must equal the
total amount of i that leaves k. In this equation, mj denotes
the mass flow rate of stream j, and zi, j is the mass fraction of
component i in stream j. Note that j can be either an inlet
or outlet stream. Hence, in this equation IN(k) denotes the set







mjhj þ Qk Wk ¼ 0 ck (2)
Eq. (2) defines the energy balance in the system assuming no
heat losses. Note that the heat transfer rate and mechanical
power terms in Eq. (2) can take a zero value in some of the
units.
The exergy destruction (Ik) results from the exergy balance
given by Eq. (3), where ej denotes the specific exergy of stream j.
T0 is the environment temperature and Tj the tempera-














The coefficient of performance (COP) is determined via Eq. (4)
as the ratio between the energy extracted from the chilled





The heat exchangers are modeled using the logarithmic mean
temperature difference (DTk
lm), the heat transfer area (Ak) and
the overall heat transfer coefficient (Uk), as shown in Eq. (5).
Qk ¼ UkAkDTklm ck (5)
3.2. Structural method
The thermoeconomic analysis combines the thermodynamic
analysis by first and second law with economics. Initially, the
second law analysis is used in order to determine the exergy
destruction in the units and the whole system. In continua-
tion a sensitivity analysis shows how a change of the effi-
ciency of 1 unit changes its exergy destruction and affects
the exergy destruction of the whole system. In the case of
a heat exchanger, the area is varied. This analysis enables us
to evaluate the effect of an improvement of this unit on the
global performance. The effect can be quantified by the
so-called coefficients of structural bonds (CSB). The CSB of









Ik is the exergy destruction rate of unit k, It is the exergy
destruction rate of the whole system. The parameter xi is
related to the efficiency of the units. The parameter xi can be
the minimum temperature difference, the effectiveness or
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the exergy destruction of the whole system and a single unit
are related. If a slight decrease of the exergy destruction of
1 unit due to an increased efficiency causes an important
decrease in the total exergy destruction of the system (high
CSB), it will be wise to put much of the design effort in
improving the efficiency of this unit. Otherwise (low CSB), an
improvement of the efficiency of the considered unit is not
worthwhile. These CSB’s can be used in the structural
method of the thermoeconomic optimization, the final
purpose of which will be the design of more cost-effective
systems. The use of the CSB for the thermoeconomic opti-
mization is explained next. More details can be found in
Kotas (1995).3.3. Objective function
For a unit, its optimum efficiency specification will be deter-
mined in order to obtain the minimum annual total cost Ct,
which represents the objective function (Eq. (7)).
CtðxiÞ ¼ topceinEinðxiÞ þ ac
Xnu
l¼1
Ccl ðxiÞ þ bc (7)
The first term in the right hand side of Eq. (7) corresponds to
the running or fuel cost, which depends on the operation time
top, the specific cost of exergy cin
e and the rate of fuel exergy
consumed Ein(xi). The second term accounts for the capital





l ðxiÞmultiplied by the capital recovery factor
ac. The subindex ‘‘l’’ refers to the lth unit of the system con-
sisting of nu number of units. The capital recovery factor
depends on the interest rate ‘ir’ and the years for the repay-
ment n and is given by Eq. (8).




The last term bc includes other cost factors, which are not
affected by the optimization, as for example the maintenance
costs. Both fuel cost and capital cost depend on the parameter
xi. The best design with the optimum value of xi corresponds
to the lowest possible annual operation cost.
By some reorganization and differentiation of the objective












l denotes the unit cost of exergy destruction given by:














xk, i represents the effect of xi on the capital cost of the units
which are not optimized (l0 s k). k refers to the unit to be
optimized. In a first approximation, the contribution of thecapital cost coefficient can be neglected (Kotas, 1995). The unit















From Eq. (13) the value of xi, e.g. an area or a minimum
temperature difference, which results in the lowest operating
cost Ct can be obtained. It depends only on parameters of the
unit k, which is the unit under consideration in the optimi-
zation. The interaction with the system is taken into account
by the CSB. The term dIk=dxi describes the effect of the effi-
ciency parameter xi on the exergy destruction of the unit and
dCck=dxi takes into account the dependence of the unit cost on
xi. Both parameters depend on the efficiency of the analyzed
unit. KizIlkan et al. (2007) applied Eq. (13) to each unit of the
absorption cycle and obtained the numerical results for the
optimum heat transfer areas.
In the present work a different approach is applied in order
to obtain a simplified equation which enables us to estimate
the optimum area of the heat exchangers in a more straight-
forward way. Some exactitude will be lost in the results, but
more insight in the parameters affecting the optimization
problem can be obtained, which represents an advantage
compared to a numerical optimization.Eq. (13) can be simpli-
fied supposing that the heat exchanger cost is proportional to
its area (Ziegler, 1997)
Ckc ¼ bAk (14)
and that the logarithmic mean temperature difference is
approximated by the arithmetic mean temperature differ-
ence. Eq. (5) can be expressed as:
QkzUkAkDTk (15)








The exergy destruction due to the temperature difference in









~Th and ~Tc are the thermodynamic mean temperatures for the












The product of the thermodynamic mean temperature will be
approximated by the arithmetic mean temperature of the
unit.
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This equation estimates the arithmetic mean temperature
difference for the heat exchanger k, which results in the
lowest operation cost. Note that units for temperatures are in
Kelvin. The value of the optimum temperature difference
increases with capital cost (capital recovery factor, specific
cost of the heat exchanger) and with the mean temperature of
the unit as the entropy flow and thus the exergy destruction
for the same heat flow is higher at lower temperatures. It
decreases with higher operation time, cost of energy, CSB and
heat transfer coefficient. The corresponding heat exchanger









Eqs. (23) and (24) can be used once the CSB’s have been
determined from an exergy analysis. The influence of the
overall heat transfer coefficient and specific heat exchanger
cost is the same as commented by Ziegler (Ziegler, 1998):
‘‘Specific cost and heat transfer coefficient are taken into
account with the square root. Large driving temperature
differences are required for expensive surfaces or bad transfer
coefficients. However the driving temperature difference
should be somewhat larger in the exchanger at high temper-
atures.’’ The most significant difference results from the
consideration of the interactions between units and cycle byFig. 2 – Schematics of an ammonia-water absorption
chiller.the coefficient of structural bonds. This becomes especially
important for large values of the CSB.4. Case study: ammonia–water absorption
chiller
The capabilities and limits of our approach are illustrated
through a case study that addresses the design of an absorp-
tion chiller (see Fig. 2). The system is an absorption chiller
driven by low grade heat optimized to be used with compound
parabolic concentrator solar collectors (Mendes and Collares-
Pereira, 1999). The chiller was built and tested at the Instituto
Superior Técnico of the Technical University of Lisbon. It uses
ammonia–water as working pair, is indirectly cooled by air (dry
cooling tower) and has a nominal cooling capacity of 5 kW.
4.1. System description
Compared to a compression cooling cycle, the basic idea of an
absorption cycle is to replace the electricity consumption
associated with the vapor compression by a thermally driven
absorption–desorption system (Herold et al., 1996). This is
accomplished by making use of absorption and desorption
processes that employs suitable working fluid pairs. The
working pair consists of a refrigerant and an absorbent. In this
study, without loss of generality, an ammonia-water solution
is used as working pair, ammonia being the refrigerant and
water the absorbent.
Fig. 2 represents the considered absorption chiller in
a pressure–temperature plot. The system provides chilled
water for cooling applications and is driven by hot pressurized
water at 110 C. The basic units are the absorber (A), condenser
(C), desorber (D) and evaporator (E). The cycle also includes the
refrigerant subcooler (SC), refrigerant expansion valve (RV),
solution heat exchanger (SHX), solution pump (P), and solu-
tion expansion valve (SV). The high pressure equipments are
the solution heat exchanger, desorber, and condenser,
whereas the low pressure ones are the evaporator and
absorber.
The system operation is as follows. The refrigerant in vapor
phase (stream 14) coming from the subcooler (SC) is absorbed
in absorber (A) by the diluted liquid solution (stream 6). The
concentrated solution (stream 1) leaving the absorber is
pumped by pump (P) to reach a higher pressure (stream 2)
before being preheated in the solution heat exchanger (SHX).
Then, the solution (stream 3) enters the desorber, in which the
desorption of ammonia takes place. Only the stripping of the
distillation section was used in this chiller (Mendes et al.,
2007). Since the evaporation temperature is above 0 C, the
enrichment process of ammonia in the rectification column
does not bring significant performance improvement (Fer-
nández-Seara and Sieres, 2006), which was experimentally
verified by Roriz and Mortal (2003). Vapor refrigerant (stream 9)
from the desorber condenses completely in the condenser (C).
The liquid refrigerant (stream 10) from the condenser is then
subcooled (stream 11) in the subcooler (SC) by the super-
heating stream (stream 13) that comes from the evaporator (E).
The liquid refrigerant (stream 11) flows to the evaporator (E)
through the refrigerant expansion valve (RV). The weak liquid
Table 1 – Process data of the absorption cooling cycle.






Solution heat exchanger 0.99






Solution heat exchanger 1.20
Temperature data (C)
Chilled water inlet/outlet 16/11
Condenser cooling water inlet/outlet 40/49
Desorber heating water temperature 110/103.8
Cost data
Unitary cost of exergy (euro MW h–1) 125
Specific cost of heat exchanger Eq.
(14) (euro m–2)
500
Interest rate (%) 10
Operation time per year (h) 2000/4000/6000
Amortization period (yr) 15
Other data
Cooling capacity (kW) 5
Pump efficiency 0.6
Table 3 – Thermal and mechanical power exchanged and
energy destruction rate of the chiller units.
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absorber (A) through the solution heat exchanger (SHX), which
preheats the concentrated solution (stream 2) before being
introduced to the desorber. From the heat exchanger, the
solution is finally sent to the expansion valve (SV), and then toTable 2 – Thermodynamic properties of each state point (SP) a
SP T (C) P (MPa) z (–) m (kg s1)
1 46.9 0.55 0.463 0.053
2 47.1 1.82 0.463 0.053
3 91.9 1.82 0.463 0.053
4 104.0 1.82 0.414 0.049
5 54.6 1.82 0.414 0.049
6 54.8 0.55 0.414 0.049
9 94.0 1.82 0.977 0.005
10 46.7 1.82 0.977 0.005
11 14.3 1.82 0.977 0.005
12 7.3 0.55 0.977 0.005
13 12.3 0.55 0.977 0.005
14 31.3 0.55 0.977 0.005
15 43.8 0.20 0.000 0.373
16 49.0 0.20 0.000 0.373
17 110.0 0.24 0.000 0.342
18 103.8 0.24 0.000 0.342
19 40.0 0.20 0.000 0.373
20 43.8 0.20 0.000 0.373
21 16.0 0.20 0.000 0.240
22 11.0 0.20 0.000 0.240the absorber (A). Streams 15–22 are external heat transfer
fluids. In our case, water is used for energy supply and
dissipation.
The input data of the problem, which includes the cool-
ing capacity of the chiller and the external fluid (water)
temperatures, are given in Table 1. These data are the design
data of the analyzed chiller except the area of the solution
heat exchanger, which has been increased in this case
study.
A computer code for simulating the chiller has been
established using the program Engineering Equation Solver
(EES, from the F-Chart Software Company). Properties for
ammonia water are given by Tillner Roth and Friend (1998).
Properties for all state points, including specific exergies, have
been evaluated. The specific exergy Eq. (25) considers only the
physical exergy (Kotas, 1995). The chemical exergy of water
and ammonia cancels out as entering and leaving quantity are
the same. Mixing entropy is taken into account in the calcu-
lation of the entropy of the mixture.
ei ¼ ðhi  h0Þ  T0ðsi  s0Þ ci (25)t the base case.
h (kJ kg1) s (kJ kg1K1) e (kJ kg1) E (kW )
121.0 1.168 44.06 2.35
122.6 1.168 45.62 2.44
336.3 1.793 68.83 3.68
378.7 1.876 85.77 4.18
144.2 1.210 54.53 2.65
144.2 1.215 53.10 2.59
1798.0 6.042 234.00 1.10
540.8 2.189 152.40 0.72
384.4 1.674 153.30 0.72
384.4 1.682 150.60 0.71
1444.0 5.447 61.19 0.29
1600.0 5.982 54.29 0.26
183.6 0.623 1.03 0.38
205.3 0.691 2.01 0.75
461.5 1.419 36.03 12.33
435.3 1.350 30.87 10.56
167.7 0.572 0.53 0.20
183.6 0.623 1.03 0.38
67.4 0.239 1.92 0.46
46.5 0.166 3.26 0.78





























Fig. 3 – Exergy destruction rates in the units due to
variation of absorber area.


































Fig. 5 – Total exergy destruction rate versus exergy
destruction rate of each unit.
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environment state, which is taken as 32 C and 0.1 MPa cor-
responding to typical summer conditions in the Mediterra-
nean region. The main assumptions are:
 Steady state operation.
 Heat losses are not considered.
 Pressure losses are not considered.
 The refrigerant leaves the condenser as a saturated liquid.
 The solutions leave the absorber and desorber as saturated
liquids.
 The solution and refrigerant valves are adiabatic.5. Results and discussions
After achieving the energy and exergy analysis for the base
case the CSB for the main units are obtained by a parametric
analysis (structural analysis). With these results the optimum



































Fig. 4 – Total exergy destruction rates as function of each
unit area while keeping the other unit areas constant.determined for different yearly operating times and is finally
compared with results from integrated optimization algorism
embedded with the EES program (from the F-Chart).5.1. Energy and exergy analysis
For the base case results of the energetic analysis for the
different state points are presented in Table 2. The corre-
sponding thermal or mechanical power of the units and the
corresponding exergy destruction rate are given in Table 3.
The COP for the base design is 0.56.
Among the heat exchangers the highest exergy destruc-
tions were found in the solution heat exchanger (SHX) fol-
lowed by the condenser (C). The condenser has a high exergy
destruction rate as it also accomplishes part of the function of
the dephlegmator, which is not included in this chiller. It
































Fig. 6 – Coefficient of structural bonds (CSB) of each unit as
function of its area.
Table 4 – Results of thermoeconomic optimization.
top 2000 (h) 4000 (h) 6000 (h)
Base EES Eq. (24) Base EES Eq. (24) Base EES Eq. (24)
COP 0.56 0.62 0.56 0.56 0.62 0.62 0.56 0.66 0.64
Area (m2)
A 2.06 2.17 1.63 2.06 2.32 2.36 2.06 2.48 3.15
C 1.18 1.37 1.32 1.18 1.42 1.59 1.18 1.85 1.76
D 1.05 1.15 0.94 1.05 1.08 0.95 1.05 0.90 0.98
E 1.00 1.62 1.90 1.00 1.97 2.68 1.00 2.55 3.29
SC 0.42 0.46 0.28 0.42 0.50 0.34 0.42 0.53 0.38
SHX 1.20 0.88 0.59 1.20 0.63 0.57 1.20 0.77 0.56
Annual cost (euro)
Cc 277 307 267 277 317 341 277 364 406
Cop 896 813 887 1892 1618 1611 2688 2349 2338
Ct 1173 1120 1154 2070 1935 1952 2966 2713 2744
% of base
case Ct
100 95.5 98.4 100 93.5 94.3 100 91.5 92.5
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among the heat exchangers. These observations agree with
results from Best et al. (1993) (Fig. 3).
5.2. Structural analysis
Once the exergy destructions for the base design are obtained,
it can be evaluated how a change of the exergy destruction of
1 unit affects the rest of the system. This analysis is done by
modification of the area of the unit under consideration, while
the areas of the other units are maintained constant. Results
for the absorber are presented in Fig. 3. As expected, the
exergy destruction in the absorber increases for a smaller
area, but at the same time the absorber affects the other units.
In the case of the solution heat exchanger and also the
generator the increase of the exergy destruction is important,
while for the evaporator, condenser and subcooler nearly no
effect can be observed. The effect of the heat exchange area of
the units on the total exergy destruction rate of the chiller is
presented in Fig. 4. In all cases and especially in the small
areas range a decrease in area of the heat exchangers result in
a significant increase of the exergy destruction of the chiller.
The most significant increase is found in the solution heat
exchanger.
Now the exergy destruction rate of the units and the exergy
destruction rate of the whole chiller can be related (Fig. 5). The
main difference between the units is the magnitude of
the individual exergy destruction and the slope of the curve.
The slope corresponds to the CSB. A large slope indicates
a strong interaction between the unit and the whole chiller,
and thus a strong influence of a modification of its area on the
other units and the chiller performance. From these results
the CSB values of the units can be determined by Eq. (6) (Fig. 6).
Values higher than unity indicate that an increase in the area
of a unit will also have a positive effect on the other compo-
nents. The absorber is the only unit with a constant CSB, with
a high value of about six. For the other units the CSB increases
with decreasing area. This means that the total cost reduction
by increasing the area of a less efficient heat exchange is
higher than for an already efficient heat exchanger with
a large area.If the value of the CSB is lower than one, the reduction of the
exergy destruction of the unit under consideration is
compensated by an increase of the exergy destruction of the
rest of the units. This means that a further improvement of
this unit is not worthwhile. The highest values result for the
subcooler, followed by evaporator and condenser. The
desorber has relatively small CSB’s close to unity and thus
a small influence on the chiller performance is expected. In
general strong interactions between the units can be observed.
The CSB’s simplify the exergy analysis, as directly positive or
negative interactions can be quantified (Boer et al., 2009).
5.3. Thermoeconomic optimization
Based on the results obtained up to now the thermoeconomic
optimization can be achieved. The objective is the minimi-
zation of the annual operation cost (Eq. (7)). This cost depends
principally on the fuel cost and the capital investment amor-
tization, which are function of the heat exchanger areas. The
optimum value for the area will be estimated from Eq. (24).
The proposed method optimizes a heat exchanger regarding
the initial design, and indicates the strong and week points of
the design. These values are compared with results from
integrated optimization algorism embedded with the EES
program(from the F-Chart). In EES the areas of all heat
exchangers are used as decision variables, trying to provide
the best final solution. Table 4 presents the optimum areas for
different operation times (2000, 4000 and 6000 h per year). The
resulting designs can be compared with the base design in
terms of capital, running and total cost.
General tendencies are similar for the estimation by Eq.
(24) and the numerical optimization. In all cases the total cost
is reduced compared to the base design. As expected for
a larger operation time the areas increase and as a conse-
quence the COP increases, in order to obtain the optimal
design. For shorter operation times a less efficient chiller
which results in less capital cost is more economic.
Comparing the results of the integrated optimization
algorithm of EES and the proposed formulation of this work,
Eq. (24) agrees well when the fuel cost (operation cost) domi-
nates the capital cost i.e, at a high annual operation time.
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the same order as the fuel cost. Therefore, the difference in
the results of the optimizations become more significant. This
is because the effect of the simplifications we made in deri-
vation of Eq. (24) especially in Eq. (12) is more pronounced.6. Conclusions
The energy, exergy and thermoeconomic analyses of an
ammonia-water chiller have been achieved. The exergy
destruction rates of the units have been determined. The
effect of changes in the heat exchange area on their exergy
destruction of the unit and the whole chiller have been eval-
uated and quantified by the Coefficients of Structural Bonds
(CSB). The CSB’s indicate how the exergy destruction change
in 1 unit affects the rest of the system.
Finally the thermoeconomic optimization of the units has
been achieved based on the structural method, which uses the
CSB’s. This method has been adapted in order to obtain
a simplified equation to estimate the optimum heat exchanger
area. This equation depends on parameters, which are
directly related to the heat exchangers. Thus, it indicates how
the area should change if these parameters are modified. The
optimum corresponds to the design with the minimum total
cost. These results have been compared with a integrated
optimization algorithm from EES in order to evaluate the
accuracy of the estimation. The application of the proposed
equation for the estimation of the heat exchanger area offers
an interesting way to determine a close to optimum value by
a quick estimation, which can be used as starting value for
comprehensive optimization methodologies.
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In this paper, a systematic method based on mathematical programming is proposed for the design of
environmentally conscious absorption cooling systems. The approach presented relies on the develop-
ment of a multi-objective formulation that simultaneously accounts for the minimization of cost and
environmental impact at the design stage. The latter criterion is measured by the Eco-indicator 99 meth-
odology, which follows the principles of life cycle assessment (LCA). The design task is formulated as a bi-
criteria nonlinear programming (NLP) problem, the solution of which is defined by a set of Pareto points
that represent the optimal trade-off between the economic and environmental concerns considered in
the analysis. These Pareto solutions can be obtained via standard techniques for multi-objective optimi-
zation. The main advantage of this approach is that it offers a set of alternative options for system design
rather than a single solution. From these alternatives, the decision-maker can choose the best one accord-
ing to his/her preferences and the applicable legislation. The capabilities of the proposed method are
illustrated in a case study problem that addresses the design of a typical absorption cooling system.
 2008 Elsevier Ltd. All rights reserved.1. Introduction
During the last decade, there has been a growing awareness of
the importance of incorporating environmental concerns along
with traditional economic criteria in the optimization of industrial
process. This trend has been motivated by several issues, a major
one being the stringent legislation that aims to mitigate important
environmental problems such as the ozone layer depletion and
global warming. In this challenging scenario, absorption refrigera-
tion is gaining popularity in the air conditioning system, as it uses
refrigerants with almost zero global warming potential and do not
contribute to the ozone layer depletion [1–3]. The main difference
between an absorption refrigeration system and the conventional
compression system is that the former uses heat sources as energy
input in order to produce cooling, while the compression system
requires mechanical energy for its operation. The heat sources
may be fossil fuel, renewable energy resources or waste heat
recovered from other thermal systems. Moreover, these systems
have also other advantages, such as high reliability, low maintain-
ability and a silent and vibration free operation. Another important
merit of these systems is the elimination of CFC’s and HCFC’s as
refrigerants [4].
Unfortunately, absorption cycles require higher number of units
to accommodate the absorption and desorption processes. Thisll rights reserved.leads to higher capital costs than those associated with conven-
tional cooling systems (i.e., vapor compression system). Hence,
optimization strategies based on both, thermodynamic and eco-
nomic insights are needed to improve their operational and eco-
nomic performance so that they can be competitive in the
market. Specifically, the preferred method for optimizing these
systems has been the thermoeconomic optimization [5–8], which
merges exergy and economic analysis within a single framework.
This approach is based on an iterative procedure that relies on
both, a thermodynamic model and a cost model [5,8].
An alternative strategy that has been applied to the optimiza-
tion of similar industrial process is the simultaneous approach,
which relies on systematic optimization methods based on mathe-
matical programming. In this second approach, the design task is
posed as an optimization problem, which is solved by standard
techniques for linear, nonlinear, mixed integer linear and mixed
integer nonlinear (LP, NLP, MILP, MINLP, respectively) problems.
These methods have been extensively used in the optimization of
chemical processes [9–14]. However, their application to the de-
sign of absorption cycles has been rather limited.
Most of the strategies that address the design of absorption cy-
cles focus on reducing the exergy destroyed within the cycle in or-
der to improve the energetic efficiency [5,6,8,15]. Although these
approaches may lead to a reduction in the energy consumption,
and hence to a decrease in the associated environmental impact,
they have the disadvantage of neglecting the damage caused in






LCA life cycle assessment
P solution pump
RV refrigerant expansion valve
SC subcooler
SHX solution heat exchanger










RD(d) set of impact categories included in the damage cate-
gory d
IN(k) set of input streams to unit k
OUT(k) set of out put streams from unit k
Parameters
c1 cost parameter (euro/m2)
c2 cost parameter (euro)
c3 cost parameter (euro/kW)
cq unitary cost of steam (euro/MW h)
ce unitary cost of electricity (euro/MW h)
cr f capital recovery factor (–)
dmbr coefficient of damage model associated with chemical b
and impact r (impact/kg)
ir interest rate (–)
isb life cycle inventory entry per unit of steam generated
(kg/kg)
ieb life cycle inventory entry per unit of electricity gener-
ated (kg/kW)
nd normalization factor (Eco-indicator 99 points/impact)
top operational hours (h/yr)
Uk overall heat transfer co-efficient of unit k (kW/m
2 K)
wd weighting factor (–)
Variables
Ak area of heat exchanger (km
2)
Cc total capital cost (euro/yr)
Cexp cost of expansion valves (euro)
Chxs cost of heat exchangers (euro)
Cop total operational cost (euro/yr)
Cp cost of pump (euro)
COP coefficient of performance (–)
DAMd damage in category d (impact)
ECO99 Eco-indicator 99 (Eco-indicator 99 points)
DTlmk logarithmic mean temperature difference (C or K)
DThk temperature difference in the hot end (C or K)
DTck temperature difference in the cold end (C or K)
hj enthalpy of stream j (kJ/kg)
IMPr damage in impact r (impact)
LCIb life cycle inventory entry associated with chemical b
(kg)
mj mass flow rate of stream j (kg/s)
Pj pressure of stream j (bar)
Qk heat transferred in unit k (kW)
TC total cost (euro/yr)
Tj temperature of stream j (C or K)
Wp mechanical power of pump (kW)
xi;j mass fraction of component i in stream j (–)
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to their limited scope, these methods can lead to solutions that re-
duce the impact locally instead of alternatives that mitigate the
harmful effects over the entire life cycle of the process.
Life cycle analysis (LCA) arose in response to this situation. LCA
is an objective process for evaluating the environmental loads
associated with a product, process or activity [9,16]. During the
application of LCA, the energy and materials used in a process
are firstly identified and quantified along with the wastes released
to the environment. This information is further translated in to a
set of environmental impacts that can be aggregated into different
groups. These impacts are finally used to assess diverse process
alternatives that may be implemented to achieve environmental
improvements. Today, LCA can be effectively used to restructure
any industrial process in order to improve its environmental per-
formance [9]. In energy scenarios, LCA has been traditionally used
as a tool to estimate the energy and environmental impacts related
to products or services [16–19].
The application of LCA provides valuable insights into the de-
sign problem. Unfortunately, LCA does not include a systematic
way of generating process alternatives for environmental improve-
ments. This limitation can be overcome by coupling LCA with opti-
mization tools. In this framework, LCA is employed to assess
technological solutions from an environmental perspective,
whereas optimization tools seek in a systematic way the best ones
according to the predefined criteria. Although the advantages of
such a combined strategy have been already acknowledged inthe literature, specifically in the area of process design [9–14], little
research has been conducted to date in this direction. Specifically,
Azapagic and Clift [13,14] proposed the application of multi-objec-
tive optimization as a tool for system improvements by integrating
the economic performance of mineral boron production and life
cycle assessment. Fu and Diwekar [20] used multi-objective opti-
mization to simultaneously minimize the green house emissions
and the total cost. Guillén-Gosálbez et al. [9] have addressed the
incorporation of environmental concerns in the structural optimi-
zation of process flowsheets through the combined use of LCA and
multi-objective mixed integer nonlinear programming (MINLP)
techniques.
To our knowledge, there is no work in the literature that simul-
taneously considers the integration of LCA and process optimiza-
tion to improve the economic and environmental performance of
absorption cooling cycles. Hence, the aim of this work is to develop
a systematic approach for the design of environmentally conscious
absorption cooling cycles based on the combined use of LCA and
mathematical programming. More precisely, in this work the de-
sign task is formulated as a multi-objective nonlinear program-
ming (NLP) problem that accounts for the minimization of the
total annualized cost and environmental impact. The environmen-
tal impact is determined according to the Eco-indicator 99 meth-
odology [21], which includes eleven environmental impact
categories that are further aggregated into a single environmental
metric [9,22]. The capabilities of our approach are illustrated
through a case study. The obtained results show that significant
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nomic benefit of the system and vice versa. The methodology pre-
sented is intended to promote a more sustainable design of
absorption cycles.2. Problem statement
We address the optimal design of absorption cooling cycles
with economic and environmental concerns. Given are the cooling
capacity of the system, the inlet and outlet temperatures of the
external fluids, capital and operating cost data, and LCA related
information (i.e., life cycle inventory of emissions and feedstock
requirements, and parameters of the damage model). The goal is
to determine the optimal design and associated operating condi-
tions that simultaneously minimize the total annualized cost and
environmental impact. The mathematical model derived to ad-
dress this problem is explained in detail in the following sections.3. Mathematical model
Compared to a compression cooling cycle, the basic idea of an
absorption system is to replace the electricity consumption associ-
ated with the vapor compression by a thermally driven absorp-
tion–desorption system [2]. This is accomplished by making use
of absorption and desorption processes that employ suitable work-
ing fluid pairs. The working pair consists of a refrigerant and an
absorbent. In this study, without loss of generality, an ammonia/
water solution is used as working pair, with the ammonia being
the refrigerant and water the absorbent.
3.1. System description
Fig. 1 represents the absorption cycle under study in a pressure
temperature plot. The system provides chilled water for cooling
applications. The basic components are the absorber (A), condenser
(C), desorber (D), and evaporator (E). The cycle also includes the
refrigerant subcooler (SC), refrigerant expansion valve (RV), solu-
tion heat exchanger (SHX), solution pump (P), and solution expan-
sion valve (SV). The high pressure equipments are the solution heat
exchanger, desorber, and condenser, whereas the low pressure
ones are the evaporator and absorber.
The system operation is as follows. The refrigerant in vapor
phase (stream 14) coming from the subcooler (SC) is absorbed in
absorber (A) by the diluted liquid solution (stream 6). The concen-SC
Fig. 1. Ammonia–water absorption cycle with internal heat recovery.trated solution (stream 1) leaving the absorber is pumped by pump
(P) to reach a higher pressure (stream 2) before being preheated in
the solution heat exchanger (SHX). Then, the solution (stream 3)
enters the desorber, in which the desorption of ammonia takes
place. Vapor refrigerant (stream 9) from the desorber condenses
completely in the condenser (C). The liquid refrigerant (stream
10) from the condenser is then subcooled (stream 11) in the sub-
cooler (SC) by the superheating stream (stream 13) that comes
from the evaporator (E). The liquid refrigerant (stream 11) flows
to the evaporator (E) through the refrigerant expansion valve
(RV). The weak liquid solution (stream 4) from the desorber re-
turns back to the absorber (A) through the solution heat exchanger
(SHX), which preheats the concentrated solution (stream 2) before
being introduced to the desorber. From the heat exchanger, the
solution is finally sent to the expansion valve (SV), then to absor-
ber (A).
Note that streams 15–22 are external heat transfer fluids. In our
case, water is used for energy supply and energy extracting. The
useful output energy is the heat extracted from the environment
of evaporator ðQ EÞ, whereas the input energy is supplied to the
desorber ðQ DÞ [23,24].3.2. General constraints
A computer code for simulating the cycle was developed using
the generic algebraic modeling system GAMS [25]. The mathemat-
ical formulation takes the form of a bi-criteria nonlinear program-
ming (NLP) problem, the solution of which comprises a set of
trade-off solutions. The main assumptions of the model are:
 Steady state operation.
 Heat losses are not considered.
 Pressure losses are not considered.
 The refrigerant leaves the condenser as a saturated liquid.
 The refrigerant leaves the evaporator as a saturated vapor.
 The solutions leave the absorber and desorber as saturated
liquids.
 The solution and refrigerant valves are adiabatic.
 Rectification of ammonia water is not considered.
 The ammonia concentration in the vapor that leaves the
desorber is fixed.
The model of the absorption cycle is based on energy and mate-
rials balance that ensure the mass and energy conservation. These
principles are applied to each unit of the cycle. Specifically, each
process unit can be treated as a control volume with inlet and out-
let streams, heat transfer and work interactions [2,15] (see Fig. 2).






mjxi;j ¼ 0 8k; i ð1ÞFig. 2. A generic unit of the absorption cycle with its inlets and outlets.
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amount of component i that enters unit k must equal the total
amount of i that leaves k. In this equation, mj denotes the mass
flow of stream j, and xi;j is the mass fraction of component i in
stream j. Note that j can be either an inlet or outlet stream. Further-
more, IN(k) denotes the set of inlet streams of unit k, whereas






mjhj þ Q INk  Q
OUT
k Wk ¼ 0 8k ð2Þ
Eq. (2) defines the energy balance in the system assuming no
heat losses. The difference in energy content between the inlet
and outlet streams, plus the heat supplied to the unit (Q INk ) must
equal the heat removed (QOUTk ) plus the work done (Wk) by the
unit. Note that the heat and work terms in Eq. (2) can take a zero
value in some of the units, as shown in Eqs. (3)–(5):
























Wk ¼ 0 8k–pump ð5Þ
Furthermore, the enthalpy of a stream is determined from its
temperature (T), pressure (P), and composition, as
hj ¼ f ðTj; Pj; xi;jÞ 8j ð6Þ
In our work, the enthalpies are calculated according to the cor-
relations proposed by Pátek and Komfar [26]. These equations are
completely empirical, and allow for the calculation of the proper-
ties of a mixture for pressures below 30 bars. These correlations
can be easily solved both explicitly and implicitly [27]. Note that
any other correlation could be embedded into the mathematical
formulation.
The heat exchangers are modeled using the logarithmic mean
temperature difference (DTlmk ), the heat transfer area (Ak), and the
overall heat transfer coefficient (Uk), as
Q k ¼ UkAkDTlmk 8k ð7Þ
The logarithmic mean temperature difference, which is function
of the hot and cold end (DThk and DT
c
k, respectively) temperature
differences, is calculated via the Chen’s approximation [28]. This
avoids the discontinuity of the function at DThk ¼ DT
c
k, which in turn














Finally, the coefficient of performance (COP) is determined via
Eq. (9) as the ratio between the energy extracted from the chilled
water and the total energy supplied to the system [2]
COP ¼ Q k¼E
Q k¼D þWk¼P
ð9Þ3.3. Objective function
The model previously presented must attain two different tar-
gets: minimum total annualized cost and environmental impact.
3.3.1. Economic objective function
The total annualized cost of the system, which is denoted by TC,
includes the capital and operating costs (Cc and Cop, respectively)
TC ¼ Cc þ Cop ð10Þ
The capital cost includes the cost of the heat exchangers (Chxs),
pumps (Cp), and expansion valves (Cexp) times the capital recovery
factor (cr f)
Cc ¼ ðChxs þ Cp þ CexpÞcr f ð11Þ
The cost of the heat exchangers is estimated using the linear




ðc1Ak þ c2Þ ð12Þ
In Eq. (12), c1 and c2 are the variable and fixed cost parameters,
respectively, associated with the heat exchangers used in the sys-
tem. These parameters relate the area of a heat exchanger with its
cost.
The cost of the pump is estimated using the correlation intro-
duced by Siddiqui [29]:
Cp ¼ c3W0:4p ð13Þ
where Wp denotes the pump work, and c3 is a cost parameter. Final-
ly, let us note that the cost of the expansion valves can be usually
neglected, since their contribution to the system cost is rather small
[30,31].
The capital recovery factor (cr f) is function of the interest rate
(ir) and the life span (i.e., number of useful years) of the unit under
consideration (n) [8].
cr f ¼ irðir þ 1Þ
n
ðir þ 1Þn  1
ð14Þ
Finally, the total annualized operational cost includes the cost
of the steam used in the desorber, the electricity consumed by
the pump and the cooling water. Usually, the latter term can be ne-
glected compared to the remaining terms, so the operating costs
are calculated as follows:
Cop ¼ ðcqQ k¼D þ ceWk¼PÞtop ð15Þ
In this equation, cq and ce are the unitary costs of the heat and elec-
tricity, whereas top is the total operation time.
3.3.2. Environmental impact assessment based on LCA
In this work, the environmental performance of the cycle is as-
sessed according to the principles of LCA. A general description of
the LCA methodology can be found elsewhere [32]. Specifically,
here we follow the general LCA methodology [9,21,22], which com-
prises four steps. These steps are next described in detail in the
context of the proposed strategy.
3.3.2.1 Goal and scope definition. In this first step the system
boundaries, the impact categories, and the functional unit are de-
fined. The boundaries of the system should include the entire life
cycle of the service or process being analyzed. In our specific case,
we perform an analysis from the cradle to the grave, including in
the study those upstream processes required to generate the util-
ities consumed by the absorption cycle. Regarding the impact cat-
egories, the Eco-indicator 99 proposes eleven impact categories
that are further aggregated into three damage categories. These
Fig. 3. Pareto curve.
Table 1
Process data of the absorption cooling cycle.







Solution heat exchanger 0.7
Temperature data (C)
Chilled water inlet/outlet 10/5
Condenser cooling water inlet/outlet 27/35
Absorber cooling water 27/35
Desorber heating steam 100
Cost data
Unitary cost of heat (euro/MW h) 30.00
Unitary cost of electricity (euro/MW h) 100.00
Cost parameters
Eq. (12) c1 516.62
c2 268.45
Eq. (13) c3 630.00
Interest rate (%) 10
Operation time per year (h) 4000
Amortization period (yr) 15
Other data
Cooling capacity (kW) 100
Vapor concentration at exit of desorber (x9) 0.996
Pump efficiency 0.7
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functional unit of the study is the cold produced during the useful
life span of the system.
3.3.2.2 Inventory analysis. This second step of LCA quantifies the in-
puts and outputs of energy and mass associated with the cold pro-
duction, which are further translated into emissions released and
waste generated (i.e., the environmental burdens). In our problem,
all the environmental burdens are expressed as function of steam
and electricity consumed in the system. Note that both variables
are degrees of freedom in the optimization problem.
We should mention that the calculation of the life cycle inven-
tory of emissions requires the inclusion of a process model repro-
ducing the behavior of the utility generation system. Generally, the
insertion of such a model significantly increases the complexity of
the original formulation. This difficulty can be overcome by making
use of specific databases that contain the inventory of emissions of
a wide range of industrial processes found in Europe [33–35]. Thus,
in general, the inventory of emissions associated with the energy
generation will be retrieved from the aforementioned databases
and provided as input data to the mathematical model.
3.3.2.3 Impact assessment. In this third step, the life cycle inventory
is translated into the corresponding environmental impacts. As
mentioned before, three different damage categories are consid-
ered in the calculation of the Eco-indicator 99. These are:
 Human health damages, which are measured in disability
adjusted life years (DALYs). A damage of one means that one life
year of one individual is lost, or one person suffers 4 yr from a
disability of 0.25.
 Ecosystem quality damages, that are measured in PDF m2 yr
(potentially disappear fraction of species). A damage of one
means that all species disappear from a m2 over 1 yr, or 10% of
all species disappear from 10 m2 over 1 yr, or 10% of all species
disappear from 10 m2 over 10 yr.
 Damages to resources, which are measured in MJ of surplus
energy. A damage of 1 means that due to a certain extraction
of resources, further extraction of the same resources in the
future will need an additional MJ of energy due to the lower
resource concentration or other unfavorable characteristics of
the remaining reserves [9,22].
The damage in each impact category are calculated from the life





In this equation, IMPr denotes the damage caused in impact cat-
egory r, LCIb is the life cycle inventory entry (i.e., emissions and
feedstock requirements) associated with chemical b, and dmbr is
the coefficient of the damage model associated with chemical b
and impact r. As mentioned before, the environmental burdens of
the cycle are caused by the energy generation. Hence, the life cycle
inventory entries can be expressed as a function of the consump-
tion of steam and electricity, as
LCIb ¼ LCIsteamb þ LCI
electricity
b ¼ isbms þ iebWk¼P 8b ð17Þ
Here, isb and ieb are the life cycle inventory entries per unit of refer-
ence flow. In the steam production, the reference flow is 1 kg of
steam generated, whereas in the electricity generation, it is 1 MJ
of electricity produced. The amount of steam required by the cycle




ð18ÞNote that the determination of the environmental burdens
associated with the generation of energy requires the expansion
of the system boundaries to include the upstream processes. As
mentioned before, the data associated with these upstream activi-
ties can be retrieved from standard databases [33–35]. Further-
more, the damage factors, which are the link between the results
of the inventory phase and the impact categories, are given by spe-
cific damage models available for each damage category [22]. Fi-
nally, the impact categories r are aggregated into d damage
categories (DAMd), which are further translated into a single metric









Here, RD(d) represents the set of environmental impacts included in
the damage category d, and nd and wd are specific normalization
and weighting factors [22], respectively.
Table 2
Normalization and weighting factors.
Normalization Weights
Human health 1:54 102 400
Ecosystem quality 5:13 103 400
Resources 8:41 103 200
Table 3
Environmental data associated with the production of 1 kg of steam and 1 MJ of
electricity.
Impact category Unit Steam Electricity
1 Carcinogens DALY 4:53 109 1:68 108
2 Respiratory effects by organic
substances
DALY 1:02 1010 6:96 1011
3 Respiratory effects by inorganic
substances
DALY 6:01 108 1:60 107
4 Climate change DALY 4:88 108 3:17 108
5 Ionizing radiation DALY 8:10 1011 4:69 109
6 Ozone layer depletion DALY 3:03 1011 5:23 1011
7 Ecotoxicity PDF m2 yr 3:63 1023 2:14 103
8 Acidification/eutrophication PDF m2 yr 1:55 103 3:60 103
9 Land use PDF m2 yr 1:10 103 6:00 103
10 Minerals extraction MJ
surplus
3:71 104 2:40 104
11 Fossil fuels extraction MJ
surplus
5:25 101 5:10 102
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viously presented is defined by a set of Pareto points that represent
the optimal trade-off between the objectives considered. From
these alternatives, the decision-maker should choose the best
one according to his/her preferences and the applicable legislation.
Note that the selection of the final alternative needs some articula-
tion of preferences. In our work, the preferences are articulated in
the post-optimal analysis of the Pareto solutions. This approach
provides further insights into the design problem and allows for























Minimum Eco−Indicator solution 
One possible trad
Fig. 4. Pareto set of solutions considering the totaered in the analysis. In this regard, upon analysis of the trade-off
points, decision-makers should try to operate in those regions
where significant environmental improvements can be achieved
at a marginal increase in the total cost.
4. Solution method
The design task is finally posed as a bi-criteria nonlinear pro-
gramming (NLP) problem. Multi-objective optimization methods
have been extensively applied to the design of sustainable pro-
cesses [9,12–14,36,37,20]. The problem can therefore be mathe-
matically expressed as follows:
ðMÞ min
x
UðxÞ ¼ ff1ðxÞ; f2ðxÞg




The solution to this problem is given by a set of efficient or Par-
eto optimal points representing alternative process designs, each
achieving a unique combination of environmental and economic
performances [21,36]. The continuous variables x represents state
or design variables (i.e., thermodynamic properties, flows, operat-
ing conditions, and sizes of equipment units). The equality con-
straints hðxÞ ¼ 0 represent thermodynamic property relations,
mass and energy balances, cost and LCA calculations. On the other
hand, the inequality constraints gðxÞ 6 0 represent the design
specifications, such as minimum and maximum equipment capac-
ities and upper and lower limits on process variables. Finally, f1ðxÞ
and f2ðxÞ denote the economic and environmental performances of
the cycle, respectively.
The general concept of Pareto frontier is depicted in Fig. 3. In the
figure f1 and f2 represent the total cost and environmental impact,
respectively. The points that lie in the Pareto curve are the Pareto
optimal solutions of the problem. The mathematical definition of
Pareto optimality states that a design objective vector f  is Pareto





Minimum total cost solution
e−off solution
l annualized cost and Eco-indicator 99 value.
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and fi < f i for at least one i 2 f1;2; . . . ;ng. Thus, given a Pareto
solution A, it is impossible to find another solution B that performs
better than A for each objective. Notice that no solution exists be-
low the Pareto curve, because this would violate the definition of
Pareto optimality (i.e., this solution would dominate some of the
Pareto optimal ones, which by definition cannot be dominated).
For the calculation of the Pareto set of (M), two main methods
exist in the literature. These are the weighted-sum method and

















Fig. 5. Total size of heat exchangers and tota
























Fig. 6. Coefficient of performarigorous for the case of convex problems, whereas the epsilon con-
straint (-constraint) method is rigorous for convex and non-con-
vex problems. In general, the thermodynamic correlations used
to determine the enthalpies in model (M) will add non-convexities
in the mathematical formulation. Thus, the -constraint method is
better suited to our problem.
This method is based on formulating an auxiliary model (MA),
which is obtained by transferring one of the objectives of the
original problem (M) to an additional constraint. This constraint
imposes an upper limit on the value of the secondary objective.1.59 1.6 1.61 1.62 1.63



















l energy consumed vs. Eco-indicator 99.
.58 1.6 1.62 1.64
x 104icator 99 
nce vs. Eco-indicator 99.
Table 5
Thermodynamic properties and mass flow rates at each state point of the cycle in
Pareto solution B.






1 0.48 33.1 0.548 0.401 102.5
2 1.55 33.1 0.548 0.401 99.2
3 1.55 79.1 0.548 0.401 105.7
4 1.55 95.7 0.429 0.317 189.4
5 1.55 41.1 0.429 0.317 69.7
6 0.48 41.1 0.429 0.317 69.7
9 1.55 79.1 0.996 0.084 1417.0
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s:t: f2ðxÞ 6 





Thus, if (MA) is solved for all possible values of  and the result-
ing solutions are unique, then these solutions represent the entire
Pareto set of solutions of the original multi-objective problem. If
the solutions to (MA) are not unique for some value(s) of , then
the Pareto point(s) must be picked by direct comparison. The ex-
treme points of the interval ½; , within which  must fall,
 2 ½; , can be determined by solving the following single objec-
tive problems:
 ¼ f2ðxÞ














ð24Þ10 1.55 39.8 0.996 0.084 185.8
11 1.55 23.8 0.996 0.084 110.1
12 0.48 3.0 0.996 0.084 110.1
13 0.48 3.0 0.996 0.084 1303.0
14 0.48 38.8 0.996 0.084 1378.6
15 1.00 27.0 4.024 116.2
16 1.00 35.0 4.024 149.7
17 1.00 100.0 0.06 2678.0
18 1.00 100.0 0.06 418.6
19 1.00 27.0 3.087 116.2
20 1.00 35.0 3.087 149.7
21 1.00 10.0 4.785 42.1
22 1.00 5.0 4.785 21.15. Case study
The capabilities of our approach is illustrated through a case
study problem that addresses the design of a typical absorption
cooling system. The system is driven by low grade heat and utilizes
ammonia–water as working pair. The process data and environ-
mental information of the problem are given in Tables 1–3. These
data include the operating conditions, heat exchanger design
parameters, costs parameters and environmental information. The
environmental inventory data were retrieved from the Eco-inventTable 4
Thermodynamic properties and mass flow rates at each state point of the cycle in
Pareto solution A.






1 0.50 28.1 0.596 0.267 114.2
2 1.39 28.1 0.596 0.267 110.1
3 1.39 70.0 0.596 0.267 76.4
4 1.39 93.7 0.416 0.184 180.3
5 1.39 36.1 0.416 0.184 90.3
6 0.50 36.1 0.416 0.184 90.3
9 1.39 70.0 0.996 0.083 1404.0
10 1.39 36.0 0.996 0.083 166.8
11 1.39 22.2 0.996 0.083 101.5
12 0.50 4.0 0.996 0.083 101.5
13 0.50 4.0 0.996 0.083 1304.0
14 0.50 35.0 0.996 0.083 1370.0
15 1.00 27.0 3.820 116.2
16 1.00 35.0 3.820 149.7
17 1.00 100.0 0.057 2678.0
18 1.00 100.0 0.057 418.6
19 1.00 27.0 3.076 116.2
20 1.00 35.0 3.076 149.7
21 1.00 10.0 4.785 42.1
22 1.00 5.0 4.785 21.1database [33–35]. The Hierarchist damage model and normaliza-
tion with the Average weighting factors were adopted in the LCA
calculations (see Table 3).6. Results and discussion
A bi-criteria nonlinear programming (NLP) simulation model
was implemented in GAMS [25]. The resulting optimization prob-
lem contains 165 constraints and 206 continuous variables. Each
single-objective problem was solved with CONOPT [38]. This solver
attempts to find a local optimum to an NLP model. Since problem
(MA) is non-convex, CONOPT cannot guarantee the global optimal-
ity of the solutions found. Each of these solutions must therefore be
regarded as locally optimal unless a global optimization package
like BARON [39] is used.
The problem is first solved by optimizing each single objective
separately. This provides the lower and upper limits within which
 fall. Then, the interval ½;  is partitioned into 40 sub-intervals of
equal length, and model (MA) is calculated for each of the limits ofTable 6
Thermodynamic properties and mass flow rates at each state point of the cycle in
Pareto solution C.






1 0.50 30.1 0.579 0.318 109.3
2 1.45 30.1 0.579 0.318 105.6
3 1.45 72.6 0.579 0.318 83.4
4 1.45 92.4 0.431 0.235 172.9
5 1.45 38.1 0.431 0.235 83.4
6 0.50 38.1 0.431 0.235 83.4
9 1.45 72.6 0.996 0.083 1408.0
10 1.45 37.4 0.996 0.083 173.7
11 1.45 22.9 0.996 0.083 105.4
12 0.50 4.0 0.996 0.083 105.4
13 0.50 4.0 0.996 0.083 1304.4
14 0.50 36.4 0.996 0.083 1373.0
15 1.00 27.0 3.878 116.2
16 1.00 35.0 3.878 149.7
17 1.00 100.0 0.058 2678.0
18 1.00 100.0 0.058 418.6
19 1.00 27.0 3.078 116.2
20 1.00 35.0 3.078 149.7
21 1.00 10.0 4.785 42.1
22 1.00 5.0 4.785 21.1
Table 7
Operating performance, cost and environmental impact of Pareto solutions A, B, and C.
Design COP (–) TC (euro/yr) Cop (euro/yr) Cc (euro/yr) Atotal (m
2) Steam (kg) Electricity (MJ) Total ECO99
ECO99 (A) 0.77 27,366 15,983 11,383 248.5 825,464 15,838 15,381
Cost (B) 0.73 21,737 16,903 4834 96.8 869,737 18,948 16,223
Trade-off (C) 0.76 22,786 16,239 6548 136.8 837,582 16,832 15,612
Table 8
Normalized contribution of each impact category to the total Eco-indicator 99 value







1 Carcinogens 98.54 7.34 105.90
2 Respiratory effects by organic
substances
2.21 0.03 2.24
3 Respiratory effects by inorganic
substances
1307.00 69.95 1377.00
4 Climate change 1061.00 13.86 1075.00
5 Ionizing radiation 1.76 2.05 3.81
6 Ozone layer depletion 0.66 0.02 0.68
7 Ecotoxicity 2371.00 2.81 2373.00
8 Acidification/eutrophication 101.07 4.74 105.80
9 Land use 72.05 7.87 79.93
10 Minerals extraction 7.40 0.10 7.50
11 Fossil fuels extraction 10461.00 20.44 10481.00
ECO99 15484.00 129.20 15613.20
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of the efficient solutions is 2.75 s in a 1.86 GHz machine. The Par-
eto points obtained by following this strategy are shown in Fig. 4.
As can be observed in the figure, there is a clear trade-off between
both objective functions, since a reduction in the total Eco-indica-
tor 99 value can only be achieved at the expense of an increase in
the total annualized cost. Points A and B are the optimal design
solutions with minimum Eco-indicator 99 and total annualized
cost values, respectively. In the optimal solution A, the total annu-
alized cost is 25.9% larger than in solution B, whereas in B, the Eco-
indicator 99 is 5.5% larger than in A. Point C represents a possible




























Fig. 7. Breakdown of Eco-indicator 99Note that each point in the Pareto set represents a different
optimal design which operates under a set of specific conditions.
Furthermore, each trade-off solution involves a different compro-
mise between both criteria. The environmental impact is decreased
along the Pareto curve by reducing the consumption of energy (i.e.,
steam and electricity), which in turn decreases the environmental
loads and, hence, the impact caused. This is accomplished by
increasing the area of the heat exchangers of the cycle. Ideally,
the size of the heat exchangers and the energy consumption should
be simultaneously minimized in order to decrease the total cost
and environmental impact. However, this is not possible, since a
reduction in the size of the heat exchangers leads to an increase
in the thermal energy demand (i.e., steam consumption), which
turns out to be the main contributor to the total environmental im-
pact, and vice versa. This is clearly shown in Fig. 5, which depicts
for the obtained Pareto solutions, the total area and energy con-
sumption as a function of the Eco-indicator 99 value.
Let us note that in the cost and environmental assessment anal-
ysis, there is an inherent trade-off between energy consumption
and size of the cycle. In the cost analysis, we have that bigger areas
lead to higher capital cost but on the other hand to lower energy
consumption. In the environmental analysis, we find that greater
equipments reduce the impact due to the energy production but
on the other hand increase the impact associated with their con-
struction. In both cases, each of these terms is penalized with a dif-
ferent factor (energy and capital cost in the former case, and
energy and equipment impact in the latter). These weighting fac-
tors (i.e., cost and environmental impact parameters) will conduct
the optimization search towards a particular solution. Hence, the
minimum cost alternative will not be in general the same as the
minimum environmental impact one, since both solutions will de-
pend on the specific values of the economic and environmental7 8 9 10 11 12
Categories 
for Pareto solutions A, B, and C.
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the impact due to the equipment construction is usually very small
compared to that caused by the energy generation. For this reason,
it has been neglected in our work, although it could have been eas-
ily incorporated into the model.
Fig. 6 shows the direct relationship between the COP and the to-
tal Eco-indicator 99 value. Note that the COP is the ratio between
the cooling load, which is constant, and the energy input to the sys-
tem given in Eq. (9). As can be observed, when the energy input in-
creases, both the COP and the Eco-indicator 99 value increase.
Tables 4–7 summarize the solutions A, B, and C. The information
given includes the thermodynamic properties of each state point of
the cycle, the mass flow rates, the design and operating variables of
the heat exchangers, and the values of both objective functions. As
can be seen, when the energy consumption increases, the solution
temperature and the pressure level increase accordingly. As a re-
sult, the concentration gradient decreases, and the mass flow rate
of the solution is increased in order to keep the cooling load
constant.
Furthermore, in Table 7 one can see as the steam and electricity
consumption increase, the total Eco-indicator 99 value increases
accordingly, while the heat transfer area requirement decreases.
For instance, the Eco-indicator 99 value of solution C is lower by
3.8% from solution B, and higher by 1.5% from A. On the other hand,
its total annualized cost is 16.8% lower than solution A, and 4.8%
higher than B. Therefore, taking B as reference, if we switch from
B to C it leads to a 3.8% reduction in the total Eco-indicator 99 value
at the expense of increasing the cost by 4.8%.
Table 8 shows the Eco-indicator 99 values and environmental
impact of all 11 impact categories along with each contributors
of Pareto solution C. As can be observed, the steam production is
the main contributor to the total environmental impact in almost
all damage categories, except for the damage to human health
caused by ionization radiation, in which the electricity generation
contributes more than 50% to the total impact.
Finally, Fig. 7 shows a breakdown of the Eco-indicator 99 value
into its single impact categories for the Pareto solutions A, B, and C.
As can be seen, the most significant environmental impact is the
depletion of natural resources (impact 11) followed by the damage
to the ecosystem quality caused by ecotoxic emissions (impact 7).
The third and fourth damages are the respiratory effects on human
health caused by inorganic substance (impact 3) and the damage to
human health caused by climate change (impact 4), respectively.
Note that these specific results are very sensitive to the life cy-
cle inventory data, which in our case were retrieved from the Eco-
invent databases. Hence, the conclusions and recommendations
made may significantly change according to the specific features
of the technologies employed for the generation of steam and
electricity.7. Conclusions
A systematic approach for the design of sustainable absorption
cooling systems has been presented. The method introduced relies
on formulating a bi-criteria nonlinear programming (NLP) problem
that accounts for the minimization of the total annualized cost and
the environmental impact of the cycle. The latter criterion has been
measured according to the principles of life cycle assessment
(LCA). The solution of such a problem, which is defined by a set
of Pareto optimal design alternatives, can be obtained via standard
techniques for multi-objective optimization.
The capabilities of the proposed approach have been illustrated
through its application to the design of a typical absorption cooling
system. It has been clearly shown that significant reductions in the
environmental impact caused by the cycle can be attained if thedecision-maker is willing to compromise the economic perfor-
mance of the system. These reductions can be achieved by decreas-
ing the energy consumption, which on the other hand leads to an
increase in the total cost of the cycle. The methodology presented
is intended to promote a more sustainable design of absorption cy-
cles by guiding the decision-makers towards the adoption of alter-
natives that cause less environmental impact.Acknowledgements
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Many of the strategies devised so far to address the optimization of energy systems are deterministic
approaches that rely on estimated data. However, in real world applications there are many sources of
uncertainty that introduce variability into the decision-making problem. Within this general context,
we propose a novel approach to address the design of absorption cooling systems under uncertainty in
the energy cost. As opposed to other approaches that optimize the expected performance of the system
as a single objective, in our method the design task is formulated as a stochastic bi-criteria non-linear
optimization problem that simultaneously accounts for the minimization of the expected total cost
and the financial risk associated with the investment. The latter criterion is measured by the downside
risk, which avoids the need to define binary variables thus improving the computational performance
of the model. The capabilities of the proposed modeling framework and solution strategy are illustrated
in a case study problem that addresses the design of a typical absorption cooling system. Numerical
results demonstrate that the method presented allows to manage the risk level effectively by varying
the area of the heat exchangers of the absorption cycle. Specifically, our strategy allows identifying the
optimal values of the operating and design variables of the cycle that make it less sensitive to fluctuations
in the energy price, thus improving its robustness in the face of uncertainty.
 2009 Elsevier Ltd. All rights reserved.1. Introduction
Energy plays an important role in supporting our daily life, eco-
nomic development and every human activity. Energy systems are
complex as they involve various economic, technical, environmen-
tal, legal and political factors [1,2]. Due to the limitation of fossil
energy resources, the impact on the environment, and the human
health problems during the last decades, there has been a growing
interest on developing modeling and optimization strategies for
energy systems. In this challenging scenario, absorption cycles
have emerged as a promising alternative in cooling and refrigera-
tion applications, as they use refrigerant with zero global warming
potential that do not contribute to the ozone layer depletion [3,4].
Moreover, another advantage of these systems is that they can use
different forms of primary energy sources such as fossil fuels,
renewable energy sources, and also waste heat recovered from
other thermal systems.
Unfortunately, these systems require higher number of units
than conventional vapor compression cycles, which leads to higher
investment costs. Hence, there is a clear need to develop strategies
able to optimize their design and operation from a thermodynamicll rights reserved.
+34 977559691.and economic point of view so they can become a real alternative
to the standard compression systems. Specifically, most of the
methods proposed so far to accomplish this task rely on the con-
cept of thermoeconomic analysis [5–7], an approach that combines
in a single framework both, a thermodynamic model (usually
based on exergy considerations) and an economic model (i.e., a
cost model).
An alternative strategy that has been widely applied in the opti-
mization of process industries is the simultaneous approach based
on mathematical programming [8]. In this second method, the de-
sign task is posed as an optimization problem that is solved via
standard techniques for linear, non-linear, mixed-integer linear
and mixed-integer non-linear (LP, NLP, MILP, MINLP, respectively)
programming. Although these strategies have been extensively
used in the optimization of chemical processes (see [9]), their
application to the design of absorption cooling systems has been
rather limited, and only a few works can be found in the area
[10,11] that deals with the optimization of an ammonia–water
absorption cycle by application of MINLP following a deterministic
approach.
Most of the strategies that address the optimization of thermal
systems following either of the aforementioned approaches are
deterministic. That is, they are typically based on nominal or








RV refrigerant expansion valve
SC subcooler
SHX solution heat exchanger
SV solution expansion valve
yr year
Indices




INðkÞ set of input streams to unit k
OUTðkÞ set of output streams from unit k
Parameters
c1 cost parameter €m2
 
c2 cost parameter (€)
c3 cost parameter €kW
 
cqs unitary cost of steam in scenario s €MWh
 
ces unitary cost of electricity in scenario s €MWh
 
cr capital recovery factor (–)
probs probability of total cost of scenario s
ir interest rate (–)
top operating hours hyr
 
Uk overall heat transfer coefficient of unit k kWm2K
 
Variables
Ak area of heat exchanger k ðm2Þ
CC total capital cost (€)
Cexp cost of the expansion valves (€)
Chxs cost of the heat exchangers (€)
COs total operating cost in scenario s (€)
Cp cost of the pump (€)
COP coefficient of performance (–)
DRisk downside risk (€)
E[TC] expected total cost (€)
DTlmk logarithmic mean temperature difference in equipment
k (C or K)
DThk temperature difference in the hot end in equipment k
(C or K)
DTck temperature difference in the cold end in equipment k
(C or K)
DT temperature difference of heat exchangers in equip-
ment k (C or K)
hj enthalpy of stream j ðkJkgÞ




Pj pressure of stream j ðbarÞ
P probability (–)
Qk heat transferred in unit k (kW)
TC total cost (€)
TCs total cost in scenario s (€)
Tj temperature of stream j (C or K)
Wp mechanical power of the pump (kW)
xi;j mass fraction of component i in stream j (–)
zs binary variable (1 if the cost in scenario s exceeds the
target level, 0 otherwise)
Greek letters
X target on the total cost (€)
d deviation of TC from X (€)
ds deviation of TCs from X (€)
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optimization task are assumed to be perfectly known in advance,
so the only situation assessed in the study is the most likely one.
This type of strategies lead to decisions by far too optimistic, in
which the variability of the parameters of the problem is disre-
garded. However, in real world applications there are many
sources of uncertainty that introduce variability into the deci-
sion-making problem. This is especially true in the optimization
of energy systems, in which the availability of energy sources,
technology performance, energy cost and end user cooling and
heating demand, among many others, are affected by a high degree
of uncertainty [2,18–21].
In the process system engineering literature, the inclusion of
uncertainty issues in the decision-making procedure has recently
emerged as an active area of research. There are currently three
main approaches that address optimization under uncertainty
(for a detailed review see [19]): (1) stochastic programming [22–
28], (2) fuzzy programming [1,2,20,29,30] and (3) stochastic
dynamic programming [31]. The main applications of these tools
have focused on process design [33–35], planning and scheduling
of process plants [23,27,28,36–38] and also on the design and plan-
ning of entire chemical supply chains [22,26,39]. On the other
hand, in the modeling and optimization of energy systems, uncer-
tainty considerations have been usually neglected. Whereas there
are few works that account for uncertainty issues in the planning
of energy systems [1,2,20,29,30], to our knowledge the design un-
der uncertainty of such systems has not yet been addressed.Specifically, Cai et al. [2] studied the identification of optimal
strategies for energy management planning where the total cost,
energy demand, technology efficiency and energy import costs
are considered as uncertain and represented by fuzzy sets. Lin
et al. [1] have addressed the energy system planning by integration
of interval-parameter and fuzzy programming into a two stage sto-
chastic programming framework to handle energy demand uncer-
tainty. Sadeghi et al. [20] studied the energy supply planning in
Iran using fuzzy models to represent the investment cost uncer-
tainty. Mavrotas et al. [29] used fuzzy linear programming to opti-
mize energy planning in buildings by considering the fuel costs as
uncertain or fuzzy parameters. Svensson et al. [32] developed a
methodology for identifying robust process integration invest-
ments under uncertainty using a real options approach. Taylor
et al. [40] performed an uncertainty analysis on the design of pip-
ing systems, piping networks, and cross-flow heat exchangers. The
authors showed that uncertainty analysis is a viable paradigm for
energy system analysis and design.
The objective of this work is to address the design of absorp-
tion cooling systems under uncertainty in the energy cost. The
main novelties of this work are: (1) the explicit consideration
of uncertainty issues at the design stage of absorption cooling
cycles and (2) the development of a bi-criteria mathematical
model that employs risk management techniques to deal with
the associated decision-making problem under uncertainty. The
approach presented relies on formulating the design task as a
stochastic non-linear programming problem (NLP) that accounts
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the financial risk of the investment. The capabilities of our mod-
eling framework and solution strategy are illustrated through a
case study problem, for which the set of Pareto solutions that
represent the optimal compromise between cost and risk are
obtained.2. Problem statement
2.1. System description (absorption cycle)
Compared to a compression cooling cycle, the basic idea of an
absorption system is to replace the electricity consumption associ-
ated with the vapor compression by a thermally driven absorp-
tion–desorption system [4]. This is accomplished by making use
of absorption and desorption processes that employ a suitable
working fluid pair. The working pair consists of a refrigerant and
an absorbent. In this study, without loss of generality, an ammo-
nia/water solution is used as working pair, with the ammonia
being the refrigerant and water the absorbent.
Fig. 1 represents the considered absorption cycle in a pressure–
temperature plot. The system provides chilled water for cooling
applications and is steam driven. The basic components are the
absorber (A), condenser (C), desorber (D) and evaporator (E). The
cycle also includes the refrigerant subcooler (SC), refrigerant
expansion valve (RV), solution heat exchanger (SHX), solution
pump (P), and solution expansion valve (SV). The high pressure
equipments are the solution heat exchanger, desorber, and con-
denser, whereas the low pressure ones are the evaporator and
absorber.
The system operation is as follows: The refrigerant in vapor
phase (stream 14) coming from the subcooler (SC) is absorbed in
the absorber (A) by the diluted liquid solution (stream 6). The con-
centrated solution (stream 1) leaving the absorber is pumped by
pump (P) to reach a higher pressure (stream 2) before being pre-
heated in the solution heat exchanger (SHX). Then, the solution
(stream 3) enters the desorber, in which the desorption of ammo-
nia takes place. In this work, only the stripping section of the
desorber is considered. Vapor refrigerant (stream 9) from the
desorber condenses completely in the condenser (C). The liquid
refrigerant (stream 10) from the condenser is then subcooled
(stream 11) in the subcooler (SC) by the superheating streamFig. 1. Ammonia–water absorption cycle.(stream 13) that comes from the evaporator (E). The liquid refrig-
erant (stream 11) flows to the evaporator (E) through the refriger-
ant expansion valve (RV). The weak liquid solution (stream 4) from
the desorber returns back to the absorber (A) through the solution
heat exchanger (SHX), which preheats the concentrated solution
(stream 2) before being introduced to the desorber. From the heat
exchanger, the solution is finally sent to the expansion valve (SV),
and then to the absorber (A).
Note that streams 15–22 are external heat transfer fluids. In our
case, water is used for energy supply and energy extracting. The
useful output energy is the heat extracted in the evaporator ðQ EÞ,
whereas the input energy is supplied to the desorber ðQ DÞ. The sys-
tem includes a low pressure steam boiler where the primary en-
ergy resources are fossil fuels. For the sake of simplicity, the
process of steam production has not been included in our model.
However, the model could be easily modified in order to account
for such a system.
Specifically, in this work we address the optimal design of an
absorption cooling cycle like the one described before under
uncertainty in the energy cost. Given are the cooling capacity
of the system, the inlet and outlet temperatures of the external
fluids and capital cost data. It is assumed that the energy cost
cannot be perfectly forecasted, and that its variability can be
represented by a set of scenarios with a given probability of
occurrence. Hence, the goal of our study is to determine the
optimal design and associated operating conditions that simulta-
neously minimize the total expected cost of the cycle and its risk
level.
Note that, in general, the impact that the energy cost variability
has in the overall economic performance of a process may vary
from one type of industry to another, and will depend on the per-
centage of the total expenses that are due to the energy consump-
tion. Furthermore, the energy consumption of a process industry
and hence the energy cost, can be properly tuned by adjusting
the associated design variables. Standard deterministic methods
tend to optimize the economic performance of a process consider-
ing mean energy cost values. Stochastic methods can lead to more
robust designs, in which the energy consumption is reduced in or-
der to make the system less sensitive to fluctuations in the energy
price. This allows to decrease the probability of unfavorable sce-
narios with large energy expenses.3. Multi-objective stochastic model
This section introduces the mathematical model derived to
address the problem described above. Specifically, in our work,
the design task is posed as a multi-scenario bi-criteria NLP problem
that simultaneously minimizes the expected total cost of the
investment and its risk level. The solution of this problem is
defined by a set of trade-off alternatives, each of which involves
different structural and operating features. The choice of a sce-
nario-based approach is motivated by the fact that it can deal with
any type of probability distribution. This can be accomplished by
using sampling techniques, such as a Monte Carlo sampling, that
allow generating a set of representative scenarios from any type
of probability function.
The mathematical model of the cycle is based on the one
introduced by the authors in [41]. The major difference between
the formulation presented in [41] and that described next is that
in the latter one the model only considers the stripping section
of the distillation, as proposed by Roriz et al. [42]. Note that
since the evaporation temperature is above 0 C, the enrichment
process of ammonia in the rectification column does not bring
significant performance improvement [43]. For the sake of
completeness of this work, we next discuss the main features
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more technical details. Specifically, the model is based on the
following assumptions:
 Steady state operation.
 Heat losses are not considered.
 Pressure losses are not considered.
 The refrigerant leaves the condenser as a saturated liquid.
 The solutions leave the absorber and desorber as saturated
liquids.
 The solution and refrigerant valves are adiabatic.
The mathematical formulation includes two main parts: (1)
general constraints (see Section 3.1) and (2) objective function re-
lated constraints (see Sections 3.2.1 and 3.2.2) that allow to assess
the economic and risk performance of the cycle. Both parts are de-
scribed in detail in the following sections.3.1. General constraints
As mentioned before, these equations are added to enforce
the mass and energy conservation. These principles are applied
to all the units of the cycle, each of which is treated as a control
volume with inlet and outlet streams, heat transfer and work






mjxi;j ¼ 0 8 k; i ð1Þ
Eq. (1) represents the mass balances, and states that the total
amount of component i that enters unit k must equal the total
amount of i that leaves k. In this equation, mj denotes the mass
flow of stream j, and xi;j is the mass fraction of component i in
stream j. Note that j can be either an inlet or outlet stream. Hence,
in this equation INðkÞ denotes the set of inlet streams of unit k,





mjhj þ Q INk  Q
OUT
k Wk ¼ 0 8 k ð2Þ
Eq. (2) defines the energy balances in the system assuming no
heat losses. The difference in energy content between the inlet
and outlet streams, plus the heat supplied to the unit ðQINk Þ must
equal the heat removed ðQ OUTk Þ plus the work done ðWkÞ by the
unit. Note that the heat and work terms in Eq. (2) can take a zero




Solution heat exchanger ðSHXÞ
Pump ðPÞ










Solution heat exchanger ðSHXÞ
Pump ðPÞ






Wk ¼ 0 8 k – pump ð5Þ
Furthermore, the enthalpy of a stream is determined from its
temperature ðTÞ, pressure ðPÞ, and composition, as stated in Eq. (6)
hj ¼ f ðTj; Pj; xi;jÞ 8 j ð6Þ
Specifically, the model makes use of the correlations proposed
by Pátek and Klomfar [44] to estimate the thermodynamic proper-
ties of the ammonia–water mixture.
The heat exchangers are modeled using the logarithmic mean
temperature difference ðDTlmk Þ, the heat transfer area ðAkÞ and the
overall heat transfer coefficient ðUkÞ, as shown in Eq. (7).
Qk ¼ UkAkDTlmk 8 k ð7Þ
The logarithmic mean temperature difference, which is a func-
tion of the hot and cold end temperature differences ðDThk and DT
c
k,
respectively), is calculated via the Chen’s approximation. This
avoids the discontinuity of the function at DThk ¼ DT
c
k, which in turn














The coefficient of performance (COP) is determined via Eq. (9)
as the ratio between the energy extracted from the chilled water
and the total energy supplied to the system [4].
COP ¼ Q k¼E
Qk¼D þWk¼P
ð9Þ3.2. Objective function
As mentioned before, the model considerers that the energy
cost is uncertain and that its variability can be described through
a set of scenarios with given probability of occurrence. As a result,
the cost associated with the construction and operation of a cycle
is not a single nominal value, instead it is a stochastic variable that
follows a discrete probability function. In this context, the optimi-
zation method must identify the set of solutions (i.e., cycles) that
simultaneously minimize the expected value of the cost distribu-
tion as well as its risk level.
The traditional approach to address optimization under uncer-
tainty relies on formulating a single-objective optimization prob-
lem where the expected performance of the system is the
objective to be optimized. This strategy does not allow controlling
the variability of the objective function in the uncertain space. In



















Fig. 3. Cumulative risk curve.
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cycle does not imply that the process will yield better results at
a certain level considering the whole cost distribution. The under-
lying idea in risk management is to incorporate the trade-off
between financial risk and expected cost within the decision-mak-
ing procedure. This gives rise to a multi-objective optimization
problem in which the expected performance and a specific risk
measure are the objectives considered. The solution of such a prob-
lem is given by a set of Pareto solutions that represent the optimal
trade-off between expected performance and risk level. Specifi-
cally, in our work, the probability of meeting unfavorable scenarios
is controlled by considering the downside risk as an additional
objective to be minimized.
3.2.1. Expected cost performance
The expected total cost E½TC, which is given by the mean value





where TCs is the total cost corresponding to the realization of each
scenario s, and probs is the probability of occurrence of such sce-
nario. Note that the set of scenarios considered in the analysis must
be provided as input data by the decision-maker. In those cases
where the uncertain parameters follow certain types of probability
functions, they can be obtained, for instance, by performing a sam-
pling on them.
The total annualized cost in each scenario s accounts for both,
the capital and operating costs of the cycle (CC and COs,
respectively):
TCs ¼ CC þ COs ð11Þ
As can be observed, the uncertainty in the energy price only af-
fects the operating cost. Hence, the capital cost is not scenario
dependent, whereas the value of the operating cost depends on
the specific scenario realization. The assumption of a deterministic
capital investment is justified by the fact that this type of cost is
usually agreed before the construction of the equipment, so it
can be perfectly known in advance. On the other hand, the operat-
ing cost tends to fluctuate according to the market trends, so it can-
not be predicted accurately at the design stage.
The annualized capital cost includes the cost of the heat
exchangers ðChxsÞ, pumps ðCpÞ and expansion valves ðCexpÞ times
the capital recovery factor ðcrÞ
CC ¼ Chxs þ Cp þ Cexp
 
cr ð12Þ
The cost of the heat exchangers can be estimated using the lin-




c1Ak þ c2ð Þ ð13Þ
In Eq. (13), c1 and c2 are the variable and fixed cost parameters,
respectively, associated with the heat exchangers used in the sys-
tem. These parameters relate the area of a heat exchanger with its
cost. The cost of the pump can be calculated using the correlation
introduced by Siddiqui [45]:
Cp ¼ c3W0:4p ð14Þ
where Wp denotes the pump power and c3 is a cost parameter. It
should be noticed that in many applications the cost of the expan-
sion valves can be neglected, since their contribution to the system
cost is usually rather small. The capital recovery factor ðcrÞ is a func-
tion of the interest rate ðirÞ and the life span (i.e., number of useful
years, n) of the unit under consideration [7]:cr ¼ irðir þ 1Þ
n
ðir þ 1Þn  1
ð15Þ
Finally, the total annualized operating cost includes the cost of
the steam used in the desorber, the electricity consumed by the
pump and the cooling water. Usually, the latter term can be ne-
glected compared to the remaining ones, so the operating cost
can be finally calculated as follows:
COs ¼ cqsQk¼D þ cesWk¼Pð Þtop ð16Þ
In this equation, cqs and ces are the unitary costs of heat and
electricity in scenario s, whereas top is the total annual operating
time.
3.2.2. Financial risk
In mathematical terms, the financial risk associated with a de-
sign project can be defined as the probability of not meeting a cer-
tain target profit (maximization) or cost (minimization) level
referred to as X [22,27]. Hence, the financial risk associated with
a design x and a target X can be expressed as follows:
Riskðx;XÞ ¼ P½TCðxÞP X ð17Þ
Here, TCðxÞ is the actual total cost, that is, the cost resulting after the
uncertainty has been unveiled and a scenario realized. The above
probability can be expressed in terms of the probability of exceed-





where zs is a binary variable defined for each scenario, as follows:
zsðx;XÞ ¼




As can be observed, for a given design, the probability of
exceeding the target cost in each particular scenario is either zero
or one. A possible way of avoiding the use of binary variables when
evaluating the financial risk is to utilize the definition of downside
risk [46]. The financial risk associated with design x and target total
cost ðXÞ is given by the area under the probability curve from the
target cost = X to þ1 as shown in Fig. 3a. A more straight forward
way of assessing the trade-off between risk and total cost is using
the cumulative probability associated with a given design x and
target level (see Fig. 3b). Here, the downside risk is the area en-
closed above the cumulative probability curve between the target
level and positive infinity. Mathematically, this metric can be
determined as follows:
Table 1
Process data of the absorption cooling cycle.
Heat transfer coefficients U kWm2 K
h i
and temperature data (C) Ref. [41]
Desorber heating steam temperature (C) 110
Cost data Ref. [41]
Operation time per year (h) 1000
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where dðx;XÞ is a positive variable that measures the deviation from
a target X, that is:
dsðx;XÞP TCs X 8 s ð20Þ
Notice that the downside risk is a continuous linear measure
that does not require the definition of binary variables. This is a
highly desirable property to potentially reduce the computational
requirements of the models to manage risk.
3.3. Remarks
 The model presented accounts for the minimization of the
expected total annualized cost of the cycle. To calculate the cost
associated with a given time horizon, it suffices to multiply the
annualized cost with the corresponding number of years. Note
that the results of the optimization problem do not depend on
the number of periods considered in the study, since the number
of years is a constant value and hence can be removed from the
objective function without affecting the calculations.
 By performing some algebraic transformations on the economic
objective function of the model, it can be shown that minimizing
the expected total cost is equivalent to minimizing the cost in
the mean scenario, assuming that the same energy consumption





























¼ CC þ Q k¼Dtopcq þWk¼Ptopce ð21Þ
Here, cq and ce represent the expected values of the energy and
electricity cost, respectively. In practice, it is convenient to re-
place constraint (10) by Eq. (21) in order to achieve a better
numerical performance. Note that this simplification assumes
that the operating conditions of the cycle are fixed once the de-
sign is decided on (i.e. Qk is equal in all scenarios).
 As shown in [37], both the financial risk and downside risk can
be effectively manipulated by minimizing the worst case (i.e.,
the total cost in the most unfavorable scenario). The worst case
posses also the desired property of avoiding the definition of
auxiliary binary variables.
 The model presented can handle uncertainties in any of the coef-
ficients of the objective function, including the capital cost. This
represents an important feature of the proposed approach.
 In those cases in which the uncertain coefficients follow specific
types of probability functions (see [47]), it is possible to apply
chance constrained programming techniques to perform an ana-
lytical integration of the probabilistic constraint defined by Eq.
(17).
4. Solution method
The design task is finally posed as a bi-criteria non-linear pro-




s:t: constraints ð1Þ—ð16Þ; ð19Þ and ð20Þ
ð22ÞThe solution to this problem is given by a set of efficient or
Pareto optimal points representing alternative process designs,
each achieving a unique combination of economic performance
and downside risk. For the calculation of the Pareto set of (M),
two main methods exist in the literature. These are the
weighted-sum method and the -constraint method [48]. The
weighted-sum method is only rigorous for problems with convex
Pareto sets, whereas the epsilon constraint ð-constraint) method
is rigorous for both, the convex and non-convex cases. In general,
the thermodynamic correlations used to determine the enthalpies
in model (M) will add non-convexities in the mathematical formu-
lation. Thus, the -constraint method is better suited to our
problem.
This method is based on formulating an auxiliary model (MA),
which is obtained by transferring one of the objectives of the origi-
nal problem (M) to an additional constraint. This constraint
imposes an upper limit on the value of the secondary objective.
Model (MA) is then solved for different values of the auxiliary




s:t: DRiskðx;XÞ 6 
constraints ð1Þ—ð16Þ; ð19Þ and ð20Þ
ð23Þ
The extreme points of the search interval of  ð 2 ½; Þ, can be
determined by optimizing each single objective separately.5. Case study
The capabilities of our approach are illustrated through a case
study that addresses the design of a typical absorption cooling sys-
tem (see Fig. 1). The system is an absorption cooling cycle driven
by low grade heat that utilizes ammonia–water as working pair.
The input data of the problem, which includes the cooling capacity
of the cycle and the external fluid (water) temperatures, are given
in Table 1. A time horizon of 15 years was considered, so the annu-
alized total cost was multiplied by 15 in the calculations. Note that,
as commented before, the consideration of a specific time horizon
does not affect the output of the optimization model.
The uncertain parameters (i.e., steam and electricity cost) were
described through 100 equiprobable scenarios that were generated
by performing a Monte Carlo sampling on a set of Gaussian prob-
ability functions. Specifically, we considered five distributions with
mean values 1, 1.5, 2, 2.5 and 3 times larger than the nominal en-
ergy cost used in [41]. All these distributions assumed a standard
deviation of 30 %. Figs. 4a and b show the histogram of frequencies
associated with the resulting discrete probability distributions that
characterize the heat and electricity cost.
6. Results and discussion
The problem was implemented in the modeling system GAMS
[49] interfacing with CONOPT [50] as main optimization package.
The resulting optimization problem features 713 continuous vari-
ables and 821 constraints. In general, the number of variables
and constraints of the model is a function of the number of scenar-Other data Ref. [41]































Fig. 4. Histograms of frequencies of the energy cost parameters.
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The number of scenarios is typically determined by applying a sta-
tistical analysis. On the other hand, the number of process units
and streams is given by the topology of the absorption cycle.
Note that the global optimality of the solutions found cannot be
guaranteed, since we are using a local optimizer. Thus, these solu-
tions must be regarded as locally optimal unless a global optimiza-
tion method is employed [51]. The application of this last type of
techniques, which tend to be highly computationally intensive, is
out of the scope of the current work. Hence, we consider that a lo-
cal solution to the problem is sufficient for the purpose of the anal-
ysis performed.
6.1. Pareto optimal set of solutions
The model was first solved by optimizing each single objective
separately. In the calculation of the downside risk, the target level
X was set to 4:5 105 €. These single-objective optimizations pro-
vided the lower and upper limits of the search interval in which the
downside risk must fall. This interval was next partitioned into 20
sub-intervals, and the model was then calculated for the limits of
each of them. The total computation time was 2.91 s on a
1.81 GHz machine.
The Pareto points obtained by following this strategy are shown
in Fig. 5. Note that each point of the Pareto set represents a differ-
ent optimal design operating under a set of specific conditions. Fur-
thermore, each trade-off solution involves a different compromise
between expected total cost and risk. As can be observed in the fig-































Fig. 5. Pareto optimal set.since a reduction in downside risk can only be achieved at the ex-
pense of an increase in the expected total cost.
The points A and B shown in Fig. 5 are the two extreme Pareto
optimal designs. In design A, the expected total cost is 1.2% smaller
than in B, whereas in B the downside risk is 6.1% smaller than in A.
It is interesting to notice that in the upper part of the Pareto curve
it is possible to achieve a substantial reduction of the downside
risk at the expense of a marginal increase of the expected total cost.
























Fig. 6. Relationship between capital cost, expected operating cost, coefficient of
performance, total area of the cycle and DRisk.





















Fig. 8. Scenario realizations of the extreme solutions.
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ISBN: 978-84-693-7673-7/DL:T-1752-2010 E½TC ¼ 285;220 € it is possible to decrease the downside risk by 4%
at the expense of increasing the total cost only by 0.21%. Hence, in
view of these results, it seems convenient to select solutions close
to cycle A, since they can reduce the risk level without compromis-
ing to a large extent the average economic performance of the
system.
Furthermore, Fig. 6a depicts the capital cost and the expected
operating cost of the cycles of the Pareto curve as a function of
the downside risk. As can be observed, reducing the downside risk
level leads to an increase in the capital cost, since this implies
investing in heat exchangers with larger areas. In practice, the
reduction of the expected operating cost that is attained by using
bigger equipments does not compensate the extra capital invest-
ment required. Hence, the overall effect is that the expected total
cost and downside risk tend to be conflictive criteria, as already
discussed before. In Fig. 6b we show the relationship between
the total area of the cycle, the coefficient of performance (COP)
and the downside risk level. As can be seen, the minimization of
the downside risk leads to cycles with better COPs and larger areas.
Note that the reduction in the energy consumption makes the cycle
less sensitive to the fluctuations in the price of steam, which is the
main parameter affecting the operating cost. This leads to a more
robust behavior of the system in the face of uncertainty.
6.2. Cumulative risk curves
Fig. 7 shows risk curves (cumulative probability vs total cost)
associated with the extreme Pareto optimal designs. As can be ob-
served, when the risk is reduced, the probability curve ‘‘rotates” in
such a way that its lower part moves to the left whereas the upper
one moves to the right. This is because the probability of highly
undesirable scenarios (i.e., scenarios with high total cost) is re-
duced at the expense of lowering the probability of favorable situ-
ations (i.e., with a small total cost). For instance, in the minimum
cost solution, the probability of exceeding a high cost level (like
for instance 556,500 €), is 8%, whereas in the least risky one this
probability drops to 5%. On the other hand, the probability of a to-
tal cost bellow 186,000 € is 26% in the minimum cost solution and
21% in the minimum downside risk one.
Finally, Fig. 8, depicts the total cost associated with each partic-
ular scenario realization. As shown in the figure, there are cases in
which the minimum cost solution performs better than the mini-
mum downside risk one, and others in which the opposite situa-





















Ω = 4.5 × 105
Fig. 7. Cumulative risk curves of the extreme solutions for X ¼ 4:5 105 €.as expected, the minimum cost solution is superior when the en-
ergy price is low, whereas the other one yields better results when
the energy cost increases.
6.3. Sensitivity analysis
Note that the shape of the risk curves, and even the existence of
a trade-off between expected cost and risk, will depend on the spe-
cific example being solved, and more precisely on the capital and
operating cost data. In our example, it turns out that the difference
between the curves is not very pronounced. In order to elucidate
whether this was a particular feature of our example or not, we
ran several case studies that differed in the values of the target le-
vel as well as the operating and capital cost parameters.
In first place, we solved the problem considering a risk-taker
decision-maker with a preference for a small target level
ðX ¼ 2 105 €). Fig. 9 shows the obtained results that illustrate
how the risk curves of the extreme solutions of the problem tend
to approximate when a small value of X is chosen. In other words,
risk-takers will chose solutions close to the minimum expected





















Ω = 2 × 105
Fig. 9. Cumulative risk curves of the extreme solutions for X ¼ 2 105 €.





















Ω = 1.6 × 106





















Ω = 5.5 × 105
Fig. 10. Cumulative risk curves of the extreme solutions for top ¼ 4000 h and
doubled CC.
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the risk curves, we next solved two examples which differed in the
operating times and capital cost coefficients. In the first case, we
considered an annual operating time of 4000 h per year in order
to increase the weigh of the operating cost in the total cost of
the system. The target level for this case was fixed to
X ¼ 1:6 106 €. Given this data, the model tries to minimize the
operating cost by investing in equipments with larger areas. As a
result, the trade-off between expected total cost and downside risk
is small, since the areas of the heat exchangers are already large in
order to minimize the energy consumption. Consequently, the
cumulative risk curves of the extreme solutions are quite close,
as depicted in Fig. 10a.
In the second example we doubled the coefficients of the capital
costs and set X ¼ 5:5 105 €. In this case, the optimization model
minimizes the capital cost by investing in smaller heat exchangers,
since they represent a large percentage of the total cost. As a result,
the trade-off between expected cost and downside risk is more
pronounced, and the risk curves move away, as shown in Fig. 10b.
As can be observed, in all the cases the probability curves of the
extreme solutions are quite close. Hence, in view of these numer-ical results and in the absence of a more rigorous theoretical anal-
ysis, we conclude that the design problem is per se quite rigid (i.e.,
it is difficult to manipulate the risk associated with the invest-
ment). This might be attributed to the inherent trade-off that nat-
urally exists between the capital and operating cost of an
absorption cycle (i.e., to reduce the operating cost it is necessary
to invest in larger equipments). In any case, as discussed and
shown before, the risk level can still be manipulated to a certain
extent by properly varying the areas of the equipments. This is
an interesting insight that we get from the stochastic model, which
shows how the optimal design of an absorption cycle is not very
much affected by the uncertainty in the energy cost, since the po-
tential savings that can be achieved by decreasing the energy con-
sumption are compensated by the required increase in the capital
investment. We should note, however, that such a conclusion
strongly depends on the input data of the model.
7. Conclusions
This work has presented a systematic approach for the design of
absorption cooling cycles under uncertainty in the energy cost. The
design task has been formulated as a bi-criteria stochastic NLP
model that seeks to minimize the expected total cost and the asso-
ciated risk. The latter criterion has been measured by the downside
risk, which avoids the definition of binary variables thus leading to
better numerical performance. The solution to the problem is given
by a set of Pareto optimal solutions that trade-off the objectives
considered in the analysis. In this work, these solutions have been
calculated via the epsilon constraint method.
The capabilities of the proposed modeling framework and solu-
tion strategy have been illustrated through the design of a typical
absorption cooling system. It has been clearly shown that reductions
in the downside risk can be attained by slightly increasing the ex-
pected cost of the cycle. This can be achieved by investing in heat
exchangers with larger areas, which lowers energy consumption thus
making the cycle less sensitive to fluctuations in the energy price.
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In recent years, there has been a growing increase of the cooling demand in many parts of the world,
which has led to major energy problems. In this context, solar assisted absorption cooling systems have
emerged as a promising alternative to conventional vapor compression air conditioning systems, given
the fact that in many cases the cooling demand coincide with the availability of solar radiation. In this
work, we present a decision-support tool based on mathematical programming for the design of solar
assisted absorption cooling systems. The design task is formulated as a bi-criteria mixed-integer
nonlinear programming (MINLP) optimization problem that accounts for the minimization of the total
cost of the cooling system and the associated environmental impact measured over its entire life cycle.
The capabilities of the proposed method are illustrated in a case study that addresses the design of a solar
assisted ammonia-water absorption cycle considering weather data of Barcelona (Spain).
 2010 Elsevier Ltd. All rights reserved.1. Introduction
The cooling demand in many parts of the world has been
increasing rapidly during the last decade, especially in moderate
climates, such as in many European countries [1,2]. As a result,
more air conditioning units have been installed, and the electricity
demand has been rising, which has led to an increase in the use of
fossil and nuclear energy. This trend threatens the stability of
electricity grids, leading at the same time to major environmental
problems. Particularly, during the last years there has been a fast
proliferation of vapor compression air conditioning (AC) [1e3]. In
Spain, the electricity consumption of these equipments is already
affecting significantly the national energy system. For example, the
summer peak electricity demand in the southern part of the
country increased by 20% in 2003 and by another 20% in 2004, in
which the summer peak consumption became even higher than the
winter peak electricity demand [3].
Hence, it seems clear that a drastic change in the energy
structure should be made in the developed countries in order to
adopt more sustainable solutions for fulfilling the cooling demand.þ34 977559691.
All rights reserved.
ssie BH, et al., A systematic
doi:10.1016/j.energy.2010.05.Particularly, environmentally friendly and energy efficient tech-
nologies have to be promoted so that the environmental impact of
cooling applications is minimized without compromising the
economic performance of the cooling system.
Solar cooling is one of the possible technological alternatives to
vapor compression AC that has recently attracted an increasing
interest. Solar cooling technology uses thermal energy provided by
solar collectors to power an absorption cycle that produces cooling.
The use of solar energy in cooling applications has a large potential to
replace conventional cooling systems, given the fact that the cooling
demand tends to coincide with the availability of solar radiation
[2,4]. Although these technologies take advantage of a renewable
source of energy, thus decreasing the associated environmental
impact, they have the drawback that their cost is higher than that of
conventional cooling systems (i.e., vapor compression cooling
systems). Particularly, the required heat production subsystem,
which includes the solar collectors as well as the auxiliary heating
system, along with the absorption cooling cycle itself lead to higher
capital costs than those of compression cycles.
In this context, it is necessary to develop tools for optimizing the
performance of absorption cooling cycles, so they become a real
alternative to compression cycles in the market place. In the liter-
ature, solar cooling systems have been typically optimized either











GFH, gfh Gas fired heater
LCA Life cycle assessment
P Solution pump
RV Refrigerant expansion valve
SC Subcooler
SHX Solution heat exchanger








k Unit of the absorption cycle
n Number of collectors
p Component of a stream
t Time period
Sets
ID(d) Set of impact categories included in the damage
category d
IN(k) Set of input streams to unit k
OUT(k) Set of output streams from unit k
Parameters
Ai
Col Absorber area of solar collector model i [m2]
costi
col Cost of solar collector model iper unit of capacity ½a
ˇ
€=m2
costelec Unit cost of electricity ½a
ˇ
€=kWh2
costng Unit cost of heat from natural gas ½a
ˇ
€=kWh2
c0,i Optical efficiency of collector model i
c1,i Linear loss coefficient of collector model i
c2, i Quadratic loss coefficient of collector model i
Cp Water heat capacity
dfbc Damage factor associated with chemical/feedstock
b and impact category c ½impact=kg
Gt Global daily solar radiation for month t ½W=m2
IAM(Q) Incident angle modifier
ir Interest rate [%]
LCIEelecb Life cycle inventory entry associated with chemical/
feedstock b per unit of electricity consumed ½kg=MJ
LCIEheatðColÞb Life cycle inventory entry associated with chemical/
feedstock b per unit of heat delivered by the solar
collector ½kg=kWh
LCIEheatðgfhÞb Life cycle inventory entry associated with chemical
b per unit of heat delivered by the heater ½kg=MJ
LCIEmanbk Life cycle inventory entry associated with chemical
b per unit of capacity of equipment k constructed
½kg=unit
M and BM Sufficiently large parameters
QEt Heat transferred in the evaporator in period t [kW]
Tambt Ambient temperature in month t [
C]
Top Operating hours per year ½h=yr
Uk Overall heat transfer coefficient of unit k½ðkwÞ=ðm2KÞ
ak Purchase cost exponent
bk Purchase cost coefficient
dd Normalization factor ½points=impact
hgfh Thermal efficiency of the gas fired heater
j Capital cost coefficient
q Capital cost recovery factor
Q Incident angle
f Life span of the cooling system [yrs]
xd Weighting factor
Variables
Ak Area of heat exchanger k
CAPk Capacity of equipment k
CC Capital cost [V]
COPt Coefficient of performance of the absorption cycle in
month t
COPSi;t Solar cooling system efficiency using collector type i in
month t
DAMd Damage in damage category d [impact]
ECk Capital cost of unit k [V]
ECO99 Total Eco-indicator 99 [points]
f grosst Gross solar fraction in month t
f nett Net solar fraction in period t
hj, t Enthalpy of stream j in period t ½kJ=kg
IMc Damage in impact category c [impact]
LCItotb Life cycle inventory entry of chemical/feedstockb related
to the construction and operation of the cycle [kg]
LCImanb Life cycle inventory entry associated with chemical/
feedstock b related to the manufacture of the system [kg]
LCIopb Life cycle inventory entry associated with chemical/
feedstock b related to the operation of the system [kg]
mj, t Mass flow rate of stream j in period t½kg=s
OC Operating cost [V]
Pj, t Pressure of stream j in period t [bar]
PECk Purchase equipment cost [V]
QColt Solar heat collected in period t [kW]
QDt Heat demand of the absorption cycle generator in
period t [kW]
Qgfht Heat provided by the gas fired heater in period t [kW]
QINk;t Heat input to unit k in period t [kW]
QOUTk;t Heat output from unit k in period t [kW]
RCCol Running cost of the solar collectors [V]
RCcw Running cost of the cooling water [V]
RCgfh Running cost of the gas fired heater [V]
RCP Running cost of the pump [V]
ryi, n Relaxed binary variable
TC Total cost [V]
Tavt Average temperature of the inlet and exit temperatures
of the collector in period t [C]
Tj, t Temperature of stream j in period t [C or K]
Wk, t Mechanical power of unit k in period t [kW]
xp, j, t Mass fraction of component p in stream j of period t
yi, n Binary variable (1 if n collectors of type i are selected,
0 otherwise)
DTlmk;t Logarithmic mean temperature difference of unit k in
period t [C or K]
DThk;t Temperature difference in the hot end of unit k in
period t [C or K]
DTck;t Temperature difference in the cold end of unit k in
period t [C or K]
3 Auxiliary parameter
3 Lower bound on the auxiliary parameter
3 Upper bound on the auxiliary parameter
hcoli;t Efficiency of solar collector type i in period t
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system installed in Nicosia. The optimization was aimed at select-
ing the appropriate solar collector type, slope, area, storage tank
volume, and settings of the boiler thermostat so as to maximize the
performance of the cooling system. Assilzadeh et al. [7] developed
a model of a solar cooling system designed for the weather
conditions of Malaysia that included evacuated tube solar collectors
and a LiBr absorption chiller. These work used the dynamic simu-
lation program TRNSYS in the modeling and analysis of the cooling
system. The approach followed was a back and forth iterative one
that consisted of running the model for a set of values that the
variables of interest could take, and then identifying the best ones
considering the performance of the solar system and the absorp-
tion cycle. The main drawback of this approach is that it is likely to
fail in sub-optimal solutions, since the parameters search space is
not explored in a systematic way.
Lecuona et al. [8] provided an explicit equation to optimize the
hot water temperature of solar assisted absorption cooling systems.
They used characteristic equation models that depended only on
the external temperatures of the absorption refrigeration system.
Their work assumed that as the hot water temperature increases,
the coefficient of performance of the chiller increases, whereas the
solar field efficiency decreases. In this context, there is a hot water
temperature that leads to the best overall performance of the
combined system [9,10].
Systematic methods based on mathematical programming
techniques have also been applied to the optimization of absorp-
tion cycles. The use of these tools is rather convenient in this
context, since they allow to explore in a systematic way a very large
number of alternative solutions. This approach relies on posing the
design task as an optimization problem, which is solved by stan-
dard techniques for linear, nonlinear, mixed-integer linear and
mixed-integer nonlinear programming (LP, NLP, MILP, MINLP,
respectively). These methods have been extensively used in many
process systems engineering problems [11,12], including the opti-
mization of energy systems [13,14] and more recently of ammonia-
water absorption cycles [15e17].
Savola et al. [13] developed a MINLP model for the synthesis and
operation of a combined heat and power (CHP) plant. Their
objective was to maximize the power to heat production ratio. Tveit
et al. [14] presented also a multi-period MINLP model to optimize
a CHP plant by maximizing the benefits from the power generation
and district heating.
The optimization of the operating conditions and the process
scheme of an ammonia-water absorption refrigeration system was
addressed in [15e17] using a MINLP model. In these works, various
heat exchanger technologies were examined aiming at the mini-
mization of the total capital cost of the absorption refrigeration
system.
The aforementioned approaches focused on optimizing the
economic performance of the absorption cycle. In contrast, other
works in the literature have focused on evaluating the environ-
mental performance of solar collectors following the Life Cycle
Assessment (LCA) methodology [18e20]. The application of multi-
objective optimization for integrating the environmental and
economic performance of energy systems using evolutionary
algorithm was also addressed in [21e24]. All the aforementioned
contributions have concentrated on either the absorption cycle or
the solar system. However, to our knowledge, the study of inte-
grated solar assisted thermal systems has never been addressed in
the literature.
In this paper, we fill in this research gap by proposing a novel
MINLP model that optimizes the design and operating conditions of
these systems considering economic and environmental concerns.
Particularly, the two main goals of this work are: (i) to presentPlease cite this article in press as: Gebreslassie BH, et al., A systematic
absorption cooling systems, Energy (2010), doi:10.1016/j.energy.2010.05.a novel MINLP formulation that integrates a solar thermal system
into a thermal energy driven absorption cooling model based on
previous works by the authors [25,26], and (ii) to perform a LCA
analysis of the integrated system in order to obtain a suitable
environmental indicator to be optimized along with the standard
economic criteria. The approach presented relies on a novel bi-
criteria MINLP formulation in which the environmental impact is
measured by an environmental metric based on LCA principles (i.e.,
Eco-indicator 99 [27]). To overcome the numerical difficulties
associated with the model resolution, we propose an efficient
solution strategy based on a customized branch and bound method
that exploits the specific structure of the model.
The capabilities of the approach presented are illustrated
through a case study that addresses the design of a solar assisted
ammonia-water absorption cooling system that can operate with 7
different types of solar collectors: 3 evacuated tube collectors, 3 flat
plate collectors and 1 compound parabolic collector, considering
typical weather data of Barcelona (Spain).
The paper is organized as follows. The problem under study is
formally stated in first place. The mathematical model is presented
next along with the solution method devised to solve it. The case
study is introduced in the next section, and the conclusions of the
work are presented afterwards.
2. Problem statement
Compared to a compression cooling cycle, the basic idea of an
absorption cooling cycle is to replace the electricity consumption
associated with the vapor compression cycle by a thermally driven
absorptionedesorption system [28] that employs a suitable
working fluid pair. The working pair consists of a refrigerant and an
absorbent. In this study, without loss of generality, an ammonia-
water solution is used as working pair, with the ammonia being the
refrigerant and water the absorbent. We assume that the thermal
energy that powers the absorption cooling cycle can be produced in
different ways, including the use of gas fired heaters, steam boilers,
waste heat and/or solar thermal panels.
Fig. 1 depicts the solar assisted absorption cooling system
studied in this work. The hot water driven absorption cycle (Fig. 1
(a)) provides chilled water for cooling applications. The basic
components of the absorption cycle are the absorber (AB),
condenser (Con), desorber (D), evaporator (E), refrigerant subcooler
(SC), refrigerant expansion valve (RV), solution heat exchanger
(SHX), solution pump (P), and solution expansion valve (SV). The
heat required by the desorber can be supplied by a fired water
heater, by solar panels or by a combination of both. Therefore, the
heat production subsystem includes two main components: a gas
fired heater (GFH), and solar collectors (Col). The gas fired heater
uses natural gas as primary energy resource. Different types of solar
panels can be installed, including evacuated tube collectors (ETC),
flat plate collectors (FPC) or compound parabolic collectors (CPC).
Within each collector type, we consider different models. Details on
the absorption cycle operation can be found in [25,26].
The hot water from the heat production subsystem is used in the
generator of the absorption cycle, as shown in Fig. 1(b). If the
temperature of the output stream from the solar collectors is high
enough to power the absorption cycle, then the gas fired heater is
by-passed. Otherwise, the water is further heated by passing
through the gas fired heater in order to reach the appropriate
operating temperature. If no solar collectors are chosen, then the
cooled water directly enters the gas fired heater without any
preheating.
The problem addressed in this paper can be formally stated as
follows. Given are the cooling capacity of the system, the inlet and
outlet temperatures of the external fluids (except the hot watertool for the minimization of the life cycle impact of solar assisted
039
Fig. 1. Ammonia-water solar assisted absorption cooling system.
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exchangers, capital cost data, monthly weather data (ambient
temperature and global daily solar radiation), performance equa-
tions of the solar collectors, and life cycle inventory of emissionsFig. 2. A generic unit of the absorption cycle with its inlets and outlets.
Please cite this article in press as: Gebreslassie BH, et al., A systematic
absorption cooling systems, Energy (2010), doi:10.1016/j.energy.2010.05.and feedstock requirements associated with the construction and
operation of the cooling system. The goal is to determine the
optimal design and associated operating conditions that minimize
simultaneously the total cost of the system and its environmental
impact.
3. Mathematical formulation
In this work, the design task is posed as a bi-criteria MINLP that
seeks to minimize the total cost and environmental impact of the
cooling system. The solution to this bi-criteria problem is defined
by a set of trade-off alternatives, each of which involves different
structural and operating features. The mathematical model of the
absorption cycle presented next is based on the formulation
introduced by the authors in previous works [25,26]. Particularly, in
this paper we have enlarged the scope of the aforementioned
absorption cycle model in order to account for the performance
equations of the heat production subsystem. The resulting formu-
lation relies on the following assumptions:
 Weather conditions are expressed on a monthly basis without
accounting for daily variations.
 Monthly steady state operation.
 Constant cooling demand, as is the case in many industrial
applications.
 Other assumptions concerning the operation of the absorption
cycle can be found in [25,26].
The mathematical formulation comprises two main parts: (i)
general constraints that include mass and energy balance equations
as well as equipment performance constraints; and (ii) objective
function related constraints that allow to assess the economic and
environmental performance of the solar assisted cooling system.
Although some of these constraints have been already introduced
in previous works by the authors [25,26], they are described in
detail next for the sake of completeness of the overall mathematical
formulation.
3.1. General constraints
The model considers that the total time horizon can be divided
into t periods. The cycle can operate in a different manner in each of
these periods in order to get adapted to the specific solar radiation
of that time interval. We assume, without loss of generality, that
each of these periods corresponds to one month, although in
general we could specify any other length.
3.1.1. Mass balance constraints
The model is based on energy and materials balances that obey
the laws of mass and energy conservation. These principles are
applied to each unit of the system. Specifically, each process unit
can be treated as a control volume with inlet and outlet streams,
heat transfer and work interactions [28,29] (see Fig. 2). This is





mj;txp;j;t ¼ 0 ck; p; t (1)
Eqn. (1) represents the mass balances in period t, and ensures
that the total amount of component p that enters unit k must equal
the total amount of p that leaves k. In this equation, mj, t denotes the
mass flow of stream j in period t, and xp, j, t is the mass fraction of
component p in stream j and period t. Note that j can be either an
inlet or outlet stream. Furthermore, IN(k) denotes the set of inlet
streams to unit k, whereas OUT(k) includes the outlet streams.tool for the minimization of the life cycle impact of solar assisted
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Eqn. (2) defines the energy balance for each equipment unit of the
system, assuming no heat losses, in period t. The difference in energy
content between the inlet and outlet streams, plus the heatsupplied to
the unit (Qk, t
IN) must equal the heat removed (Qk, t
OUT) plus the work
done (Wk, t) by the unit. Note that the heat and work terms in eqn. (2)







k;t Wk;t ¼ 0 ck;t (2)




















Expansion valvesðRV ; SVÞ
Sollar collectors; ðColÞ




Wk;t ¼ 0 cksP (5)
The thermodynamic properties of the ammonia-water mixture
are determined with the correlations proposed by Patek and Klomfar
[30]. The heat exchangers are modeled using the logarithmic mean
temperature difference ðDTlmk;t Þ, the heat transfer area (Ak) and the
overall heat transfer coefficient (Uk), as shown in eqn. (6).
Qk;t ¼ UkAkDTlmk;t k ¼ AB;Con;D; E; SC; SHX;ct (6)
In order to improve the numerical performance of the model,
the logarithmic mean temperature difference, which is a function
of the hot and cold end temperature differences (DThk;t and DT
c
k;t ,












k ¼ AB;Con;D; E; SC; SHX; ct
3.2. Heat production subsystem
As mentioned before, the model considers that the heat
supplied to the absorption cycle is generated from the solar
collectors and the fired heater. The equations associated with these
systems are presented in the next sections.
3.2.1. Collector performance constraints
The model accounts for i different types of collectors. The
selection of n number of solar collectors of type i is represented by
























Yi;Yn˛fTrue;Falseg ci;n ð8ÞPlease cite this article in press as: Gebreslassie BH, et al., A systematic
absorption cooling systems, Energy (2010), doi:10.1016/j.energy.2010.05.where Yi and Yn are Boolean variables that decide whether the
given disjunctive terms i and n in the disjunctions are true or false.
They are true if n collectors of type i are selected, and false other-
wise. If a given collector is chosen, then the associated equations
inside the disjunction, which allow to determine the heat supplied
by the solar system, are active. If the collector is not selected, the
corresponding equations are all set to zero.
The useful heat collected from the solar system in each period
tðQColt Þ is determined from the collector performance, which is
given by the collector efficiency ðhColi;t Þ, its area and the global solar
incident radiation on the collector surface in t (Gt) [4]. The area of
the collectors is obtained by multiplying the size of the collector
model iðAColi Þ with the corresponding number of collectors n
installed in the system. The second equation inside the disjunction
allows to determine the efficiency of a collector i in period t [4].
Here, IAM(Q) is the incident angle modifier, which accounts for the
effect of a non perpendicular incident radiation at incidence angle
Q, in relation to a normal incidence radiation (i.e., Q¼ 0). Tambt is
the monthly average ambient air temperature. c0, i denotes the
optical efficiency of collector i, whereas c1, i and c2, i are the linear
and quadratic loss coefficients, respectively, of collector i [4].
Finally, Tavt is the monthly average fluid temperature in the
collector, which can be determined from the monthly inlet (T23, t)





The above disjunction can be reformulated into standard alge-
braic equations by applying either the big-M or convex hull refor-
mulations [33,34]. Particularly, in this work we use the big-M
reformulation, which leads to the following equations:














































where yi, n is an auxiliary binary variable that takes a value of 1 if n
number of collectors of type i are selected and 0 otherwise, and M
and BM are a sufficiently large parameters. Constraint (14) is added




yi;n ¼ 1 (14)
3.2.2. Linking constraints
Eqn. (15) links the heat provided by the collectors and the gas
fired heater with that consumed by the cycle. Particularly, the heat
consumed by the generator of the cycle in period tðQDt Þ should be
less than or equal to the summation of the heat supplied by the
collector ðQColt Þ and that provided by the gas fired heater ðQ
gfh
t Þ in
the same period:tool for the minimization of the life cycle impact of solar assisted
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t ct (15)
The amount of heat provided by the heater in every time period
must be less than or equal to its capacity, which is denoted by the
continuous variable CAPk.
Qgfht  CAPk k ¼ gfh;ct (16)
The heat provided by the collectors and the gas fired heater
(QColt and Q
gfh
t , respectively) can be determined from the water flow
rate mj, t and the inlet and exit temperatures of the heat production












The following equations enforce some conditions that the
temperatures of the heat production subsystem must satisfy. The
subscript numbers refer to the stream numbers in Fig. 1(b).
T17;t  T18;t ct (19)
T18;t  T23;t ct (20)
T24;t  T23;t ct (21)
T25;t  T24;t ct (22)
T17;t  T25;t ct (23)
3.2.4. Performance indicators
The equations given in this section are added to determine some
indicators that provide information on the performance of the
cooling system. In fact, these performance metrics can be easily
determined once the model has been solved (i.e., in the post-
optimal analysis of the solutions), since they do not affect the
calculations. Nevertheless, they are described in detail next for
completeness of the mathematical formulation.
The gross solar fraction f grosst is given by the ratio between the






Furthermore, the net solar fraction f nett is defined as the ratio
between the heat supplied by the solar collector and the heat







Eqn. (26) defines the overall solar cooling system efficiency
ðCOPSi;tÞ as the product of the collector efficiency h
Col
i;t and the
absorption cycle coefficient of performance COPt [3].
COPSi;t ¼ h
Col
i;t COPt ci; t (26)




(27)Please cite this article in press as: Gebreslassie BH, et al., A systematic
absorption cooling systems, Energy (2010), doi:10.1016/j.energy.2010.05.3.3. Objective functions
Our model includes two contradicting objective functions:
minimum total cost and life cycle environmental impact.
3.3.1. Economic performance objective function
The total cost of the system (TC), which accounts for both, the
capital and operating costs (CC and OC, respectively) during its
entire life span, is given by eqn. (28).
TC ¼ CC þ OC (28)
The capital cost includes the cost of the heat exchangers, solar
collectors, gas fired heater, pumps and expansion valves, which are







Note that this equation makes use of the number of useful years
(f) and capital recovery factor (q). The latter term, which is calcu-
lated via eqn. (30), is a function of the interest rate (ir) and the life
span (f) of the system [35].




Eqn. (31) is used to determine the capital cost associated with
equipment k [35].
ECk ¼ jPECk cksCol (31)
wherej is a cost parameter that allows to determine the total capital
cost of a given equipment (i.e., a heat exchanger, gas fired heater,
pump or expansion valve) from the purchase equipment cost PECk
[35]. The value ofPECk is estimated using available correlations in the
literature [36]. From these correlations, it is possible to derive the
following exponential expression that is added to the model:
PECk ¼ bkðCAPkÞak cksCol (32)
In this equation, CAPk represents the capacity of unit k (i.e., a heat
exchanger, gas fired heater or pump), whereas ak and bk are cost
parameters. Typical values for the coefficientbk, the exponentak and
the range of capacities for the different equipments are shown in
Table 1. The Chemical Engineering cost index [37] can be used for
updating the equipment costs from the base year to the current one.
The capital cost associated with the solar collectors is determined
from the specific collector cost and area (costColi andA
Col
i , respectively)










i k ¼ Col (33)
The total operational cost accounts for the running cost associ-
ated with the gasfired heater (RCgfh), pump (RCP) and solar collectors
(RCCol), as well as the cooling water cost (RCcw). It should be noted
that the last two terms are typically neglected in the calculations.
OC ¼ RCgfh þ RCP þ RCCol þ RCcw (34)
The running cost of the gas fired heater (RCgfh) and the pump










WPt (36)tool for the minimization of the life cycle impact of solar assisted
039
B.H. Gebreslassie et al. / Energy xxx (2010) 1e14 7
UNIVERSITAT ROVIRA I VIRGILI 
OPTIMIZATION OF ENVIRONMENTALLY FRIENDLY SOLAR ASSISTED ABSORPTION COOLING SYSTEMS 
Berhane Hagos Gebreslassie 
ISBN: 978-84-693-7673-7/DL:T-1752-2010 Where f and Top represent the useful life of the system
expressed in years and total number of operating hours per year,
respectively. In this equation, Qt
gfh and Wt
P are the monthly heat
contribution of the gas fired heater and monthly electricity
consumption of the pump, respectively, whereas hgfh is the
conversion efficiency of the gas fired heater. The parameters costng
and costelec are the unit costs of the heat from the gas fired heater
and electricity, respectively.
3.3.2. Environmental performance objective function
To assess the environmental performance of the system, we
follow a combined approach that integrates LCA principles with
optimization theory [38,39]. In this framework, LCA is employed to
assess the environmental performance of the process, whereas
optimization techniques are used for generating in a systematic
way different technological alternatives and identifying the best
ones in terms of economic and environmental criteria. Examples on
the application of this general framework to the development of
sustainable processes can be found in [40e45].
In particular, the environmental performance of the system is
measured by the Eco-indicator 99 metric. Note, however, that any
other LCA indicator could be used. The Eco-indicator 99 accounts
for 11 impact categories that are aggregated into three types of
damages: human health, ecosystem quality and resource depletion.
Details about the LCA methodology can be found elsewhere [46],
whereas the Eco-indicator 99 is described in detail in [27].
The calculation of the Eco-indicator 99 follows the main LCA
stages: (1) goal and scope definition, (2) inventory analysis, (3)
damage assessment and (4) interpretation. We describe next these
phases in the context of our study.
The goal of our LCA analysis, which is specified in phase 1, is to
determine the life cycle impact of fulfilling a given cooling demand.
The functional unit of the LCA analysis is therefore the amount of
cooling demand satisfied. We perform a cradle to gate analysis that
encompasses all the processes from the extraction of the raw
materials required for the construction and operation of the cycle
until the energy is delivered to the final customer.
The inventory analysis phase aims to determine the life cycle
inventory of emissions and feedstock requirements associated with
the cooling system. This inventory, which is represented by
a continuous variable LCItotb , accounts for the feedstock require-
ments and emissions of pollutant chemicals associated with the
manufacture ðLCImanb Þ and operation ðLCI
op
b Þ of the cooling system,






The value of LCImanb can be determined from the sizes of the gas
fired heater, solar collectors, heat exchangers and pumps of the





Here, CAPk represents, in each case, the area of the heat
exchangers, capacity of heat delivered by the gas fired heater in
kWh and solar collector absorber area in m2. These variables are
degrees of freedom in the optimization problem. On the other hand,Table 1
Economic parameters.
Unit bk ak Range
Heat exchanger 6880 0.430 5 m2e1500 m2
Gas fired heater 1633 0.584 100 kWe10000 kW
Pump 1942 1.110 1 kWe100 kW
Please cite this article in press as: Gebreslassie BH, et al., A systematic
absorption cooling systems, Energy (2010), doi:10.1016/j.energy.2010.05.LCIEmanbk denotes the life cycle inventory entries associated with
each equipment unit k (i.e., the emissions/feedstock requirements
of chemical b per unit of equipment capacity installed).
The values of LCIEmanbk should be obtained either from the liter-
ature or by performing an LCA analysis on the manufacture of each
single equipment unit. At this point, it might be convenient to use
rough estimates in the LCA calculations when there is little infor-
mation available on the manufacture process. A possible way to do
this consists of determining in first place the amount of metal
contained in an equipment, and then translating this information
into the corresponding life cycle inventory entries by using stan-
dard environmental databases that store emissions data associated
with a wide range of processes [47e49]. Thus, in the absence of
more accurate data, the life cycle inventory of emissions and
feedstock requirements of any equipment unit will be approxi-
mated by the life cycle inventory of the material it is made of.
On the other hand, the value of LCIEopb can be determined from
the energy consumed by the gas fired heater, the energy consumed
by the solar collectors, and the electricity consumed by the pump of



















b denote the life cycle
inventory entries per unit of heat delivered by the heater and solar
collectors, and unit of electricity consumed by the cycle, respec-
tively. Note that these values, which can be retrieved from envi-
ronmental databases [47e49], depend on the particular features of
the cycle (i.e., type of primary energy sources used in the heater,
type of solar collectors, electricity mix of the country in which the
cycle operates, etc.).
The damage assessment phase aims at translating the life cycle
inventory of emissions and feedstock requirements into the cor-
responding environmental impacts in each damage category. The
Eco-indicator 99 framework accounts for 11 environmental impacts
that are aggregated into three damage categories as follows:
 Human health, measured in Disability Adjusted Life Years (DALYs).
This damage category includes the following impacts: carcino-
genic effects on humans, respiratory effects on humans caused by
organic substances, respiratory effects on humans caused by
inorganic substances, damage to human health caused by climate
change, human health effects caused by ionizing radiations and
human health effects caused by ozone layer depletion.
 Ecosystem quality, measured in Potentially Disappear Fraction
of Species per square meter and year (PDF$m2$year), which
includes the following impacts: damage to ecosystem quality
caused by ecosystem toxic emissions, damage to ecosystem
quality caused by the combined effect of acidification and
eutrophication and damage to ecosystem quality caused by
land occupation and land conversion.
 Depletion of resources, measured in MJ surplus energy, which
accounts for the following impacts: damage to resources
caused by extraction of minerals and damage to resources
caused by extraction of fossil fuels.
The damage caused in each impact category c belonging to
a specific damage category d (IMc) is calculated from the life cycle
inventory of emissions and feedstock requirements associated with
the construction and operation of the cycle (i.e., LCItotb ) and the
corresponding set of damage factors (dfbc), as stated in eqn. (40).tool for the minimization of the life cycle impact of solar assisted
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As can be seen, the damage factors are used to translate the
emissions and feedstock requirements into the associated impacts.
The impact categories are next aggregated into the corresponding





where ID(d) denotes the set of impact categories c that contribute to
damage d. Finally, the Eco-indicator 99 is determined from the
impact (DAMd) in each damage category d (i.e., damage in human
health, ecosystem quality and depletion of resources), by consid-





With regard to the last stage of the LCA methodology (i.e.,
interpretation), let us note that in the context of our integrated
framework, such phase corresponds to the post-optimal analysis of
the Pareto solutions of the multi-objective problem.
4. Solution method
The design task isfinally formulated as a bi-criteria mixed-integer
nonlinear programming (MINLP) problem of the following form:
ðMÞ min
x;y
Uðx; yÞ ¼ fTCðx; yÞ; ECO99ðx; yÞg
s:t: constraints 1 to 42
x˛<; y˛f0;1g
(43)
In this formulation, x represents the state variables or design
variables such as thermodynamic properties, mass flows, and sizes
of equipments. The discrete variables are denoted by y, and are used
in the selection of a specific number n of collectors of type i. On the
other hand, TC(x, y) and ECO99(x, y) denote the economic perfor-
mance and environmental impact of the solar heat integrated
absorption cooling system, respectively.
4.1. Epsilon constraint method
The solution to (M) is given by a set of Pareto optimal points that
represent the trade-off between economic and environmental criteria.Fig. 3. Customized branch and bound example.
Please cite this article in press as: Gebreslassie BH, et al., A systematic
absorption cooling systems, Energy (2010), doi:10.1016/j.energy.2010.05.These points involve alternative process designs, each of which
featuring a specific environmental and economic performance. These
trade-off solutions are determined in this work by the 3-constraint
method [50]. This technique is based on solving a setof single-objective
problems in which one of the objectives is kept in the objective func-
tion and the others are transferred to auxiliary constraints as follows:
ðMAÞ min TCðx; yÞ
s:t: constraints 1 to 42
ECO99  3
3  3  3
x˛<; y˛f0;1g
(44)
in which the lower and upper limits (3 and 3, respectively) that
define the interval within which the epsilon parameter must fall are
obtained by optimizing each scalar objective separately.
A recent review on MINLP methods can be found in [51]. As pointed
out in [51], one of the main difficulties that must be faced when solving
MINLPs in synthesis problems, like the one addressed in this article,
concerns the calculation of NLP subproblems with fixed values of the
binary variables. In these subproblems, a significant number of
equations and variables are often set to zero as they become redundant
when units “disappear”. This in turn often leads to singularities and
poor numerical performance. In the context of our problem, this
situation arises when a collector type is not selected, which forces the
corresponding efficiency equations to take zero values.
To circumvent these difficulties, we propose in this paper a novel
solution method that is based on the logic-based outer approxima-
tion for nonlinear Generalized Disjunctive Programming (GDP)
problems [34,52], which has the important feature of generating
subproblems where redundant equations and constraints of non-
existing units are not included.
4.2. Customized branch and bound algorithm (CBB)
The proposed algorithm to solve (MA) is a customized branch
and bound that exploits the model structure. The main idea
consists of branching in first place on the type of collector and then
solving a MINLP in which the only binary variables that are let free
are those representing the number of collectors installed. The
detailed steps of the algorithm are as follows.
 Step 1: Initialization. Set lower bound LB ¼ N, upper bound
UB¼N and set of collector types Col:¼ {1, ., I}
 Step 2: Branching. Choose a collector type i ˛ Col.Table 2
Different models of solar collectors considered.
Symbol Name Manufacturer Type








Thermomax Ltd. Evacuated tube collector,
Flat absorber, heat pipe
ETC-3 VacuTube
HP 65/30
Gasokol GmbH Evacuated tube collector








CPC CPC AO SOL 15 AO SOL Lda Stationary CPC Collector
(concentration 1.5)
selective coating, teflon film
FPC-3 Sunbox HFK-S Sun-Pro GmbH Flat Plate collector,
Selective coating,
Roof integrated
tool for the minimization of the life cycle impact of solar assisted
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Table 3
Characteristic values, module area and specific cost of different solar collector models.
Unit ETC-1 ETC-2 ETC-3 FPC-1 FPC-2 CPC FPC-3
c0, i e 0.735 0.840 0.970 0.800 0.789 0.940 0.786
c1, i W/m
2 0.65 2.02 1.16 3.02 3.69 2.20 3.69
c2, i W/m
2 0.0021 0.0046 0.0060 0.0113 0.0070 0.0330 0.0070
A m2 0.984 1.975 2.973 2.215 2.305 1.590 2.305
costColi V/m
2 771 777 783 271 265 377 196
3 x 10
6
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subproblem in which the binary variables associated to the
collectors others than i are all set to zero (yi0n¼ 0 ci0 s i) and
those denoting the number of collectors of type i are relaxed.
Let robji be the optimal objective function value. If robji< LB,
then update the lower bound (i.e., LB¼ robji).
 Step 4: Node fathoming. If robji>UB, then prune the node.
 Step 5: Upper bounding problem. Solve a MINLP subproblem
with fixed yi0n¼ 0 ci0 s i in which the number of collectors
are represented by integer variables (i.e., are not relaxed). Let
obji be the optimal objective function value. If obji<UB, then
update the upper bound (i.e., UB¼ obji).
 Step 6: Termination criterion. If all the collector types have been
explored, then stop. Otherwise, exclude the current collector
type i from the set of collectors (i.e., Col¼ Col\i) and go to step 2.
An example of how the algorithm would proceed in a small
problem with 3 collector types is given in Fig. 3. In this particular
case, the method solves in first place node 1, which provides upper
and lower bounds (9 and 8, respectively) on the optimal solution to
the problem. Node 2 is then explored by solving the associated
relaxed MINLP. Since this relaxed MINLP problem yields worst
results than the current upper bound (i.e., 9.5 > 9), the method
decides to prune it. In node 3, which is explored afterwards, the
relaxed MINLP provides a lower bound that is below the current
upper bound (i.e., 7.5 < 9). Thus, the method decides to further
analyze the node by solving the MINLP associated with that collector
type, in which the binaries denoting the number of collectors to be
installed are not relaxed. This integer solution will be compared with
the current upper bound in order to update it. This procedure is
repeated until there are no more unexplored nodes in the tree.
4.2.1. Remarks
 The MINLP solved in step 3 is a reduced model in which all the
equations included in the disjunctive terms associated with theTable 4
Barcelona and Tarragona monthly global solar radiation and ambient temperature
for 45 inclination.
Period Barcelona Tarragona
Gt Tambt Gt T
amb
t
[W/m2] [C] [W/m2] [C]
January 297.0 8.2 323.6 10.0
February 350.7 9.4 380.8 11.3
March 415.3 11.1 447.0 13.1
April 460.4 13.1 491.0 15.3
May 478.5 17.0 503.5 18.4
June 482.4 20.9 503.5 22.2
July 483.8 23.5 502.8 25.3
August 477.5 24.1 495.4 25.3
September 445.8 21.6 460.6 22.7
October 385.0 17.3 395.1 18.4
November 320.6 12.1 330.3 13.5
December 282.2 9.9 297.0 10.7
Please cite this article in press as: Gebreslassie BH, et al., A systematic
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removed. This avoids singularities and poor numerical
performance.
 The MINLP model solved in step 5 of the algorithm tends to
show a very tight integer relaxation. Hence, a possible way to
expedite the overall solution procedure consists of solving this
problem by an heuristic based on rounding up the solution of
the relaxed MINLP solved in step 3 of the method.
 The lower and upper bounds obtained by the algorithm are
only rigorous if a global optimization package is used. In the
context of our problem, these methods might lead to prohibi-
tive CPU times. Hence, the solutions found when local opti-
mizers are used must be regarded as locally optima.5. Case study
The capabilities of the proposed approach are illustrated
through a case study that addresses the design of a solar assisted
absorption cooling system with 100 kW of cooling capacity.
We studied 7 types of non-tracking collectors. The associated
data, which include the collector performance equations, the
module area and the specific cost (Tables 2 and 3), were taken from
[4] and [53]. For the calculations, we considered the global daily
solar radiation of Barcelona (see Table 4) for an azimuth angle
0 and an inclination of 45 [54].
Regarding the calculation of the Eco-indicator 99, we followed
the Hierarchist perspective combined with the default (average)
weighting factors. The entries of the life cycle inventories of
emissions were defined as follows.
 The values of LCIEmanbk¼gfh and LCIE
heatðgfhÞ
b were taken from the























Fig. 4. Pareto set of the case study. For each Pareto solution, the total cost, Eco-indi-
cator 99 and associated damage categories are depicted.
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Fig. 6. Individual Pareto sets associated with each collector type.
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operation of the heater. This includes the infrastructure
construction, as well as the electricity and natural gas
consumed per MJ of heat delivered by the gas fired heater.
 The values of LCIEmanbk¼Col and LCIE
heatðColÞ
b were determined as
follows. For the life cycle inventory associated with the
manufacture of the collectors, we first obtained the key
construction elements per m2 of absorber area of flat plate and
evacuated tube collectors from the work by Jungbluth [56]. The
life cycle inventory entries associated with the production of
the mass of metal contained in these key elements were then
retrieved from Ecoinvent. On the other hand, the life cycle
inventory associated with the operation of the solar system,
which includes the maintenance tasks and electricity
consumed during their operation, were also retrieved from
Ecoinvent.
 The values of LCIEmanbk for the heat exchangers (AB, Con, D, E, SC,
SHX) and of LCIEelecb were also taken from Ecoinvent. Particu-
larly, the heat exchangers of the absorption cycles are assumed
to be made of stainless steel. Hence, the mass of stainless steel
contained in each heat exchanger was determined in first place
from the heat exchanger area. The life cycle inventory associ-
ated with the production of this material was then retrieved
from Ecoinvent. Finally, the life cycle inventory of the elec-
tricity consumed by the pump was also retrieved from Ecoin-
vent, considering the electricity mix of Spain. The
aforementioned inventory accounts for the electricity produc-
tion and also for its transportation through the transmission
network.
 The impact associated with the construction of the pumps (i.e,
LCIEmanbk¼P) was neglected in the analysis.5.1. Validation
The model of the absorption cycle was validated by an error
analysis that can be found in a recent work by the authors [57]. The
efficiencies of the solar collectors are given in [4]. The optimization
model was implemented in the Generic Algebraic Modeling System
(GAMS). The process data considered in the model were taken from


















Total area of solar collector
Total area of absorption cycle
Fig. 5. Solar collectors and absorption cycle areas associated with each Pareto optimal
solution.
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The model featured 11,869 constraints, 7004 continuous vari-
ables and 4557 binary variables. The solution procedure was
implemented in GAMS [58] and solved with DICOPT, interfacing
with SNOPT 6.2 and CPLEX 9.0. The upper bounding MINLP prob-
lems solved in each node of the tree were approximated by the
rounding up heuristic discussed in section 4. The starting points
used to initialize the NLPs were determined from a simulation
model implemented in the Engineering Equation Solver [59]
simulation environment, which was validated in [57]. Note that
the model contains non-convex terms and for this reason the
solutions found should be regarded as locally optimal unless
a global optimization technique is employed.
5.2.1. Pareto optimal set of designs
The total computational time required to obtain 21 solutions of
the Pareto set using the 3 e constraint method was 117.5 s in a 2.29
GHz machine. The Pareto points obtained by following the above
strategy are shown in Fig. 4. Note that each point in the Pareto set
represents a different optimal design operating under a set of





























































Fig. 7. Single impact categories and total Eco-indicator 99 associated with the extreme
Pareto designs.
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Fig. 8. Contribution of the manufacturing (m) and operation (op) stages associated
with the absorption cycle (ABS), collectors (Col) and gas fired heater (GFH) in the total
(t) environmental impact for the minimum environmental impact design (design A of
Fig. 4).
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each Pareto point shown in the figure, we have also plotted the
values of the single damage categories.
As observed in the figure, a conflict exists between the cost and
environmental impact. Points A and B represent the minimum Eco-
indicator and minimum total cost solutions, respectively. As can be
seen, it is possible to reduce up to 70.5% the environmental impact
of the most profitable design (point B), by increasing the cost in no
more than 40%. As it will be discussed later on, this is achieved by
increasing the amount of solar collectors installed, which reduces
the fossil fuel needs. It is interesting to notice that the slope of the
Pareto curve gradually decreases as we move from point A towards
B. Hence, it is convenient to choose solutions close to point B, in
which we can reduce to a large extent the environmental impact
without having to compromise too much the economic


























Fig. 9. Contribution of the manufacturing (m) and operation (op) stages associated
with the absorption cycle (ABS), collectors (Col) and gas fired heater (GFH) in the total
(t) environmental impact for the minimum total cost design (design B of Fig. 4).
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indicator 99, it is worthy to mention that the total impact is
dominated by the depletion of natural resources followed by
human health damage and finally by ecosystem quality. It is also
interesting to notice that the first two damage categories behave in
a similar way as the total Eco-indicator, whereas the ecosystem
quality damage increases as the total impact is reduced. This is due
to the increase in the emissions of heavy metals associated with the
construction of the solar collectors. Particularly, the emissions of
chromium steel and copper, both used in the production of the
solar collectors, have a significant ecotoxic effect, which increases
the damage in the ecosystem quality.
Fig. 5 shows for each point of the Pareto set depicted in Fig. 4,
the total cost of the system and the areas of the solar collectors and
absorption cycles. As can be seen, the environmental impact is
lowered by increasing these areas. This reduces the contribution of
the heat covered from the natural gas fired heater that is energy
consumed by the cooling system, but on the other hand leads to an
increase of the total cost.
Fig. 6 shows the individual Pareto sets associated with each
collector type. These curves were obtained by solving for each
collector type a reduced MINLP in which the binaries representing
the associated collector model were fixed. Note that the Pareto set
shown in Fig. 4 is nothing else but the envelope of the individual
Pareto sets of each collector type. As observed, the Sydney SK-6
(ETC-1) collector model performs better than the remaining
collectors, not only economically but also environmentally. As seen
in the same figure, for small environmental impacts, Memotron
TMO 600 (ETC-2) and VacuTube HP 65/30 (ETC-3) behave in
a similar way as Sydney SK-6 (ETC-1). On the other hand, for low
cost values, SK 500 (FPC-1), CPC AO SOL 15 (CPC) and ETC-1
perform all well.
These results are explained by the fact that the evacuated tube
collectors show the highest efficiency in every month of the year. As
a result, the total collector area required is considerably lower. This
effect is more pronounced in the left region of the Pareto curve, in
which the solar fraction increases. On the other hand, when the
interest is shifted to the minimization of the total cost, the solar
contribution decreases, since the cooling system tends to select the
gas fired heater. In the latter region, the collectors operate at lower
temperature, as most of the heat is supplied by the gas fired heater.
Under these conditions (i.e., lower operating temperature) the
efficiency of the flat plate collectors gets closer to that of the





























ETC−1 ETC−2 ETC−3 FPC−1 FPC−2 CPC FPC−3
Fig. 10. Comparison of the solar cooling efficiency at each month of the year at
minimum environmental impact for each collector type.
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Fig. 11. Performance indicators associated with the minimum environmental impact





























Fig. 13. Individual Pareto optimal sets associated with each collector type considering
Tarragona weather data.
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although they still cannot perform better than the ETC-1.
5.2.2. Extreme pareto optimal solutions
Fig. 7 depicts for the extreme Pareto optimal solutions, the
environmental performance in each impact category expressed in
normalized Eco-indicator 99 points. As observed, in some impact
categories the minimum cost solution performs better than the
minimum environmental impact one, whereas in some others the
opposite situation occurs. In both designs, the main contribution to
the overall impact is given by the extraction of fossil fuels followed
by climate change, in the case of the minimum cost Pareto design,
and by respiratory effects in the minimum environmental impact
one. We can also observe in the same figure that the ozone layer
depletion impact is rather low. This is because the cooling system
uses natural working fluids.
Figs. 8 and 9 depict the contribution that the manufacturing and
operation of the subsystems of the cooling system (i.e., absorption
cycle itself, collectors and heater) have on the environmental
performance of each extreme Pareto design. In general, the
construction of the equipments have very little impact on the
overall environmental damage. In fact, in the minimum total cost




























Fig. 12. Individual Pareto optimal sets associated with each collector type considering
chilled and cooling water temperatures of 15/10 and 25/30 C, respectively.
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the cooling system is negligible. In contrast, in the minimum
environmental impact solution, the main contributor to the total
impact is the operation of the solar collectors. These are operated
using pumps that consume electricity. The electricity impact is
determined assuming the Spanish electricity mix, which is mainly
based on fuel oil and coal, and hence leads to large environmental
impacts. In this latter case, the contribution of the manufacturing
phase associated with the collectors is larger, mainly because of the
emissions of heavy metals, as already mentioned. Hence, in view of
these results, it seems convenient to account for this life cycle stage
(i.e., construction of solar collectors) when performing the envi-
ronmental analysis.
Fig. 10 shows the solar cooling system efficiency attained by
each solar collector type in every month of the year when the Eco-
indicator 99 value is minimized. As shown in the figure, the
performance of the cooling system improves when the evacuated
tube collector of type Sydney SK-6 (ETC-1) is used.
In Fig. 11 we show the performance indicators of the solar
system, solar collector and the chiller in each month of the year for
the minimum environmental impact design. The figure depicts also
the total primary energy saved in each month relative to the
consumption of primary energy at the minimum cost Pareto design.
As observed, the savings in primary energy are larger from March to
September, a period in which the solar radiation is higher.
5.2.3. Evaluation for different operation conditions
The outcome of the optimization depends on the specific case
study under investigation. Among the key factors that affect the
calculations, we find the operating conditions of the absorption
cycle and the weather data of the location where the solar assisted
system will be installed. In order to elaborate the dependency on
the aforementioned variables, we conducted tests at different
operating and weather conditions. The results of this analysis are
presented in the next sections.
5.2.3.1. Operating conditions of the absorption cycle. The problem
was solved for different values of the cooling and chilled water
temperatures, which were varied from 27/35 C to 25/30 C, and
from 10/5 C to 15/10 C, respectively.
The Pareto sets of alternatives associated with each solar collector
type are presented in Fig.12. As observed, theflat plate collectors (FPC)tool for the minimization of the life cycle impact of solar assisted
039
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minimum total cost design) and are used for preheating the water.
The explanation for this is as follows. According to [60], the optimal
generator temperature decreases when the cooling water tempera-
ture decreases and chilled water temperature increases. At lower
generator temperature, and consequently lower solar collector
temperatures, the flat plate collector performance improves, and
because of their economic advantage, they are selected. On the other
hand, in the left region of the Pareto curve, the contribution of the
solar energy is more significant. Therefore, heating is carried out
mainly by the solar collectors. In this case, those solar collectors that
are more efficient at higher temperature perform better than the flat
plate collectors and are therefore preferred.
5.2.3.2. Weather conditions. Taking as reference the base case, we
next solved the problem considering weather data of Tarragona
(Spain) (see Table 4) instead of Barcelona. This new location
features higher solar radiations and ambient temperatures than
Barcelona.
The Pareto set of the problem based on Tarragona weather data
for each solar collector is presented in Fig. 13. Near the minimum
total cost design, flat plate collectors are selected for preheating the
water. This choice is explained by the following two observations:
(i) the collector temperature is low because the solar collectors are
used as preheater; (ii) as the ambient temperature and global daily
solar radiation increases, the collector performance increases (see
eqn. (8)). This improvement in the collector efficiency is more
pronounced in the case of flat plate collectors. Hence, the flat plate
collectors dominate in this region of the Pareto sets. On the other
hand, close to the minimum environmental impact Pareto designs,
evacuated tube collectors are selected. In this region, the heating is
mainly covered by the solar collectors, so the collector temperature
is higher. At higher temperatures, the performance of these
collectors are by far better than that of the flat plate collectors and
compound parabolic collectors and for this reason they become
more competitive.
6. Conclusions
In this paper we have presented a systematic method for
reducing the life cycle impact of cooling applications. The method
introduced relies on formulating a bi-criteria MINLP problem that
accounts for the minimization of the total cost and environmental
impact of solar assisted absorption cooling cycles. The environ-
mental performance has been measured according to the principles
of LCA, which allows accounting for the damage caused in all the
stages of the life cycle of the cooling system.
The capabilities of the proposed approach have been illustrated
through its application to the design of a solar assisted ammonia-
water absorption cooling system considering weather data of Bar-
celona and Tarragona. It has been clearly shown that significant
reductions in the environmental impact can be achieved if the
decision-maker is willing to invest on the solar collectors
subsystem. These reductions can be attained by increasing the
number of collectors installed, which increases the solar fraction of
the cooling system. It has also been shown that the type of collector
selected depends on the particular operating conditions and
weather data considered in the analysis.
The systematic approach presented in this article has allowed to
optimize integrated solar assisted absorption cycles in short CPU
times under different conditions. The methodology presented in
this work is intended to promote a more sustainable design of
cooling applications by guiding the decision-makers towards the
adoption of alternatives that cause less environmental impact and
reduce the consumption of primary energy resources.Please cite this article in press as: Gebreslassie BH, et al., A systematic
absorption cooling systems, Energy (2010), doi:10.1016/j.energy.2010.05.Acknowledgements
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Abstract
This work studies the use of absorption cycles combined with solar energy for
reducing the green house gas emissions in the energy sector. The problem
of satisfying a given cooling demand at minimum cost and environmental
impact is formulated as a bi-criterion nonlinear optimization problem that
seeks to minimize the total cost of the cooling application and its contribu-
tion to global warming. The latter metric, which is assessed following the
principles of life cycle assessment, accounts for the impact caused during the
construction and operation of the system. The concept of Pareto optimality
is employed to discuss different alternatives for reducing the contribution to
global warming that differ in their economic and environmental performance.
We show that reducing the contribution to global warming considering the
current energy prices and taxes on carbon dioxide emissions is technically
viable but economically not appealing. We also discuss the conditions under
which reducing the CO2 emissions could become economically attractive.
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1. Introduction
The human pattern of development has led to a significant increase in
greenhouse gas (GHG) emissions and consequently in global warming [1].
Based on the Intergovernmental Panel on Climate Change (IPCC) [2] global
GHG emissions increased by 70% between 1970 and 2004, growing from 28.7
to 49 Gigatonnes of carbon dioxide equivalents (GtCO2 eq). CO2 emissions
grew by 80% in the same period representing 77% of the GHG emissions in
2004.
Nowadays, 94% of the CO2 emissions in Europe are attributed to the
energy sector as a whole, and particularly to the combustion of fossil fuels.
Oil consumption accounts for 50% of the CO2 emissions in the European
Union, natural gas for 22% and coal for 28% [1]. Particularly, the building
sector represents 40% of the total primary energy demand in European Union
countries and it is responsible for one third of the GHG emissions [3].
A large percentage of the emissions attributed to the building sector are
due to air conditioning (AC) systems, most of which are based on electricity
driven compression cycles. These systems show the best economic perfor-
mance and for this reason they have dominated the market in the last years.
Unfortunately, they consume non-renewable primary energy resources and
contribute to major environmental problems such as the Ozone layer deple-
tion (due to the refrigerants) and global warming (because of their electricity
consumption [4]). With the recent trend of developing more sustainable pro-
cesses, there has been a growing interest on thermal energy activated cooling
machines. These systems represent an environmentally friendly alternative
to standard compression chillers, as they can be driven by waste heat, nat-
ural gas, solar energy or biomass. This can lead to significant reductions in
GHG emissions [5–7].
Among all the alternatives to standard AC systems, solar assisted cool-
ing cycles are seen by many as a promising option. By using solar energy
2
UNIVERSITAT ROVIRA I VIRGILI 
OPTIMIZATION OF ENVIRONMENTALLY FRIENDLY SOLAR ASSISTED ABSORPTION COOLING SYSTEMS 
Berhane Hagos Gebreslassie 
ISBN: 978-84-693-7673-7/DL:T-1752-2010 
autonomous cooling systems, it is possible to achieve virtually zero CO2
emissions. Unfortunately, the current electricity cost and fuel prices make
it difficult to compete with conventional cooling systems [8]. Hence, the
adoption of alternative AC systems raises the question of to which extent
decision-makers are willing to compromise the economic performance in or-
der to obtain environmental benefits.
Mathematical programming methods, and in particular, multi-objective
optimization, offer a suitable framework for addressing this type of prob-
lems. These techniques allow for the inclusion of environmental concerns in
the decision-making process by generating a set of trade-off solutions that
balance economic and environmental criteria called the Pareto set. From
these points, decision-makers can identify the best ones according to their
strategic guidelines and applicable legislation.
Several optimization studies have been carried out on cooling systems [13–
16]. Most of them addressed the optimization of the economic performance of
the cooling application and neglected the associated environmental impact.
A reduced number of approaches have applied multi-objective optimization
to the design of energy systems [17–19]. However, to our knowledge, none of
them focused on integrated solar absorption systems.
One of the key issues in multi-objective optimization as applied to envi-
ronmentally conscious process design is the definition of a suitable environ-
mental metric. Works incorporating environmental concerns through multi-
objective optimization have typically focused on minimizing the impact at
the plant level [19, 20], thus neglecting the damage caused in other stages
of the life cycle. This approach can lead to solutions that transfer the en-
vironmental problem to other echelons of the energy supply chain, thereby
failing in reducing the environmental damage globally [21]. A proper evalu-
ation of the environmental performance of a system requires the application
of life cycle assessment (LCA) principles [11, 12, 22, 23] for quantifying the
impact from the extraction of raw materials to the delivery of energy to the
final customer. Despite recent advances in LCA methodology, the current
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situation is that the literature on the application of LCA to energy systems
is limited.
With the aforementioned observations in mind, the goals of this work are:
(i) to perform an LCA analysis on solar assisted absorption cooling systems;
and (ii) to explore their environmental benefits in terms of reducing the GHG
emissions by employing a multi-objective optimization framework. Specifi-
cally, in this work we will elaborate, among others, the following points.
i. Under which circumstances the use of solar energy in cooling applica-
tions is economically competitive with fossil fuels? (i.e., which are the
values of the fuel cost and CO2 taxes that make the use of solar energy
in absorption cooling systems profitable?)
ii. How much can be saved in terms of GHG emissions by integrating solar
collectors with absorption cooling systems?
This work is structured in seven sections. The section that follows presents
a motivating example that illustrates the environmental benefits of the solar
assisted absorption chiller over the counter part vapor compression cycle. The
next section discuses the mathematical formulation of the multi-objective
optimization problem. Special emphasis is given to the solar system perfor-
mance constraints and the equations added to quantify the environmental
impact (i.e., contribution to global warming). The fourth and fifth sections
concentrate on the solution method of the problem and the case study used
to test its capabilities. A detailed discussion of the results is presented in
section six. The conclusions of the work are finally drawn in the last section
of the paper.
2. Motivating example
We present first a straightforward example that helps to briefly illustrate
the environmental advantages of integrating solar collectors with absorption
cycles for reducing the GHG emissions in cooling applications. Three chillers,
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the conventional electricity driven one and two thermal energy driven chillers,
are considered at this point. Particularly, we will study single effect absorp-
tion and vapour compression cycles with coefficients of performance of 0.7
and 3, respectively. The vapour compression cycle motor efficiency (ηmot) is
95%. The solar fraction (SF ) of the absorption chillers are 0% (100% natural
gas) and 70%. A life span of 20 years and 2000 working hours per year are
assumed.
These systems are compared in terms of their global warming potential
(GWP) expressed in equivalent tons of CO2 per unit of cooling capacity gen-
erated. In the case of the electricity driven chiller, the calculation of the
GWP accounts only for the electricity generation. For the thermal energy
driven chillers, the environmental analysis considers the extraction and com-
bustion of natural gas as well as operation of the solar collectors. It should
be noted that, for the sake of simplicity, in both cases the impact associated
with the construction of the cycle has been neglected. The electricity con-
sumed by the pump of the absorption cycle has also been neglected, since
it represents a very low percentage of the total energy consumption. With
regard to the GWP associated with the electricity generation, we consider
different electricity generation mixes (i.e., Spain, USA and China). The as-
sociated GWP values per unit of energy generated have been retrieved from
the environmental database Ecoinvent [24]. For the countries considered in
this example, these are 0.6035, 0.751 and 1.148 [kg CO2 eq/kWh], respec-
tively. On the other hand, the GWP due to the combustion of natural gas in
the gas fired heater, which has also been retrieved from Ecoinvent, is 0.256
[kg CO2 eq/kWh]. The latter value includes also the impact associated with
the construction of the boiler.
[Figure 1 Could be placed here ]
The results of the analysis are shown in Fig. 1. Particularly, Fig. 1(a)
represents 100 kW cooling capacity powered by natural gas. The total GWP
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is 1463 tonCO2 eq with a natural gas consumption of 142.8 kW. Fig. 1(b)
represents the same cycle but this time powered by combination of natu-
ral gas and solar energy. With this integration, the natural gas consumption
drops to 42.9 kW, with a total GWP of 438.8 ton CO2 eq. Fig. 1(c) represents
a 100 kW cooling capacity vapour compression cycle powered by electricity.
The GWP of this chiller is 847, 1054 and 1612 tonCO2 eq in Spain, USA and
China, respectively.
Comparing chillers (a) and (b), it can be seen that it is possible to reduce
up to 70% the primary energy demand of the cycle by integrating it with
solar energy. This reduces the GWP from 1463 to 438.8 tonCO2 eq.
The comparison between chillers (a) and (c) depends on the electricity
production mix. The use of absorption chillers in China reduces the GWP
by 9%. On the other hand, in Spain and USA, vapour compression chillers
are environmentally more attractive than the considered absorption chillers.
It should be noted that absorption chillers become competitive from an envi-
ronmental perspective if they had higher COPs. This could be accomplished
by using double or triple effect configurations. Besides, their impact could
also be reduced by using less contaminant heat sources or free driving energy
as waste heat.
The comparison between chillers (b) and (c) reveals that solar assisted
absorption chillers are environmentally more attractive than electric chillers.
The magnitude of the GWP reduction depends again on the electricity pro-
duction mix of the country. We can see from the results that reductions
in GWP of 48%, 52% and 73% can be achieved in Spain, USA and China,
respectively. In these cases, the advantages are twofold: (i) the mitigation
of global warming; and (ii) the reduction in the consumption of those non-
renewable primary energy resources consumed for generating the electricity
required by the compression chillers.
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3. Mathematical formulation: a multi-objective optimization ap-
proach
After proving the environmental advantages of integrating solar collectors
with absorption cycles, we next derive a multi-objective mathematical formu-
lation for analyzing systematically these systems considering environmental
and economic criteria simultaneously.
3.1. System description
In order to derive our formulation, we consider a typical ammonia/water
mixture supported solar assisted absorption chiller (see Fig. 2). The detail
description of the absorption cycle could be found [14]. It is assumed that
the heat demand required to activate the chiller can be supplied either by
the gas fired heater using natural gas as primary energy resource or by solar
energy captured by solar collectors. Evacuated tube collectors are used to
convert the solar energy into usable forms of thermal energy. It is also pos-
sible to cover the heat demand of the absorption chiller by a combination of
the aforementioned heat sources.
[Figure 2 could be placed here ]
The problem addressed in this paper can be formally stated as follows. Given
are the cooling capacity of the cooling system, the inlet and outlet tempera-
tures of the external fluids (except the generator temperatures), capital cost
data, monthly weather data (ambient temperature and global daily solar ra-
diation), performance equations of the solar collector, and GHG emissions
associated with the construction and operation of the cooling system. The
goal is to minimize simultaneously the contribution to global warming and
the total cost of the cooling system.
3.2. Mathematical formulation
We present next a multi-objective optimization model that provides as
output a set of technical alternatives for satisfying the cooling demand, each
7
UNIVERSITAT ROVIRA I VIRGILI 
OPTIMIZATION OF ENVIRONMENTALLY FRIENDLY SOLAR ASSISTED ABSORPTION COOLING SYSTEMS 
Berhane Hagos Gebreslassie 
ISBN: 978-84-693-7673-7/DL:T-1752-2010 
featured by a different economic and environmental performance. The math-
ematical model of the absorption cycle is based on the formulation presented
in detail in previous works [14, 25]. The model described here extends the
original formulation by integrating the absorption cycle with solar collec-
tors. For completeness of the work, we present the main equations of the
absorption cycle already described elsewhere [14, 25] in the Appendix. On
the other hand, the solar collector performance constraints and the equations
associated with the calculation of the GHG emissions are given next.
The mathematical formulation is a multi-period one that allows to follow
a given cooling demand pattern while accounting for varying meteorological
conditions over time. It is assumed that the cycle can operate in a differ-
ent manner in each time period t in order to get adapted to the specific
solar radiation available. The model is based on mass and energy balances
(see Appendix) and objective function constraints that allow to assess the
economic and environmental performance of the cooling system.
3.2.1. Heat production subsystem
The model considers that the heat supplied to the absorption cycle is
provided from the solar collectors and the gas fired heater. The associated
solar collector constraints are presented in the following sections.
3.2.2. Collector performance constraints
Solar collectors absorb solar radiation and convert it into useful heat.
The useful heat collected is transported by working fluids flowing through
the solar collectors [26]. The collector performance is denoted by a continuous
variable ηcolt whose value is determined via eqn. (1). On the other hand, the
heat collected from the solar collector in period t (Qk=col,t) is given by eqn.
(2).
ηcolt = IAM(Θ)c0 − c1









t AcolGt k = Col, ∀t (2)
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In eqn. (1), IAM(Θ) is the incident angle modifier, which accounts for
the effect of a non perpendicular incident radiation at incidence angle Θ in
relation to a normal incidence radiation (i.e.,Θ = 0); T avt is the monthly
average inlet and exit fluid temperature in the collector; and T ambt is the
monthly average ambient air temperature. The daily global solar radiation
is represented by Gt. Finally, c0 denotes the optical efficiency of the collector,
whereas c1 and c2 are the linear and quadratic loss coefficients, respectively
[8]. On the other hand, in eqn. (2), n represents the number of collectors
and Acol is the absorber area of a single collector. For the sake of simplicity,
in this work we treat the integer variable n as a continuous one. It should be
noted that from numerical examples we have observed that this can be done
without compromising the quality of the final solution. This simplification
greatly helps the computations.
3.2.3. Linking constraints
Eqn. (3) relates the heat consumed by the absorption cycle with that
produced by the solar collector and the gas fired heater. More precisely, the
sum of the heat produced by the solar collector (Qk=Col,t) and gas fired heater
(Qk=GFH,t) should cover at least the heat demand (Qh=D,t) of the absorption
cycle in period t.
Qk,t ≤ Qk′,t +Qk′′,t k = D, k′ = Col, k′′ = GFH, ∀t (3)
Furthermore, the heat produced by the heater in every time period must be
less than or equal to its capacity (CAPk=GFH) as given by eqn. (4).
Qk,t ≤ CAPk k = GFH, ∀t (4)
3.3. Objective functions
The model seeks to minimize two contradicting objective functions si-
multaneously: total cost and contribution to global warming. Details on the
calculations of both performance metrics are given in the next subsections.
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3.3.1. Economic performance
The economic assessment of the absorption cycle is discussed in detail
in [14, 25]. Specifically, the total cost (TC) accounts for the capital and
operating cost of the integrated system (TCC and TOC, respectively) as
shown in eqn. (5).
TC = TCC + TOC (5)
In this equation, TCC accounts for the cost of the heat exchangers of the
cycle, solar collectors, gas fired heater, pump and expansion valves. On the
other hand, the operating cost (TOC) includes the running cost of the gas
fired heater, pump and solar collectors, as well as the cooling water cost. The
capital and operation cost constraints are included in the Appendix.
3.3.2. Environmental impact
The environmental impact is quantified according to LCA principles. The
combined use of LCA and multi-objective optimization has been shown to
be a suitable framework for identifying, in a systematic way, opportunities
for environmental improvements in different applications [9–12]. In this ap-
proach, LCA is employed to assess the environmental performance of a sys-
tem, whereas optimization techniques enable us to generate feasible process
alternatives and identify the best ones in terms of economic and environmen-
tal criteria. General details on the LCA methodology can be found elsewhere
[21].
The calculation of the life cycle impact of the cooling application follows
the four LCA steps: (1) goal and scope definition; (2) inventory analysis; (3)
damage assessment; and (4) interpretation. We describe next these phases
in the context of our study.
Goal and scope definition: In this step, the system boundaries, the functional
unit and the environmental damages are defined. We perform a cradle-to-
gate analysis that accounts for the generation of the utilities consumed by
the cooling system as well as the impact during the construction phase. The
functional unit is the amount of cooling demand satisfied during the time
10
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horizon. The environmental damage is quantified through the global warm-
ing potential (GWP). This is a measure of how much a given mass of a GHG
emission contribute to global warming. It is a relative scale which compares
the impact of a given chemical with that of the same mass of carbon dioxide
(whose GWP by convention equals 1). The GWP is calculated over a specific
time interval that must be stated beforehand [2, 27]. Particularly, we follow
the Intergovernmental Panel on Climate Change IPCC 2007 framework con-
sidering a time horizon of 100 years, which is the time frame used in the
Kyoto Protocol [27].
Inventory analysis: This step aims at quantifying the total GHG emissions
associated with the absorption cooling. These emissions are represented by
a continuous variable (LCI totb ), that is determined from the emissions during
the manufacturing (LCImanb ) and operation (LCI
op
b ) of the cooling system,
as shown in eqn. (6).





The life cycle GHG emissions during the construction phase, which are de-
noted by the continuous variable LCImanb , can be determined from the sizes
of the gas fired heater, solar collectors, heat exchangers and pumps of the





Here, the continuous variable CAPk represents, in each case, the mass of the
heat exchangers and expansion valve in kg, heat capacity of the gas fired
heater and pump capacity expressed in kW , power of and solar collector
absorber area in m2. The parameter LCIEb,k denotes the life cycle inven-
tory of emissions of chemical b released during the construction phase per
unit of capacity of equipment k. The values of LCIEb,k should be obtained
either from the literature or by performing an ad hoc LCA analysis on the
construction of each single equipment.
The second term in eqn. (6) (LCIopb ) accounts for the emissions due to the
extraction and combustion of natural gas, operation of the solar collectors
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and generation of the cooling water and electricity consumed by the heat

















∀b, j = cooling water, k = GFH, k′ = Col, k′′ = Pump
(8)
In this equation, Top and ϕ are the annual operation hours of the cooling







LCIEelecb appearing in the same equation denote the life cycle inventory of
emissions of chemical b contributing to global warming per unit of reference
flow (i.e., heat, amount of cooling water and electricity, respectively). These
values, which can be retrieved from environmental databases [28, 29], de-
pend on the particular features of the absorption cycle (i.e., type of primary
energy sources used in the heater, type of solar collectors, electricity mix of
the country in which the cycle operates, etc.). Finally, the continuous vari-
ables mj=cooling water,t and Wk=Pump,t denote the cooling water and electricity
consumption, respectively, in period t. Note that the consumption of cooling
water is obtained from the energy balance applied to the heat exchangers.
Impact assessment: In this step, the life cycle inventory of emissions is trans-




LCI totb dfb (9)
Here, the parameter dfb is a damage factor that accounts for the global
warming potential of chemical b compared to that of CO2. These values are
available in the IPCC report [30]. It should be noted that environmental
databases such as Ecoinvent provide both the life cycle inventory of emissions
as well as the associated environmental impacts per unit of reference flow.
Hence, it might be possible to omit eqn.(9) in those cases in which the GWP
values are directly available in the database.
Interpretation: In the context of the approach presented, the interpretation
phase entails analyzing the Pareto solutions of the following multi-objective
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U (x) = {TC (x) , GWP (x)}




In this formulation, x denotes state or design variables (i.e., thermodynamic
properties, flows, operating conditions, and sizes of equipment units). The
equality constraints h(x) = 0 represent thermodynamic property relations,
mass and energy balances, cost, and LCA calculations. On the other hand,
the inequality constraints g(x) ≤ 0 are added to model design specifica-
tions (i.e., capacity limits, bounds on process variables, etc.). The objective
function includes two terms: TC(x) is the total cost of the cooling system,
and GWP(x) represents its environmental impact (i.e., contribution to global
warming). The solution to this problem is given by a set of efficient or Pareto
optimal points representing trade-off designs [12].
4. Solution method
To obtain the Pareto solutions of model (M), we apply the ε-constraint
method, which is based on solving a set of instances of an auxiliary model




U(x) = TC (x)
s.t. GWP (x) ≤ ε





Note that the lower and upper limits imposed on epsilon can be obtained by
minimizing each scalar objective separately.
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5. Case study
The capabilities of the proposed approach were illustrated through a case
study that addresses the design of a solar assisted absorption cooling system
with 100 kW cooling capacity. The process data for the absorption cycle are
given in [14, 25]. We considered a water cooled ammonia/water absorption
chiller with a generator temperature in the range of 95 to 120ºC. Note that
this temperature range cannot be reached by flat plate collectors with accept-
able efficiencies [26]with acceptable efficiencies. For this reason in this work
assumed to operate with evacuated tube collectors. More precisely, the cycle
operates with a Sydney SK-6 from Microterm Energietechnik GmbH, which
is a directly cooled evacuated tube collector with a cylindrical absorber and a
CPC concentrator collector [8]. Global daily solar radiation of Barcelona (see
Table 1) for an azimuth angle 0º and an inclination of 45º was considered [31].
[Table 1 could be placed here ]
The entries of the life cycle inventory of GHG emissions associated with
the construction and operation of the cooling system were defined as follows:
• Heat exchangers: The life cycle inventory of GHG emissions released
during the construction of the heat exchangers was approximated by
that associated with production of the equivalent mass of stainless steel.
This amount of mass can be easily determined from the exchange area.
The associated environmental information was taken from Ecoinvent
[24].
• Solar collectors: The emissions due to the construction and operation
of the evacuated tube collector were retrieved from Ecoinvent [24]. The
operation emissions account for the maintenance of the solar collector
and the generation of the electricity consumed by its pump.
• Gas fired heater: The emissions associated with the generation and
combustion of natural gas in the fired heater were retrieved from Ecoin-
14
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vent. This term accounts for the emissions given by the fuel generation,
construction of the boiler, direct emissions, and electricity consumed
during the boiler operation. For the calculations, we assumed an aver-
age net efficiency of 0.95 based on the lower heating value.
• Pump: The life cycle inventory of GHG emissions associated with the
electricity consumed by the pump consdering the electricity mix of
Spain, was also retrieved from Ecoinvent [24]. The emissions during
the construction of the pump and expansion valve were neglected.
6. Results and Discussions
6.1. Pareto set for the base case
The NLP model of the solar assisted cooling system was implemented in
GAMS 23.0 [28] and solved with the NLP solver CONOPT [29] in a 2.29
GHz machine. The Pareto solutions were calculated following the method
described before. The model contained 2634 constraints and 2116 variables.
It took 22 seconds of CPU time to generate 21 Pareto solutions.
Fig. 3 depicts the Pareto set of alternatives, each of which represents a
different integrated absorption cycle with a specific solar fraction. The y axis
on the right hand side of the figure shows the solar fraction associated with
each Pareto design (i.e., amount of energy covered by solar energy divided
by the total energy consumed by the cycle), whereas that on the left axis
provides the total cost.
[Figure 3 could be placed here ]
As can be seen, there is a clear trade off between the economic (total cost) and
environmental (GWP) indicators. Particularly, one can reduce up to 82.3%
the GWP potential at the expense of increasing the total cost by 115%. Fur-
ther inspection of the Pareto points reveals that reductions in GWP with
respect to the minimum cost design are achieved by reducing the primary
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energy consumption rate of the cycle. This is accomplished by increasing the
area of the heat exchangers of the cycle and also by replacing the primary
energy source (natural gas) by solar energy. Note that reducing the natural
gas consumption decreases the operating cost of the cooling system, but also
increases the capital cost due to the installation of solar collectors. In prac-
tice, the latter effect dominates the former one, so an increase in the total
cost is observed when the GWP is minimized.
As observed in the figure, the slope of the Pareto curve is smooth in the
region close to the minimum cost design (point D), but becomes steeper as
we move towards the minimum GWP solution (point A). This is because
in order to fulfill more stringent environmental limitations (near to Pareto
design A), the model is forced to increase the area of the solar collectors
drastically in order to cover the energy requirements in months with low
radiations. This causes a large increase in the slope of the curve, as observed
in the figure.
In Fig. 3 we have also depicted the economic and environmental perfor-
mance of a standard vapour compression chiller, considering only the impact
during the operation phase. This chiller has a cooling capacity of 100 kW and
a COP of 3. Data for the Spanish electricity grid retrieved from Ecoinvent
[24] was considered in its environmental assessment. A simulation model
of the chiller was implemented in EES [32] in order to perform the calcu-
lations. As observed, this system dominates part of the Pareto designs, as
it shows better environmental and economic performance for a GWP above
2100 tonCO2 eq. However, the vapour compression chiller have the limitation
that it cannot reduce the GWP below that point. Hence, it can be concluded
from these results that depending on the part of the Pareto frontier in which
decision-makers are interested, it might be convenient to select a traditional
vapour compression cycle instead of a solar assisted cooling system.
[Figure 4 could be placed here ]
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Fig. 4 depicts for some of the Pareto designs shown in Fig. 3, the solar
fraction attained in each month of the year. Note that the model assumes
that the cycle operates in the same way during all the years of the time hori-
zon. As seen, in the minimum environmental impact design (design A), 98%
of the heat demanded by the absorption chiller is covered by solar energy.
On the other hand, in the Pareto designs B, C, and D the contribution of
the solar energy decreases depending on the environmental limit imposed by
the epsilon constraint method. Pareto design D is not visible in the figure
because at the minimum total cost design the cooling system does not have
any contribution of solar energy.
[Figure 5 could be placed here ]
Fig. 5 shows the life cycle GWP associated with the operation of the cy-
cle for some Pareto alternatives (i.e., points A, B, C and D in Fig. 3) in
each month of the year. As we can see in Fig. 5, the GWP is lower in May,
June, July and August, due to the high global daily solar radiation (see Table
1). In these months, the natural gas consumption is reduced and the GHG
emissions are decreased.
6.2. Taxes on GHG emissions
Ideally, decision-makers should analyze the Pareto set of alternatives
given in Fig. 3, and finally choose the best one according to their prefer-
ences. Unfortunately, this is not done in practice. Instead, the total cost is
usually minimized as single-objective and the unique solution obtained by do-
ing so is implemented as far as it fulfills the environmental legislation. Hence,
by setting taxes on GHG emissions, policy makers can guide decision-makers
towards the adoption of more sustainable alternatives.
With this observation in mind, we conducted an analysis whose goal was
to assess the impact of a given tax on CO2 emissions on the optimal absorp-
tion cycle configuration considering only its economic performance. More
precisely, we aimed at determining how the areas of the heat exchangers of
17
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the cycle and number of solar collectors changed as a function of the charges
taxCO2 on the CO2 emissions. This study was performed by solving the fol-
lowing single-objective optimization model that minimizes the total cost for
different possible values of taxCO2 :
(MT) min
x
U(x) = TC(x) +GWP (x)taxCO2




Note that this is indeed equivalent to applying the weighted sum method
(REF) to the multi-objective problem (M). In fact, each single run of model
(MT) for a given tax value on the GHG emissions provides a different Pareto
solution. Conversely, each point of the Pareto set “total cost” vs “GWP”
has an associated tax rate, that is to say, a value of the tax rate that would
make that Pareto point optimal if the total cost was minimized as a single
objective without any restriction on the GHG emissions. It should be noted
that since the problem is nonconvex, the weighted sum method is not guar-
anteed to provide all the solutions of the Pareto set. In fact, it can only
provide the points that lie in the convex envelope of the Pareto set [33]. This
implies that there might be points of the Pareto set that cannot be obtained
by solving (MT) (i.e., there is not any tax rate for which the Pareto point is
the maximum of MT).
[Table 2 could be placed here ]
The results obtained by applying the above commented procedure are given
in Table 2. The table shows for each tax rate value, the total cost, GWP
and solar fraction of the cycle that minimizes the cost as unique criterion.
As observed, increasing the tax rate has the effect of leading to optimal de-
signs with larger solar fractions and consequently less GHG emissions. This
is an interesting result that shows how policy makers can influence on the
GHG emissions in the energy sector by properly adjusting the tax rates. It
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is worthwhile to mention that in the last Pareto optimal high jump in the
total cost is observed. This could be explained that once the solar energy
contribution reaches certain percentage further increase in the solar fraction
alone does not lead to a reduction in environmental load but also it has to be
accompanied by significant increase in the area of the absorption cycle. The
increase in the area of the absorption cycle allows decreasing the higher tem-
perature energy demand thus reducing the primary energy needs. However,
it leads to a large increase of the total cost.
6.3. Influence of fuel cost
We recalculated next the Pareto set shown in Fig. 3 for different fuel
prices in order to assess the impact of this parameter on the performance
of the integrated system. Fig. 6 shows the new Pareto sets obtained for
different fuel prices.
[Figure 6 could be placed here ]
As expected, the Pareto set moves upwards and to the left when the fuel
cost is increased. Particularly, the minimum total cost design shows a solar
fraction of 8% for a fuel price of 0.0635 C /kWh, and of 77% when the fuel
price is 0.0700 C /kWh. This is due to the fact that the increase in the fuel
cost makes the integration of the cycle with solar collectors more profitable.
[Table 3 could be placed here ]
Table 3 shows for each Pareto point in Fig. 6, the carbon dioxide tax rate
(taxCO2), the solar fraction (SF ) and the associated GWP for fuel prices of
0.0474 C /kWh, 0.0635 C /kWh and 0.07 C /kWh. Note that the tax rate
given in the table is that for which the Pareto point would become optimal
considering only the total cost as single objective.
As observed, by increasing the fuel cost, we get larger solar fractions and
lower tax rates. This is an interesting observation that suggests that the tax
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rate should be adapted to the cost data in order to achieve always a given
reduction in GHG emissions rather than being fixed independently of the
market trends.
Results in Table 3 indicate also that at a given fuel cost, it is possible
to obtain Pareto designs with significant reductions in GWP by slightly in-
creasing the tax rate on CO2 emissions. For instance, for a fuel cost of 0.0474
C /kWh and a tax rate of 77.8 C /tonCO2, the optimal solar fraction is 0.06.
However, by slightly increasing the value of taxCO2 up to 4.4%, we obtain
a solar fraction of 0.75 and a reduction of GWP of 62.8%. Moreover, Table
3 shows that when the fuel cost is increased to 0.07 C /kWh, the first four
Pareto designs show a negative value of the charges on CO2 emissions. This
is because in these cases the use of solar energy becomes profitable not only
economically but also environmentally.
[Figure 7 could be placed here ]
Fig. 7 depicts (1) the total life cycle GWP, the life cycle GWP associated
with the manufacturing (2) and operation (3) of the cooling system, and
(4) the CO2 emissions released during the cycle operation for the minimum
total cost solution under different fuel prices. The emissions values were
determined as follows: (4) includes the CO2 released in the combustion of
natural gas in the fired heater; (3) accounts for the same emissions as in (4)
plus those associated with the generation of the electricity and natural gas
consumed by the cycle; (2) includes the life cycle GHG emissions associated
with the construction of the cycle; and (1) is the summation of (2) and (3).
As observed, for high fuel cost values, the model tends to select the solar
energy over the natural gas. Consequently, the GWP is reduced because
the GHG emissions released during the operation of the cycle are decreased.
This reduction in GWP is not significant for fuel cost values lower than
0.065 C /kWh. This is because below this point the economic savings in
fuel expenditures are not compensated by the increase in capital cost due to
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the purchase of solar collectors. Fig. 7 also shows how the GHG emissions
released during the manufacturing phase can be neglected, since their con-
tribution to the total GWP of the cycle is rather small. Furthermore, it can
be observed how the GHG emissions released in the combustion of natural
gas represent a large percentage of the total life cycle GHG emissions of the
process.
It should be noted that the results obtained in the environmental analysis
depend largely on the data used to calculate the life cycle inventory, which
in our case were retrieved from the Ecoinvent database.
7. Conclusions
This paper has addressed the use of solar collectors coupled with absorp-
tion cooling cycles as a manner to reduce the GHG emissions in the cooling
sector. The design of these systems has been formulated in mathematical
terms as a multi-objective nonlinear programming (NLP) problem that seeks
to minimize simultaneously the economic and environmental performance of
the cooling application.
This work has extended our previously developed methodology [25] in
the following ways: (i) it focuses on a different environmental performance
measure (i.e., global warming potential, GWP); (ii) it includes the option
of using solar energy as a heat source to activate the cooling system; (iii)
it assesses the impact that taxes on GHG emissions have on the optimal
absorption cycle configuration considering only the economic performance;
and (iv) it evaluates the impact of the fuel cost on the performance of the
integrated system.
The results obtained show that with the current energy price and with-
out considering governmental subsides on solar technologies, the use of solar
energy in cooling applications is not profitable.
The method presented in this paper is aimed at facilitating the task of
policy makers when deciding on the tax rates to be fixed in order to promote
more sustainable technological alternatives in the energy sector.
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ETC Evacuated tube collector
Exp Solution and subcooler expansion valve
GFH Gas fired heater
GHG Greenhouse gas emissions
IPCC Intergovernmental Panel on Climate Change




SHX Solution heat exchanger
Indices
b Chemical emission
i Component of a stream
j Streams
k Equipment unit of the absorption cycle
t Time period
Sets
IN(k) Set of input streams to unit k
OUT (k) Set of out put streams from unit k
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Parameters
Acol Absorber area of solar collector model i [m
2]












c0 Optical efficiency value of solar collector model
c1 Linear loss coefficient of solar collector model
c2 Quadratic loss coefficient of solar collector model
CEPCI1996 Chemical engineering cost index in year 1996
CEPCI2008 Chemical engineering cost index in year 2008
FC Fuel cost [C /kWh]




IAM(Θ) Incident angle modifier [−]
ir Interest rate [−]
LCIEcwb Life cycle inventory entry associated with chemical b
per kg of cooling water used [ kg
unit
]
LCIEelecb Life cycle inventory entry associated with chemical b




b Life cycle inventory entry associated with chemical b





b Life cycle inventory entry associated with chemical b
per MJ of heat delivered by the heater [ kg
MJ
]
LCIEb,k Life cycle inventory entry associated with chemical b
per unit of capacity of equipment k constructed [ kg
unit
]
T ambt Ambient temperature in period t [
oC]









αk Purchase cost exponent of unit k [−]
βk Purchase cost coefficient [−]
ε Auxiliary parameter
ε Lower bound on the auxiliary parameter ε
ε Upper bound on the auxiliary parameter ε
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ηgfh Thermal efficiency of the gas fired heater [−]
ηmot Compressor motor efficiency [−]
ψ Capital cost coefficient [−]
θ Capital cost recovery factor [−]
Θ Incident angle
ϕ Life span of the cooling system [years]
dfb Global warming potential of chemical b with respect to CO2 [kg CO2 eq]
Variables
Ak Area of heat exchanger k [m
2]
CAPk Capacity of equipment k
CCk Capital cost of equipment k [C ]
COP Coefficient of performance of the absorption cycle [−]
GWP Global warming potential [kg CO2 eq]
LCImanb Life cycle inventory of chemical b
associated with the manufacture of the cooling system [kg]
LCIopb Life cycle inventory entry of chemical b
associated with the operation of the cooling system [kg]
LCI totb Total life cycle inventory entry of chemical b [kg]










n Number of collectors (relaxed integer variable)
PECk Purchase cost of unit k [C ]
Pj,t Pressure of stream j in period t [bar]
QINk,t Heat input to unit k in period t [kW ]
QOUTk,t Heat output from unit k in period t [kW ]
RCcw Running cost associated with cooling water consumption [ C ]
RCgfh Running cost of the gas fired heater [ C ]
RCpump Running cost of the pump [C ]
SFt Solar fraction in period t [-]
taxCO2 Tax on carbon dioxide emissions [ C /tonCO2]
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TC Total cost [C ]
TCC Total capital cost [C ]
TOC Total operating cost [ C ]
T avt Average temperature of collector inlet and exit temperatures in period t [
oC]
Tj,t Temperature of stream j in period t [
oC orK]
Wk,t Mechanical power of unit k in period t [kW ]
xi,j,t Mass fraction of component i in stream j in period t [−]
∆T ck,t Temperature difference in the cold end of unit k in period t [
oC orK]
∆T hk,t Temperature difference in the hot end of unit k in period t [
oC orK]
∆T lmk,t Logarithmic mean temperature difference of unit k in period t [
oC orK]
ηcolt Solar collector efficiency in period t
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Figure 1: Environmental analysis of the electricity and thermal energy driven chillers.
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Col
Figure 2: Solar assisted absorption chiller.
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Figure 3: Pareto optimal designs of the base case.
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Figure 4: Solar fraction in each month for the selected Pareto optimal designs.
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Figure 5: GWP during the operation of the cooling system for the selected Pareto optimal
designs.
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Figure 6: Pareto optimal designs for different fuel prices.
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Figure 7: The minimum cost solutions GWP at different fuel costs of the Pareto sets given
in Fig. 6. In the figure, (1) refers to the total life cycle GWP; (2) to the life cycle GWP
associated with the manufacturing of the cycle; (3) to the life cycle emissions during the
operation of the cooling system; and (4) to the CO2 emissions in the gas fired heater.
.
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Table 2: The Pareto optimal design taxCO2 and solar fraction of Fig. 3.
TC GWP taxCO2 SF
[C ] [tonCO2−eq] [ CtonCO2 ] [-]
1992007 4620 0.00 0.00
2260393 4429 58.10 0.01
2429149 4239 96.20 0.06
2430839 4049 96.60 0.10
2432453 3859 97.00 0.15
2434353 3669 97.50 0.20
2435437 3478 97.80 0.25
2436125 3288 98.00 0.30
2437741 3098 98.50 0.35
2438631 2908 98.80 0.40
2439192 2717 99.00 0.45
2439714 2527 99.20 0.50
2440204 2337 99.40 0.55
2440423 2147 99.50 0.60
2440626 1957 99.60 0.65
2435402 1766 96.64 0.70
2440797 1576 99.70 0.75
2448339 1386 104.50 0.80
2742809 1196 317.00 0.85
4098633 1005 1451.00 0.89
11365723 815 8679.00 0.98
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Appendices
Appendix A. Energy and material balance applied to each unit of
the cooling system
The model of the integrated absorption cycle is based on mass and energy
conservation laws. It includes also equations for assessing the economic and
environmental performance of the cooling system. We provide next the main
constraints of the model. Further details can be found in [14, 25].
• Mass balance: The total mass of component i that enters unit k in







mj,txi,j,t = 0 ∀k, i, t (A.1)
In this equation, mj,t is the mass flow rate of stream j in time period
t, xi,j,t is the composition of component i in stream j and period t, and
IN(k) and OUT (k) are the set of input and output streams associated
with unit k.
• Energy balance: The difference in heat content between the inlet and
outlet streams of a unit k plus the difference in heat supplied (QINk,t )
and removed (QOUTk,t ) minus the work done (Wk,t) must equal zero in
each period t. Furthermore, the input and output heat terms are zero








k,t−QOUTk,t −Wk,t = 0 ∀k, t (A.2)
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Wk,t = 0 ∀k 6= Pump (A.5)
In eqn. (A.2), hj,t denotes the specific enthalpy of stream j in period t.
• The thermodynamic properties of the ammonia-water working pair are
determined with the correlations of Patek and Klomfa [34]
hj,t = f(Tj,t, Pj,t, xi,j,t) ∀t (A.6)
where, Tj,t and Pj,t are the temperature and pressure of stream j in
period t, and xi,j,t is the mass fraction of component i in stream j in
period t
• The heat exchangers are modeled based on the logarithmic mean tem-
perature difference, as shown in eqn. (A.7).
Qk,t = UkAk∆T
lm
k,t k = AB,Con,D,E, SC, SHX, ∀t (A.7)
Here, Qk,t is the heat transfer in heat exchanger k in period t; Uk is the
overall heat transfer co-efficient; Ak is the heat transfer area of the heat
exchanger k; and ∆T lmk,t is the logarithmic mean temperature difference.
• In order to improve the numerical performance of the model, the log-
arithmic mean temperature difference, which is a function of the hot
44
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and cold end temperature differences (∆T hk,t and ∆T
c
k,t , respectively),













k = AB,Con,D,E, SC, SHX, ∀t
(A.8)
• The total useful heat absorbed by the collector (Qk=Col,t) and the heat
generated by the gas fired heater (Qk=GFH,t) in period t are determined
using the following equations:
Qk,t = m23,tCp(T24,t − T23,t) k = Col, ∀t (A.9)
Qk,t = m24,tCp(T25,t − T24,t) k = GFH, ∀t (A.10)
in which the numbers refer to those in Fig. 2.
Appendix B. Equations for calculating the capital and operation
costs of the cooling system
• The capital cost of the cooling system includes the cost of the heat
exchangers, solar collectors, gas fired heater, pump, and expansions







Here, ϕ is the life span of the cooling system and θ is the capital
recovery factor, which is determined from eqn. (B.2),
θ =
ir (ir + 1)ϕ
(ir + 1)ϕ − 1 (B.2)
where ir is the annual interest rate. On the other hand, The capital
cost of unit k is estimated from the purchase cost of the unit (PECk)
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given by eqn. (B.5) and the cost parameter ψ, which has been taken
from Bejan et al. [36].
CCk = ψPECk ∀k 6= Col, ∀t (B.3)
The purchase cost of unit k in year 1996 (PEC1996k ) is estimated fol-
lowing Turton et al. [37].
PEC1996k = βk (CAPk)
αk ∀k 6= Col (B.4)
Where CAPk is the capacity measure of unit k. αk and βk are the cost
parameters, which are given in Table B.4, that have been obtained from
Turton et al. [37]. The purchase equipment cost is updated from year








Here, the parameters CEPCI1996 and CEPCI2008 refer to the Chemical
Engineering plant cost index in years 1996 and 2008, respectively.
The capital cost of the solar collector, which is given by eqn. (B.6),
is a function of the number of collectors (n), absorber area (Acol) and
collector cost per m2 of absorber area [8].
CCk = nAcolcostcol k = Col (B.6)
• The operating cost (TOC) of the cooling system accounts for the run-
ning cost of the gas fired heater (RCgfh), the running cost of the pump
(RCpump), and the cooling water cost (RCcw):








k = GFH (B.8)
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j = cooling water (B.10)
Where costng, costelec and costcw are the prices of the natural gas,
electricity and cooling water, respectively. Top and η
gfh denote the
annual operating hours, and gas fired heater efficiency, respectively.
Table B.4: Economic Parameters
Unit βk αk Range
Heat exchanger 6880 0.430 5− 1500m2
Gas fired heater 1633 0.584 100− 10000kW
Pump 1942 1.110 1− 100kW
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